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9000 Town Center Parkway 

Lakewood Ranch, FL 34202 

purchasing@mymanatee.org 

 

Solicitation Addendum 

 
 

Addendum No.:   3 

Solicitation No.:   26-R090029RB 

Solicitation Title:   Manatee County Central Library Roof Replacement   

Addendum Date:    July 17, 2026 

Procurement Contact:   Ryan Blackmer, Procurement Agent III   

 

IFBC No. 26-R090029RB is amended as set forth herein. Responses to questions posed by 

prospective bidders are provided below. This Addendum is hereby incorporated into and 

made a part of IFBC No. 26-R090029RB. 

 

The deadline to submit all inquiries concerning interpretation, clarification or additional 

information pertaining to this IFBC is July 20, 2026.  

 

QUESTIONS AND RESPONSES:  

 

Q1. Is a General Contractor’s License required? I have my roofing license (CCC#) which 

allows me to pull permits and replace the roof for both residential and commercial, 

and I  work with several companies with their CGC, but it will add to the overall cost 

to bring in another company so I just wanted to verify. 

R1. Roofing work should be performed by a properly licensed Florida roofing contractor or  

qualified contractor legally permitted to perform roofing work under Florida licensing 

requirements. Contractor to verify all applicable licensing requirements with the Authority 

Having Jurisdiction.  

 

Q2. Is the only manufacturer you’re accepting FiberTite? Or would you be able to work 

with other major manufacturers like Firestone/Elevate? 

R2. FiberTite 50 MIL XT is the specified basis of design. Approved equal systems may be  

considered provided they are submitted for review and accepted in writing prior to use. 

Any proposed equal shall comply with Manatee County Best Practices for Roofs 

requirements and shall meet or exceed the physical properties, performance criteria, 

warranty requirements, and design intent specified for the roofing membrane and complete 

roof assembly. 

 

Q3. The IFBC Scope of Work and Bid Pricing Form reference a “Multi-Ply Roof System”. 

However, the CPH drawing reference a new single-ply roof system, and Sheet G003 
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is titled “Specifications – FibertTite Roofing System”. Please confirm the required 

base bid roof system. 

R3. Base Bid shall include a new single-ply roofing system in accordance with the Construction  

Documents. FiberTite is the basis of design; however equivalent systems that comply with 

the specifications and are approved through the substitution process, if applicable, will be 

considered. 

 

Q4. Please confirm whether the manufacturer’s warranty must include a wind rider, and 

if so, confirm the required wind speed or design pressure coverage. 

R4. The manufacturer’s warranty shall include a wind rider meeting the project’s design wind  

criteria as required by the Florida Building Code and the Contract Documents. The cost of 

providing the required wind rider shall be included in the Base Bid.  

 

Q5. If available, please provide any existing roof core reports, moisture scans, as-built 

roof assembly information, or prior roof investigation reports available for this 

building. 

R5. CPH may distribute any as-built drawings, roof records, maintenance records, or other 

historical documentation that has been provided by the County. No additional existing roof 

assembly information is available beyond what has been furnished by the County. 

 

Q6. Concrete Deck Repairs. 

R6. No detailed investigation of the existing concrete deck has been performed. Damaged or 

deteriorated concrete deck conditions are to be brought to the Architect’s attention. A base 

bid allowance/contingency for this to accommodate potential minor concrete deck repairs 

will be added to the Base Bid. 

 

Q7. Sheet AD101 states an asbestos survey has not been performed. Please confirm 

whether hazardous material testing will be completed prior to construction. If 

asbestos or hazardous materials are encountered, please confirm that testing, 

abatement, delay costs, and remobilization will be handled outside the base bid. 

R7. The County will require confirmation that hazardous material testing is completed prior to 

construction. Any required testing, abatement, associated delays, remobilization costs, or 

other hazardous material-related work should be addressed outside of the base bid. 

 

Q8. The documents reference through-wall scuppers to be repaired or replaced. Please 

confirm whether all through-wall scuppers are to be replaced, lined, or only repaired 

where damaged. 

R8. Wall scuppers are to be replaced. 

 

Q9. The Technical Specifications state flood testing or moisture scans may be required by 

the Project Manager. Please confirm whether flood testing, infrared scanning, 

moisture scanning, or independent testing is required in the base bid or only if 

directed by the Owner. 

R9. Independent testing is required in the base bid. 

 

Q10. The IFBC includes a 10% contract contingency to be used only with County approval. 

Please confirm whether unforeseen deck repairs, drain replacements, scupper 
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replacement, copper replacement, hazardous material testing/abatement, and other 

concealed conditions are to be paid through contingency/change order and not 

carried in the base bid unless specifically shown. 

R10. Unforeseen conditions will be addressed through a Change Order process not Base Bid. 

 

Q11. Please confirm whether a bid bond is required with the bid submission. If required, 

please confirm the required bid bond percentage and any applicable bonding form 

requirements. 

R11. A 5% Bid Bond is required at the time of Bid submission. 

 

Q12. Sheet G000 identifies a FiberTite 50 MIL XT smooth adhered membrane system with 

listed Florida Product Approval/NOA information. Please confirm whether FiberTite 

50 MIL Xt is mandatory for the base bid, or whether approved equal systems will be 

accepted. 

R12. FiberTite 50 MIL XT is the specified basis of design. Approved equal systems may be 

considered provided they are submitted for review and accepted in writing prior to use. 

Any proposed equal shall comply with Manatee County Best Practices for Roofs 

requirements and shall meet or exceed the physical properties, performance criteria, 

warranty requirements, and design intent specified for the roofing membrane and complete 

roof assembly. 

 

Q13. If approved equals are allowed, please confirm whether alternate manufacturers 

must be submitted before bid by RFI addendum, or if alternates may be submitted 

after award during the submittal process. 

R13. Alternates/equals should be submitted prior to bid/addendum. Post-award substitutions are 

subject to Architect/Owner review and written acceptance. 

 

Q14. Sheet G000 lists FiberTite 50 MIL XT smooth membrane, adhered, over structural 

concrete deck, new construction or reroof tear-off, System C-14. Please confirm this 

is the exact roof assembly required for the project and confirm the current applicable 

Florida Product Approval/NOA numbers to be used for permitting. 

R14. Use the FiberTite 50 MIL XT smooth adhered system over structural concrete deck, with 

current applicable FL Product Approval/NOA information listed on G000. 

 

Q15. Roof Plan Note 12 States the installer shall provide certification from the roofing 

system manufacturer that the installer is approved for installation of the specified 

roofing system. Please confirm whether proof of manufacturer approval must be 

submitted with the bid or after award. 

R15. Manufacturer-approved installer certification may be submitted after award as part of 

submittals, prior to installation. 

 

Q16. The Technical Specifications require a minimum 20-year membrane warranty and 2-

year workmanship warranty. Please confirm whether the 20-year manufacturer 

warranty must be an NDL/no-dollar-limit warranty, material-only warranty, 

watertight warranty, or another specific warranty type. 

R16. Provide the manufacturer’s standard FiberTite warranty and warranty conditions for the 

specified roofing system. 
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Q17. Sheet G004 provides ASCE7-22 wind load calculations with 200 mph basic wind 

speed and roof pressure zones. Please confirm the submitted roof assembly must meet 

the listed Zone 1, Zone 2, and Zone 3 pressures shown on Sheet G004. 

R17. Submitted roof assembly must meet the wind load calculations for 200 mph wind speed 

and roof pressures shown on G004 for all roof zones. 

 

Q18. Please confirm whether all edge metal, coping, fascia, termination bars, and related 

perimeter metal must comply with ANSI/SPRI ES-1 and/or have separate Florida 

Product Approval/NOA documentation. 

R18. Provide a complete system that meets product approval NOA documentation requirements 

as recommended by the manufacturer. 

 

Q19. The Bid Pricing Form references tear-off and disposal of existing membrane and 

damaged insulation. Sheet AD101 states to remove the existing roof membrane and 

insulation system down to the structural concrete roof deck. Please confirm whether 

the base bid requires full removal of all existing insulation down to the concrete deck 

in all roof areas. 

R19. Base bid requires removal of existing roof membrane and insulation down to the structural 

concrete deck in all roof areas. 

 

Q20. Roof Plan Note 16 requires roof insulation R-value for non-vented roof above deck to 

be R-25 minimum. Detail notes also reference tapered insulation minimum R-25 at 

1/4" per foot slope. Please confirm whether R-25 is required at the lowest point of the 

tapered system or as an average roof assembly value. 

R20. R-25 continuous insulation is required. Based on the drawings, the intent is R-25 minimum 

at the lowest point of the tapered system. 

 

Q21. Please provide or confirm the required tapered insulation layout, including starting 

thickness, maximum thickness, cricket locations, saddle locations, and drainage slope 

requirements for all roof areas. 

R21. Tapered insulation layout is required by the roofing contractor/manufacturer recommended 

approach for drainage as part of the submittal, coordinated with existing drains, scuppers, 

curbs, hatch, and roof conditions. 

 

Q22. Roof Plan Note 2 requires crickets around rooftop equipment and hatches with a 

1/2":12 slope minimum unless noted otherwise. Please confirm whether crickets are 

required at all curbs, hatches, drains, scuppers, and rooftop equipment shown on the 

roof plan. 

R22. Crickets are required where necessary to promote positive drainage around roof curbs, 

hatch, drains, scuppers, and rooftop equipment. 

 

Q23. Details reference coverboard as part of the roof assembly. Please confirm the required 

coverboard material, thickness, fastening/adhesion method, and whether coverboard 

is required at all roof areas. 

R23. Coverboard is required as part of the roof assembly in all roof areas. Basis shown is 1/2" 

Securock gypsum fiber coverboard, installed per manufacturer and approved assembly 

requirements. 
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Q24. The demolition plan calls out select two-piece copper flashing to remain at indicated 

locations, while the bid form references re-installation of copper coping. Please clarify 

whether the existing copper item is flashing, coping, or both, and identify all locations 

where it is to be salvaged and reinstalled. 

R24. Existing two-piece copper flashing is intended to be carefully removed as necessary to 

facilitate installation of the new roofing system, protected from damage, and reinstalled 

where indicated to remain on the drawings. Contractor shall field verify existing conditions 

and coordinate installation in accordance with the roofing manufacturer's requirements. 

 

Q25. If rooftop equipment must be lifted, temporarily disconnected, or modified to 

complete the roofing work, please confirm whether mechanical/electrical disconnects 

and reconnects are by the roofing contractor or by the Owner. 

R25. Mechanical/electrical disconnects, temporary equipment lifts or removals, and 

reconnections shall be coordinated by the General Contractor with the County and Facility 

Manager to minimize disruption to building operations. 

 

Q26. Roof Plan Note 14 states roof access to the new roof is provided from the roof access 

ladder and hatch located inside the building. Please confirm whether any roof hatch 

curb modifications, hatch replacement, ladder modifications, or fall protection 

upgrades are included in the scope. 

R26. Existing roof hatch is shown to remain. Any curb modifications required are included in 

the scope of work. Roof hatch replacement, ladder modifications, or fall protection 

upgrades are not included. The County shall make the final determination regarding any 

such upgrades. 

 

Q27. Roof Plan Note 6 requires walk pads around roof-mounted equipment and roof 

hatches, minimum 4'-0" on each side, installed so cross drainage is not impeded. 

Please confirm whether walk pads are required only around equipment/hatches or 

also along access paths from the roof hatch to equipment, drains, and service areas. 

R27. Walk pads are required around roof-mounted equipment and roof hatches. Access-path 

walk pads should be provided where required by manufacturer or County to protect the 

roof. 

 

Q28. Roof Plan Note 15 requires sealing roof penetrations with closed-cell spray foam for 

vapor and air control, with foam fully encapsulated or protected. Please confirm the 

exact locations and whether firestopping, intumescent coating, or sheet metal 

protection is required as part of the roofing contractor’s scope. 

R28. Seal roof penetrations as noted with closed-cell spray foam for vapor/air control, with 

plenum-rated protection where required. Flash per NRCA requirements. 

 

Q29. The Technical Specifications require adherence to restrictions regarding library 

operating hours. Please confirm any required work hour, noise, vibration, interior 

protection, or occupied-building restrictions that must be included in the base bid. 

R29. Coordinate all work with the County and Library Facility Managers to minimize 

disruptions to facility operations. Contractor shall coordinate work hours, access 

requirements, temporary protection measures, and any operational impacts with the County 

and Library Facility Managers prior to commencement of work. 
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Q30. Can the project be performed under a Florida Certified Roofing Contractor license, 

or is a Florida Certified General Contractor license required for this solicitation? 

R30. Roofing work should be performed by a properly licensed Florida roofing contractor or 

qualified contractor legally permitted to perform roofing work under Florida licensing 

requirements. Contractor to verify all applicable licensing requirements with the Authority 

Having Jurisdiction. 

 

 

NOTE:  

Deleted items will be struck through, added or modified items will be underlined. All other terms 

and conditions remain as stated in the IFBC. 

INSTRUCTIONS: 

Receipt of this Addendum must be acknowledged as instructed in the solicitation document. 

Failure to acknowledge receipt of this Addendum may result in the response being deemed non-

responsive. 

  

END OF ADDENDUM  

 

AUTHORIZED FOR RELEASE  
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