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1. CONTRACTOR SHALL BE QUALIFIED TO PERFORM THE WORK SPECIFIED HEREIN CONTRACTOR SHALL BE QUALIFIED TO PERFORM THE WORK SPECIFIED HEREIN AND SHALL BE REGISTERED OR LICENSED IN ACCORDANCE WITH THE LOCAL JURISDICTION REQUIREMENTS.  2. CONTRACTOR SHALL PROVIDE FOR AND ACQUIRE ALL NECESSARY PERMIT(S) AND CONTRACTOR SHALL PROVIDE FOR AND ACQUIRE ALL NECESSARY PERMIT(S) AND INSPECTIONS AS MAY BE REQUIRED BY THE AUTHORITY(IES) HAVING JURISDICTION. 3. INSTALLATION SHALL MEET OR EXCEED THE MINIMUM REQUIREMENTS OF THE INSTALLATION SHALL MEET OR EXCEED THE MINIMUM REQUIREMENTS OF THE APPLICABLE CODES IN FORCE OR ADOPTED BY THE AUTHORITIES HAVING JURISDICTION. 4. NO CHANGE ORDERS - THE CONTRACTOR SHALL FURNISH ALL MATERIALS AND NO CHANGE ORDERS - THE CONTRACTOR SHALL FURNISH ALL MATERIALS AND LABOR NECESSARY FOR THE INSTALLATION OF A COMPLETE AND FUNCTIONAL ELECTRICAL SYSTEM MEETING THE INTENDED PURPOSE OF THE PROJECT. 5. COORDINATION - CONTRACTOR SHALL COORDINATE WORK WITH UTILITY AND COORDINATION - CONTRACTOR SHALL COORDINATE WORK WITH UTILITY AND OTHER CONTRACTORS AS NECESSARY. CONTRACTOR SHALL PREPARE SKETCH OF PROPOSED INSTALLATION TO ENSURE CLEARANCE REQUIREMENTS ARE MET AND EQUIPMENT FITS WITHIN PROPOSED AREA PRIOR TO PURCHASE AND INSTALLATION. 6. THE CONTRACTOR SHALL MAKE A THOROUGH EXAMINATION OF THE SITE THE CONTRACTOR SHALL MAKE A THOROUGH EXAMINATION OF THE SITE CONDITIONS AND CONTRACT DOCUMENTS.  7. PRIOR TO COMMENCING WORK, THE CONTRACTOR SHALL COORDINATE WITH THE PRIOR TO COMMENCING WORK, THE CONTRACTOR SHALL COORDINATE WITH THE APPROPRIATE UTILITIES FOR METERING, TRANSFORMER AND SERVICE CONNECTION REQUIREMENTS. 8. CONDUIT SHALL BE INSTALLED CONCEALED OR RECESSED IN A NEAT AND CONDUIT SHALL BE INSTALLED CONCEALED OR RECESSED IN A NEAT AND WORKMANLIKE MANNER. ALL CONDUIT SHALL BE INSTALLED PARALLEL OR PERPENDICULAR TO BUILDING LINES UNLESS OTHERWISE APPROVED BY OWNER. EXPOSED CONDUIT ON EXTERIOR WALLS OF FINISHED WALLS IS PROHIBITED UNLESS OTHERWISE REVIEWED AND APPROVED BY OWNER. 9. CONDUIT SHALL BE EMT AND FITTINGS SHALL BE STEEL. FOR UNDERGROUND AND CONDUIT SHALL BE EMT AND FITTINGS SHALL BE STEEL. FOR UNDERGROUND AND UNDER SLAB INSTALLATIONS, CONDUIT SHALL BE PVC OR IMC W/AN ASPHALTIC OR OTHER APPROVED CORROSION INHIBITING COATING.  10. TO LIMIT WATER INTRUSION, SEAL ALL CONDUITS WHERE THE CONDUIT CONNECTS TO LIMIT WATER INTRUSION, SEAL ALL CONDUITS WHERE THE CONDUIT CONNECTS AN INTERIOR CONDUIT BODY TO AN EXTERIOR CONDUIT BODY OR LUMINAIRE. 11. PROVIDE AN INDEPENDENT MEANS OF SUPPORT FOR CONDUIT INSTALLED ABOVE PROVIDE AN INDEPENDENT MEANS OF SUPPORT FOR CONDUIT INSTALLED ABOVE A CEILING WHERE THEY ARE DISTINGUISHABLE BY COLOR, TAGGING OR OTHER EFFECTIVE MEANS.  THE CEILING SUPPORT SYSTEM SHALL BE PERMITTED TO SUPPORT BRANCH CIRCUIT WIRING WHERE INSTALLED IN ACCORDANCE WITH THE CEILING MANUFACTURER'S INSTRUCTIONS. 12. PROVIDE AN INSULATED THROAT FITTING OR PLASTIC BUSHING FOR ALL 1" AND PROVIDE AN INSULATED THROAT FITTING OR PLASTIC BUSHING FOR ALL 1" AND LARGER CONDUIT TERMINATIONS IN PANEL BOARDS, LOAD CENTERS, WIREWAYS AND DISCONNECT SWITCHES. 13. PROVIDE GROUNDING BUSHINGS FOR ANY CONDUIT TERMINATIONS AT ECCENTRIC PROVIDE GROUNDING BUSHINGS FOR ANY CONDUIT TERMINATIONS AT ECCENTRIC AND CONCENTRIC KNOCKOUTS IN DISCONNECTS, PANELBOARDS AND LOAD CENTERS OR WHEN REDUCING WASHERS ARE USED. BOND ALL JUNCTION AND PULL BOXES TO GROUND. 14. WIRE/CABLES SHALL BE COPPER OR ALUMINUM AS ALLOWED BY CODE AND WIRE/CABLES SHALL BE COPPER OR ALUMINUM AS ALLOWED BY CODE AND LISTED FRO THE INTENDED USE AND ENVIRONMENT. AMPACITIES ARE CALCULATED USING THE 75°C COLUMN. 15. REFER TO BRANCH CIRCUIT SCHEDULE FOR MAXIMUM LENGTHS OF CONDUCTOR REFER TO BRANCH CIRCUIT SCHEDULE FOR MAXIMUM LENGTHS OF CONDUCTOR SIZE FOR HOMERUNS. 16. ALL WIRING DEVICES SHALL BE TERMINATED AT THE SCREW IN A CLOCKWISE ALL WIRING DEVICES SHALL BE TERMINATED AT THE SCREW IN A CLOCKWISE DIRECTION. THE PUSH-IN TERMINATIONS SHALL NOT BE USED. 17. VERIFY DOOR SWINGS AND BACKSPLASH HEIGHTS AT ROUGH IN. VERIFY DOOR SWINGS AND BACKSPLASH HEIGHTS AT ROUGH IN. 18. STAGGER WALL BOXES IN ALL WALLS BY AT LEAST ONE STUD FOR SOUND STAGGER WALL BOXES IN ALL WALLS BY AT LEAST ONE STUD FOR SOUND ATTENUATION. APPLY NECESSARY FIRE PROOFING OR SOUND INSULATION AS REQUIRED OR AS LISTED ON ARCHITECTURAL PLANS.  19. PROVIDE A TYPED PANEL SCHEDULE REFLECTING INSTALLED CONDITIONS FOR ALL PROVIDE A TYPED PANEL SCHEDULE REFLECTING INSTALLED CONDITIONS FOR ALL PANEL BOARDS WITH "SPACE" OR "SPARE" PERMANENTLY WRITTEN. 20. SUPPORT WIRES FOR ELECTRICAL EQUIPMENT SHALL BE FASTENED AT BOTH ENDS SUPPORT WIRES FOR ELECTRICAL EQUIPMENT SHALL BE FASTENED AT BOTH ENDS SO AS TO BE TAUT. INSTALLATION OF ELECTRICAL CABLES AND CONDUIT SHALL BE SUCH THAT UNDULATIONS ARE KEPT TO A MINIMUM. 21. "TYPICAL" NOTES APPLY TO ALL SIMILAR SITUATIONS. "TYPICAL" NOTES APPLY TO ALL SIMILAR SITUATIONS. 22. PERMANENTLY LABEL ALL JUNCTION BOX COVERS WITH CIRCUITS DESIGNATION PERMANENTLY LABEL ALL JUNCTION BOX COVERS WITH CIRCUITS DESIGNATION (SOURCE, PHASE, ETC.) CONTAINED WITHIN. 23. AT CONCLUSION OF PROJECT, PROVIDE OPERATING, INSTALLATION INSTRUCTIONS, AT CONCLUSION OF PROJECT, PROVIDE OPERATING, INSTALLATION INSTRUCTIONS, AND WARRANTY DOCUMENTS TO THE OWNER FOR ALL INSTALLED EQUIPMENT. OPERATING, INSTALLATION, AND WARRANTY DOCUMENTS SHALL BE BOUND TOGETHER WITH INDEX INDICATING WHERE TO FIND INFORMATION ON THE VARIOUS EQUIPMENT. 24. PROVIDE THE APPROPRIATE FIRE STOP SYSTEM AND/OR FIRE CAULK AT ANY PROVIDE THE APPROPRIATE FIRE STOP SYSTEM AND/OR FIRE CAULK AT ANY PENETRATION BETWEEN RATED ASSEMBLIES. 25. CONDUIT TERMINATION AT NEMA3R ENCLOSURES SHALL BE WITH MYERS HUBS CONDUIT TERMINATION AT NEMA3R ENCLOSURES SHALL BE WITH MYERS HUBS FOR TOP PENETRATIONS AND LIQUID TIGHT SEALING RINGS OR SEALING LOCKNUTS FOR SIDE PENETRATIONS. 26. FOR ALL LED LUMINAIRES, PERMANENTLY MARK EACH FIXTURE WITH TAG #, FOR ALL LED LUMINAIRES, PERMANENTLY MARK EACH FIXTURE WITH TAG #, MANUFACTURER, MODEL NUMBER, INSTALLATION DATE, INSTALLING CONTRACTOR AND LENGTH OF MANUFACTURER'S WARRANTY. 27. COORDINATE INSTALLATION OF RECEPTACLES SHOWN ADJACENT TO MILLWORK WITH COORDINATE INSTALLATION OF RECEPTACLES SHOWN ADJACENT TO MILLWORK WITH ARCHITECTURAL ELEVATIONS SO THEY ARE ACCESSIBLE.  LOCATIONS SHOWN ON PLAN ARE DIAGRAMMATIC. 28. INSTALL ELECTRICAL HARDWARE SUPPORTING ELECTRICAL FED AND OTHER INSTALL ELECTRICAL HARDWARE SUPPORTING ELECTRICAL FED AND OTHER EQUIPMENT IN ACCORDANCE WITH THE WEIGHT REQUIREMENTS OF THE EQUIPMENT, FIXTURE, APPLIANCE, ETC. 29. ALL CONDUCTORS SHALL BE COLOR CODED AS FOLLOWS. ALL CONDUCTORS SHALL BE COLOR CODED AS FOLLOWS. 120/208V 277/480V 277/480V PHASE A  BLACK  BROWN BLACK  BROWN BROWN PHASE B  RED  ORANGE RED  ORANGE ORANGE PHASE C  BLUE  YELLOWBLUE  YELLOWYELLOW
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CONTRACTOR'S RESPONSIBILITY INCLUDES BUT IS NOT LIMITED TO THE FOLLOWING. CONTRACTOR SHALL PERFORM THIS WORK AND ADDITIONAL STEPS/ WORK NECESSARY TO ACCOMPLISH THE COMPLETE AND FUNCTIONAL INSTALLATION OF EMERGENCY AC RECEPTACLES AND NEW CAMPUS EMERGENCY GENERATOR FOR THE ANIMAL SERVICES FACILITY IN MANATEE COUNTY: 1. REVIEW SITE TO BECOME FAMILIAR WITH THE WORK REVIEW SITE TO BECOME FAMILIAR WITH THE WORK 2. COORDINATE WORK WITH ELECTRIC UTILITY AS NECESSARY COORDINATE WORK WITH ELECTRIC UTILITY AS NECESSARY 3. COORDINATE WORK AND ANY NECESSARY OUTAGES WITH COUNTY PERSONNEL ASSIGNED COORDINATE WORK AND ANY NECESSARY OUTAGES WITH COUNTY PERSONNEL ASSIGNED TO THE PROJECT 4. COORDINATE WITH LOCAL JURISDICTION AS REQUIRED COORDINATE WITH LOCAL JURISDICTION AS REQUIRED 5. REVIEW EQUIPMENT PLACEMENT AND SIZE TO ENSURE EQUIPMENT FITS WITHIN REVIEW EQUIPMENT PLACEMENT AND SIZE TO ENSURE EQUIPMENT FITS WITHIN DESIGNATED AREA AND PROPER CLEARANCES ARE MAINTAINED 6. PROVIDE AND INSTALL NEW GENERATOR AND RELATED EQUIPMENT AS DETAILED WITHIN PROVIDE AND INSTALL NEW GENERATOR AND RELATED EQUIPMENT AS DETAILED WITHIN THE PLANS AND IN COMPLIANCE WITH LOCAL CODES 7. INSTALL EMERGENCY AC RECEPTACLES THROUGHOUT AS NOTED INSTALL EMERGENCY AC RECEPTACLES THROUGHOUT AS NOTED 8. TRACE/VERIFY CIRCUIT ORIGINATION AND PERMANENTLY LABEL PANELS, DISCONNECTS TRACE/VERIFY CIRCUIT ORIGINATION AND PERMANENTLY LABEL PANELS, DISCONNECTS AND MAIN CIRCUITS 9. PERMANENTLY LABEL ALL PANELS AND DISCONNECTS WITH PHENOLIC LABELS PERMANENTLY LABEL ALL PANELS AND DISCONNECTS WITH PHENOLIC LABELS 10. TEST SYSTEM TO ENSURE ITS ADEQUACYTEST SYSTEM TO ENSURE ITS ADEQUACY
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