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GOVERNING STANDARD SPECIFICATIONS:
FLORIDA DEPARTMENT OF TRANSPORTATION FY 2023-24 STANDARD
SPECIFICATIONS FOR ROAD AND BRIDGE CONSTRUCTION AT THE
FOLLOWING WEBSITE:
http://www.fdot.gov/programmanagement/Implemented/SpecBooks

MANATEE COUNTY, APRIL 2022 PUBLIC WORKS STANDARDS PUBLIC
WORKS STANDARDS
http://www.mymanatee.org/departments/public_works/infrastructure_engineering

PUBLIC WORKS DEPARTMENT
MANATEE COUNTY

SHEET
NO.

U-1

MANATEE COUNTY PROJECT No: 6108260

GOVERNING DESIGN STANDARDS:
FLORIDA DEPARTMENT OF TRANSPORTATION, FY 2023-24 DESIGN STANDARDS
eBOOK (DSeB) AND APPLICABLE DESIGN STANDARDS REVISIONS (DSRs) AT THE
FOLLOWING WEBSITE:
https://www.fdot.gov/design/standardplans/sprbc.shtm

FLORIDA DEPARTMENT OF TRANSPORTATION, 2018 MANUAL OF UNIFORM
MINIMUM STANDARDS FOR DESIGN, CONSTRUCTION AND MAINTENANCE
FOR STREETS AND HIGHWAYS (FLORIDA GREENBOOK) AT THE FOLLOWING
WEBSITE:

HTTPS://www.fdot.gov/roadway

MANATEE COUNTY PUBLIC WORKS HIGHWAY & TRAFFIC STANDARDS (APRIL 2022)
MANATEE COUNTY PUBLIC WORKS UTILITY STANDARDS, FEBRUARY 2020
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THE ABOVE NAMED PROFESSIONAL ENGINEER SHALL BE RESPONSIBLE FOR THE FOLLOWING SHEETS IN
ACCORDANCE WITH RULE 61G15-23.004‚ F.A.C.

THIS ITEM HAS BEEN DIGITALLY SIGNED
AND SEALED BY

ON THE DATE ADJACENT TO THE SEAL

PRINTED COPIES OF THIS DOCUMENT ARE
NOT CONSIDERED SIGNED AND SEALED AND
THE SIGNATURE MUST BE VERIFIED ON ANY
ELECTRONIC COPIES.
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1821 VICTORIA AVE
FORT MYERS FL 33901
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MANATEE COUNTY UTILITY RELOCATION NOTES:

1. B.M. VERTICAL CONTROL FOR THIS PROJECT WAS ESTABLISHED BY A MINIMUM OF TWO REFERENCE BENCHMARKS DESCRIBED IN THE NORTH AMERICAN VERTICAL DATUM OF
1988, (NAVD 88).

2. INSTALLATION/REMOVAL/PLUGGING OF THE UTILITY PIPELINES IS TO INCLUDE RECORD PLAN INFORMATION FURNISHED TO THE ENGINEER.  THE RECORD PLANS MUST
IDENTIFY AND SATISFY THE MANATEE COUNTY PUBLIC WORKS AS-BUILT/RECORD DRAWING REQUIREMENTS WHICH INCLUDE VERTICAL AND HORIZONTAL ALIGNMENT, TYPE
OF MATERIAL, LOCATIONS OF MATERIAL CHANGES FOR ALL WATER, RECLAIMED AND SEWER LINES, CASINGS, VALVES, TEES, BENDS, REDUCERS, HYDRANTS, CASINGS, SERVICE
SIZE CONNECTIONS, GROUTING LIMITS, METER BOXES AND/OR PAD, AND OTHER PERTINENT STRUCTURES.  PIPELINE RUNS IN EXCESS OF 100 FEET, WITHOUT FITTINGS ARE
TO INCLUDE VERTICAL ALIGNMENT INFORMATION AT 100 FEET INTERVALS.  SAID ALIGNMENT IS TO BE TIED TO STATE PLANE COORDINATES, AND IS TO BE CERTIFIED BY A
PROFESSIONAL LAND SURVEYOR, LICENSED IN THE STATE OF FLORIDA.  ALL POINTS (X,Y,Z) PROVIDED ARE TO INDICATE THE SIZE, ELEVATION AND TYPE AND MATERIAL
(INCLUDING CLASS OR DR) OF ITEM BEING IDENTIFIED.  THE CONTRACTOR IS TO CONNECT THE AS-BUILT POINTS AND ENSURE THE ACCURACY OF THE DATA PRIOR TO
PROVIDING THE DATA/DRAWINGS TO THE ENGINEER. CONTRACTOR SHALL PERFORM A QUALITY CONTROL REVIEW OF ALL INFORMATION PROVIDED TO THE ENGINEER.
ENGINEER WILL RETURN ALL DRAWINGS AND DATA TO THE CONTRACTOR IF ANY INACCURACIES ARE FOUND AND/OR CORRECTIONS ARE NEEDED.

PROVIDE GEO-REFERENCED OR STATION/OFFSET REFERENCED DIGITAL PICTURES (NO MORE THAN TWO (2) PER LOCATION) FOR ALL TIE-INS AND FITTINGS PRIOR TO
BACKFILL. SUBMIT TO THE ENGINEER ALL AS-BUILT INFORMATION OF CONSTRUCTED WORK ON NO MORE THAN A BI-WEEKLY BASIS. IF DATA IS MISSING AND/OR
INACCURATE, RE-EXCAVATE SUBJECT AREA TO OBTAIN REQUIRED INFORMATION AND RESTORE AREA AT NO ADDITIONAL EXPENSE TO THE MANATEE COUNTY PUBLIC WORKS.
LIMITS OF RESTORATION WILL BE SUBJECT TO MANATEE COUNTY PUBLIC WORKS APPROVAL.

3. THE LOCATIONS, ELEVATIONS, & DIMENSIONS OF THE EXISTING UTILITIES SHOWN IN THE PLANS (INCLUDING THOSE DESIGNATED VV, VH, AND VVH) ARE BASED ON
LIMITED INVESTIGATION TECHNIQUES AND SHOULD BE CONSIDERED APPROXIMATE ONLY.  THE VERIFIED LOCATIONS/ELEVATION APPLY ONLY AT THE POINTS SHOWN. 
INTERPOLATIONS BETWEEN THESE POINTS HAVE NOT BEEN VERIFIED. 

4. RESTRAIN ALL PROPOSED RECLAIMED WATER MAIN, POTABLE WATER MAIN, FORCE MAIN PIPE JOINTS. RESTRAIN ALL EXISTING RECLAIMED WATER MAINS, POTABLE WATER
MAINS AND FORCE MAINS THAT ARE BEING TIED INTO BASED ON THE RESTRAINT SCHEDULE SHOWN IN THE DETAILS.

5. EXISTING ACTIVE RECLAIMED WATER MAIN SHALL REMAIN IN SERVICE UNTIL NEW LINE IS CONSTRUCTED AND ACCEPTED BY FDEP AND THE MANATEE COUNTY PUBLIC
WORKS.

6. RECLAIMED WATER, POTABLE WATER AND SEWER LINES SHALL REMAIN IN SERVICE TO MAXIMUM EXTENT POSSIBLE. DIVERSIONS THAT REQUIRE SHUT DOWN SHALL BE
COORDINATED WITH MANATEE COUNTY.

7. ALL VALVES, FITTINGS, BENDS, HYDRANTS, APPURTENANCES AND RECLAIMED WATERMAIN SHALL MEET MANATEE COUNTY STANDARDS,

8. ALL EXISTING VALVES WITHIN THE PAVEMENT LIMITS SHALL HAVE THE COVER AND BOX ADJUSTED FLUSH WITH FINISHED GRADE PER MANATEE COUNTY STANDARDS.

9. CONTRACTOR TO BE ADVISED UPON REMOVAL OF EXISTING RECLAIMED WATERMAIN, TRENCH AND BEDDING WILL NEED TO BE RE-ESTABLISHED PER COUNTY DETAILS AND
SPECIFICATIONS, FOR THE NEW RECLAIMED WATERMAIN, IF AFFECTED BY THE PIPE REMOVAL.

10. EXISTING RECLAIMED WATERMAIN TO BE PLACED OUT OF SERVICE AND GROUT IN PLACE PER MANATEE COUNTY SPECIFICATIONS.

11. ALL RECLAIMED WATER SERVICE LINES TO BE PLACED OUT OF SERVICE ARE TO BE CUT AND CAPPED. THE SERVICE LINES WILL NOT BE GROUTED. CUTTING AND CAPPING
THE EXISTING SERVICE LINE IS CONSIDERED INCIDENTAL TO THE NEW SERVICE AND NO SEPARATE PAYMENT WILL BE MADE.

12. THE CONTRACTOR IS TO VERIFY IN THE FIELD THE LOCATION AND ELEVATION OF ALL EXISTING UTILITY CONNECTION POINTS PRIOR TO STARTING CONSTRUCTION AND
WILL IMMEDIATELY NOTIFY THE ENGINEER AND OWNER OF ANY DISCREPANCIES FOUND.

13. THE CONTRACTOR'S ATTENTION IS CALLED TO THE FACT THAT THERE MAY BE SOME CONFLICTS WITH UTILITIES. IT IS THE CONTRACTOR'S RESPONSIBILITY TO NOTIFY THE
ENGINEER OF ANY CONFLICTS WITH PROPOSED WORK. IT IS THE CONTRACTOR'S RESPONSIBILITY TO LOCATE, PROTECT, AND REPLACE (IF DAMAGED) ANY AND ALL EXISTING
UTILITIES ON THIS PROJECT AT THEIR OWN EXPENSE.

14. ALL POTABLE WATER, RECLAIMED WATER, FIRE, IRRIGATION SYSTEM, SANITARY SYSTEM, STORM SYSTEM AND OTHER UTILITIES COMPONENTS ARE TO BE PROTECTED AND
WILL HAVE MINIMUM DISRUPTION DURING CONSTRUCTION. THE CONTRACTOR WILL IMMEDIATELY REPAIR ANY DAMAGE TO THE SYSTEMS.

15. DISRUPTIONS TO EXISTING RESIDENTIAL/COMMERCIAL WATER AND SEWER SERVICE WILL BE KEPT TO A MINIMUM. ALL WATER SERVICE INTERRUPTIONS SHALL BE 
COORDINATED WITH MANATEE COUNTY PUBLIC WORKS PROJECT MANAGER AND IN ACCORDANCE WITH ANY PROCEDURES FOR SHUT DOWNS.

16. AT LEAST 48 HOURS PRIOR TO ANY EXCAVATION, THE CONTRACTOR SHALL CONTACT SUNSHINE STATE ONE CALL OF FLORIDA AT 1-800-432-4770 OR THE NATIONAL 811 ONE
CALL NUMBER WHEN APPLICABLE FOR UTILITY LOCATIONS. THE CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING WITH ALL UTILITIES FOR THE POSSIBLE 
RELOCATION OR THE TEMPORARY MOVEMENT OF ANY EXISTING UTILITIES WITHIN THE RIGHT OF WAY.

17. SEPARATE PAYMENT SHALL BE MADE ONLY FOR THE ITEMS OF WORK LISTED AND IDENTIFIED BY APPROPRIATE PAY ITEM ON THE BID FORM. THE COST OF ANY RELATED
WORK NOT SPECIFICALLY IDENTIFIED, BUT WHICH IS REQUIRED FOR SATISFACTORY COMPLETION OF THE WORK, SHALL BE CONSIDERED TO BE INCLUDED IN THE CONTRACT
PRICE FOR THE APPROPRIATE BID ITEM.

18. ALL MANATEE COUNTY UTILITY WORK SHALL CONFORM TO PUBLIC WORKS STANDARDS PART 1 UTILITIES STANDARDS MANUAL DATED 2020, AND APPROVED PRODUCTS LIST.

19. ALL WATER, RECLAIMED WATER AND SEWER VALVES, MANHOLES AND VALVE PADS SHOULD REMAIN VISIBLE AND ACCESSIBLE THROUGHOUT CONSTRUCTION AND BE BROUGHT
TO FINAL GRADE PER COUNTY STANDARDS AT END OF CONSTRUCTION.

20. ANY HYDRANTS, SERVICES AND VALVES THAT ARE IN CONFLICT WILL BE REPLACED AND UP TO CURRENT COUNTY STANDARDS.

21. IF SERVICES OR HYDRANTS ARE HIT/DAMAGED, THEY WILL BE REPLACED TO THE CURRENT COUNTY STANDARDS.

UTILITY RELOCATION NOTES
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TABULATION  OF  QUANTITIES

PAY
ITEM
NO.

DESCRIPTION UNIT

SHEET NUMBERS TOTAL
THIS
SHEET

GRAND
TOTALU-6 U-7 U-8 U-9 U-10 U-11 U-12

PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL

1050-16004 UTILITY PIPE, REMOVE & DISPOSE, 8" LF 8 16 8 32

1050-16005 UTILITY PIPE, GROUT & PLACE OUT OF SERVICE, 8" LF 334 544 642 1520

1050-31208 8" PVC DR18 CLASS 235 LF 412 505 454 560 160 2091

1050-51208 8" DIP CL350 LF 56 106 58 220

1050-31220 20" DIP CL350 LF 10 20 20 10 10 20 90

1050-61118 18" STEEL CASING LF 156 156

1055-31108 UTIITY FITTINGS, 8" 45° MJ BEND RJ EA 10 2 8 3 23

1055-51120 UTIITY FITTINGS, 20" 45° MJ BEND RJ EA 4 8 8 4 4 8 36

1055-51206 UTILITY FITTINGS, 8"x6" MJ TEE RJ EA 1 1

1055-51208 UTILITY FITTINGS, 8"x8" MJ TEE RJ EA 1 1

1080-21108 8" STUB OUT EA 1 1

1080-21101 SINGLE 1" SERVICE SHORT EA 1 2 3

1080-21101 DBL 1" SERVICE SHORT EA 1 2 1 3 1 8

1080-21101 DBL 1" SERVICE LONG EA 1 4 4 3 1 13

1080-21102 2" SERVICE EA 1 1 1 3

1080-24106 UTILITY FIXTURE, 6" GV W/ BOX, PAD, ID & TRACER EA 1 1

1080-24108 UTILITY FIXTURE, 8" GV W/ BOX, PAD, ID & TRACER EA 1 1 2 1 5

1644700 FIRE HYDRANT RELOCATE EA 2 2 4

1800-1000 ADJUST MH RIM & COVER EA 1 1 1 3

1800-1100 ADJUST WM VALVE EA 2 4 4 1 6 4 21

1800-1100 ADJUST WM METER EA 2 2 1 5

1800-1100 ADJUST RW VALVE EA 3 3 1 1 8

1800-1100 ADJUST SS VALVE EA 1 2 3

1800-1200 RELOCATE WM VAVLE EA 1 1

1800-1200 RELOCATE SS VALVE EA 1 5 3 2 11

UTILITY TABULATION OF
QUANTITIES

DATE DESCRIPTION SHEET
NO.
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TABULATION  OF  QUANTITIES

PAY
ITEM
NO.

DESCRIPTION UNIT

SHEET NUMBERS TOTAL
THIS
SHEET

GRAND
TOTALU-13 U-14 U-15

PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL PLAN FINAL

1050-16004 UTILITY PIPE, REMOVE & DISPOSE, 8" LF 32

1050-16005 UTILITY PIPE, GROUT & PLACE OUT OF SERVICE, 8" LF 1520

1050-31208 8" PVC DR18 CLASS 235 LF 2091

1050-51208 8" DIP CL350 LF 220

1050-51220 20"DIP CL350 LF 20 10 30 120

1050-61118 18" STEEL CASING LF 156

1055-31108 UTIITY FITTINGS, 8" 45° MJ BEND RJ EA 23

1055-51120 UTIITY FITTINGS, 20" 45° MJ BEND RJ EA 8 4 12 48

1055-51206 UTILITY FITTINGS, 8"x6" MJ TEE RJ EA 1

1055-51208 UTILITY FITTINGS, 8"x8" MJ TEE RJ EA 1

1080-21108 8" STUB OUT EA 1

1080-21101 SINGLE 1" SERVICE SHORT EA 3

1080-21101 DBL 1" SERVICE SHORT EA 8

1080-21101 DBL 1" SERVICE LONG EA 13

1080-21102 2" SERVICE EA 3

1080-24106 UTILITY FIXTURE, 6" GV W/ BOX, PAD, ID & TRACER EA 1

1080-24108 UTILITY FIXTURE, 8" GV W/ BOX, PAD, ID & TRACER EA 5

1644700 FIRE HYDRANT RELOCATE EA 1 1 1 3 7

1800-1000 ADJUST MH RIM & COVER EA 3

1800-1100 ADJUST WM VALVE EA 6 3 9 30

1800-1100 ADJUST WM METER EA 1 1 6

1800-1100 ADJUST RW VALVE EA 2 2 10

1800-1100 ADJUST SS VALVE EA 3

1800-1200 RELOCATE WM VAVLE EA 1

1800-1200 RELOCATE SS VALVE EA 11

UTILITY TABULATION OF
QUANTITIES

DATE DESCRIPTION SHEET
NO.
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.0
8

STA. +80.06, 36.59 LT.
8" 45° H MJ BEND RJ

STA. +84.34, 40.94 LT.
8" 45° H MJ BEND RJ

STA. +32.21, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +34.87, 40.99 LT.
8" 45° V MJ BEND RJ

STA. +39.21, 40.99 LT.
8" 45° V MJ BEND RJ

STA. +41.90, 40.99 LT.
8" 45° V MJ BEND RJ

STA. +80.09, 36.03 RT.
8" 45° H MJ BEND RJ

STA. +78.20, 37.93 RT.
8" 45° H MJ BEND RJ

STA. +44.60, 49.99 RT.
8" 45° H MJ BEND RJ

STA. +49.78, 54.67 RT.
8" 45° H MJ BEND RJ

STA. +44.02, 43.27 RT.
8"x8" MJ TEE RJ

8" GV, BOX, PAD & ID

182 LF OF 8" RCW PVC DR18 CLASS 235

72 LF OF 8" RCW PVC DR18 CLASS 235
W/ 68 LF OF 18" STEEL CASING

146 LF OF 8" RCW PVC DR18 CLASS 235
W/ 88 LF OF 18" STEEL CASING

12 LF OF 8" RCW PVC DR18 CLASS 235

STA. +36.48, 43.74 RT.
STUB OUT

+80.01
33.00 LT.

+80.19
35.00 RT.

+33.55
38.09 RT.

+45.55
43.20 RT.

18TH
 AV

E
. D

R
. W

75TH ST. W

R/W

SS MANHOLE TO BE ADJUSTED,
REHABED AND BROUGHT UP TO CURRENT STANDARDS

8 LF OF OF EXIST. 8" RCW TO BE REMOVED

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

EXIST. 2" FM

EXIST. 20" WM

STA. +40.23, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +55.04, 43.93 RT.
SINGLE 1" RCW SERVICE SHORT

STA. +44.67, 41.25 RT.
DBL 1" RCW SERVICE LONG

S-109

S-110

S-111

S-112

S-113

S-119

S-120

S-114

STA. +80.06, 36.59 LT.
8" 45° H MJ BEND RJ

STA. +84.34, 40.94 LT.
8" 45° H MJ BEND RJ

STA. +32.21, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +34.87, 40.99 LT.
8" 45° V MJ BEND RJ

STA. +39.21, 40.99 LT.
8" 45° V MJ BEND RJ

STA. +41.90, 40.99 LT.
8" 45° V MJ BEND RJ

STA. +80.09, 36.03 RT.
8" 45° H MJ BEND RJ

STA. +78.20, 37.93 RT.
8" 45° H MJ BEND RJ

STA. +44.60, 49.99 RT.
8" 45° H MJ BEND RJ

STA. +49.78, 54.67 RT.
8" 45° H MJ BEND RJ

STA. +44.02, 43.27 RT.
8"x8" MJ TEE RJ

8" GV, BOX, PAD & ID

182 LF OF 8" RCW PVC DR18 CLASS 235

72 LF OF 8" RCW PVC DR18 CLASS 235
W/ 68 LF OF 18" STEEL CASING

146 LF OF 8" RCW PVC DR18 CLASS 235
W/ 88 LF OF 18" STEEL CASING

12 LF OF 8" RCW PVC DR18 CLASS 235

STA. +36.48, 43.74 RT.
STUB OUT

+80.01
33.00 LT.

+80.19
35.00 RT.

+33.55
38.09 RT.

+45.55
43.20 RT.

18TH
 AV

E
. D

R
. W

75TH ST. W

R/W

SS MANHOLE TO BE ADJUSTED,
REHABED AND BROUGHT UP TO CURRENT STANDARDS

8 LF OF OF EXIST. 8" RCW TO BE REMOVED

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

EXIST. 2" FM

EXIST. 20" WM

STA. +40.23, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +55.04, 43.93 RT.
SINGLE 1" RCW SERVICE SHORT

STA. +44.67, 41.25 RT.
DBL 1" RCW SERVICE LONG
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STANTEC CONSULTING SERVICES, INC.

75TH STREET WEST FROM

20TH AVENUE W. TO MANATEE AVENUE W. (SR 64)KRISTINA CONNELLY, P.E.
P.E. LICENSE NUMBER 54805
1821 VICTORIA AVE.
FORT MYERS, FLORIDA, 33901
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110 111 112 113 114 115

NPW(D)
NPW(D)NPW(D)NPW(D)

NPW(D) NPW(D)

STA. +80.31, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +78.09, 41.00 LT.
8" 45° V MJ BEND RJ

56 LF OF 8" DIP CL350

+33.68
41.00 LT.

+77.76
41.00 LT.

218 LF OF 8" RCW PVC DR18 CLASS 235

287 LF OF 8" RCW PVC DR18 CLASS 235

+25.32
41.00 LT.

17TH
 AV

E
. W

75TH ST. W

R/W R/W

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

EXIST. 6" RCW AND VALVE TO BE PLACED OUT OF SERVICE
AND GROUTED IN PLACE / MANATEE COUNTY

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. RW VALVE TO BE ADJUSTED

EXIST. SS MANHOLE TO BE ADJUSTED

8 LF OF EXIST. 8" RCW TO BE REMOVED

8 LF OF EXIST. 8" RCW TO BE REMOVED

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

4-20" 45° V BENDS
DIVERT EXIST. WM

UNDER DRAINAGE RCP

EXIST. 20" WM

4-20" 45° V BENDS
DIVERT EXIST. WM
UNDER DRAINAGE RCP

STA. +73.46, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +64.06, 1.66 LT.
SINGLE 2" RCW SERVICE IN
3" CASING W/ 2" RSG VALVE

STA. +05.70, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +10.00, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +97.71, 48.97 LT.
SINGLE 1" RCW SERVICE SHORT

STA. +11.40, 48.88 LT.
SINGLE 1" RCW SERVICE SHORT

STA. +36.75, 41.29 RT.
DBL 1" RCW SERVICE LONG

STA. +55.66, 41.25 RT.
DBL 1" RCW SERVICE LONG

STA. +35.23, 41.25 RT.
DBL 1" RCW SERVICE LONG

STA. +51.36, 41.31 RT.
DBL 1" RCW SERVICE LONG

STA. +24.93, 41.00 LT.
8"x6" MJ TEE RJ
6" GV, BOX, PAD & ID

S-119

S-120

S-123

S-124

STA. +80.31, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +78.09, 41.00 LT.
8" 45° V MJ BEND RJ

56 LF OF 8" DIP CL350

+33.68
41.00 LT.

+77.76
41.00 LT.

218 LF OF 8" RCW PVC DR18 CLASS 235

287 LF OF 8" RCW PVC DR18 CLASS 235

+25.32
41.00 LT.

17TH
 AV

E
. W

75TH ST. W

R/W R/W

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

EXIST. 6" RCW AND VALVE TO BE PLACED OUT OF SERVICE
AND GROUTED IN PLACE / MANATEE COUNTY

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. RW VALVE TO BE ADJUSTED

EXIST. SS MANHOLE TO BE ADJUSTED

8 LF OF EXIST. 8" RCW TO BE REMOVED

8 LF OF EXIST. 8" RCW TO BE REMOVED

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

4-20" 45° V BENDS
DIVERT EXIST. WM

UNDER DRAINAGE RCP

EXIST. 20" WM

4-20" 45° V BENDS
DIVERT EXIST. WM
UNDER DRAINAGE RCP

STA. +73.46, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +64.06, 1.66 LT.
SINGLE 2" RCW SERVICE IN
3" CASING W/ 2" RSG VALVE

STA. +05.70, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +10.00, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +97.71, 48.97 LT.
SINGLE 1" RCW SERVICE SHORT

STA. +11.40, 48.88 LT.
SINGLE 1" RCW SERVICE SHORT

STA. +36.75, 41.29 RT.
DBL 1" RCW SERVICE LONG

STA. +55.66, 41.25 RT.
DBL 1" RCW SERVICE LONG

STA. +35.23, 41.25 RT.
DBL 1" RCW SERVICE LONG

STA. +51.36, 41.31 RT.
DBL 1" RCW SERVICE LONG

STA. +24.93, 41.00 LT.
8"x6" MJ TEE RJ
6" GV, BOX, PAD & ID
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STANTEC CONSULTING SERVICES, INC.
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P.E. LICENSE NUMBER 54805
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115 116 117 118 119 120 121

NPW(D) NPW(D)
NPW(D)NPW(D)

NPW(D)

N
P
W
(
D
)NPW(D)

STA. +84.21, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +81.17, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +76.88, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +73.87, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +37.44, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +35.17, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +30.88, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +28.64, 40.99 LT.
8" 45° V MJ BEND RJ

+25.32
41.00 LT.

+81.13
41.00 LT.

56 LF OF 8" DIP CL350

373 LF OF 8" RCW PVC DR18 CLASS 235

50 LF OF 8" DIP CL350
DIRECTIONAL BURY

+48.73
41.00 LT.

+98.84
41.00 LT.

81 LF OF 8" RCW PVC DR18 CLASS 235

ALH
AM

B
R
A D

R
.

E
S
TR

E
M
AD

UR
A 

D
R.

75TH ST. W

R/W R/W

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE RELOCATED
EXIST. WV TO BE ADJUSTED

EXIST. FHA
TO BE RELOCATED

EXIST WATER METER TO BE ADJUSTED

EXIST. FHA TO BE RELOCATED

EXIST. WM TO BE ADJUSTED

EXIST. RW VALVE TO BE ADJUSTED

EXIST SS VALVE TO BE RELOCATED

EXIST. RW VALVE TO BE ADJUSTED

EXIST. SS VALVE TO BE ADJUSTED

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

8 LF OF EXIST. 8" RCW TO BE REMOVED

EXIST. 8" RCW TO BE PLACED OUT
OF SERVICE AND GROUT IN PLACE

4-20" 45° V BENDS
DIVERT EXIST. WM
UNDER DRAINAGE RCP

EXIST. 20" WM

4-20" 45° V BENDS
DIVERT EXIST. WM

UNDER DRAINAGE RCP

STA. +27.66, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +72.94, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +52.90, 0.81 RT.
SINGLE 2" RCW SERVICE IN
3" CASING W/ 2" RSG VALVE

STA. +00.04, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +35.38, 41.29 RT.
DBL 1" RCW SERVICE LONG

STA. +60.29, 41.26 RT.
DBL 1" RCW SERVICE LONG

STA. +39.74, 41.34 RT.
DBL 1" RCW SERVICE LONG

STA. +60.31, 41.25 RT.
DBL 1" RCW SERVICE LONG

S-129

S-128
S-133

S-132

STA. +84.21, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +81.17, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +76.88, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +73.87, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +37.44, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +35.17, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +30.88, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +28.64, 40.99 LT.
8" 45° V MJ BEND RJ

+25.32
41.00 LT.

+81.13
41.00 LT.

56 LF OF 8" DIP CL350

373 LF OF 8" RCW PVC DR18 CLASS 235

50 LF OF 8" DIP CL350
DIRECTIONAL BURY

+48.73
41.00 LT.

+98.84
41.00 LT.

81 LF OF 8" RCW PVC DR18 CLASS 235

ALH
AM

B
R
A D

R
.

E
S
TR

E
M
AD

UR
A 

D
R.

75TH ST. W

R/W R/W

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE RELOCATED
EXIST. WV TO BE ADJUSTED

EXIST. FHA
TO BE RELOCATED

EXIST WATER METER TO BE ADJUSTED

EXIST. FHA TO BE RELOCATED

EXIST. WM TO BE ADJUSTED

EXIST. RW VALVE TO BE ADJUSTED

EXIST SS VALVE TO BE RELOCATED

EXIST. RW VALVE TO BE ADJUSTED

EXIST. SS VALVE TO BE ADJUSTED

EXIST. 8" RCW TO BE PLACED OUT OF SERVICE
AND GROUT IN PLACE

8 LF OF EXIST. 8" RCW TO BE REMOVED

EXIST. 8" RCW TO BE PLACED OUT
OF SERVICE AND GROUT IN PLACE

4-20" 45° V BENDS
DIVERT EXIST. WM
UNDER DRAINAGE RCP

EXIST. 20" WM

4-20" 45° V BENDS
DIVERT EXIST. WM

UNDER DRAINAGE RCP

STA. +27.66, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +72.94, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +52.90, 0.81 RT.
SINGLE 2" RCW SERVICE IN
3" CASING W/ 2" RSG VALVE

STA. +00.04, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +35.38, 41.29 RT.
DBL 1" RCW SERVICE LONG

STA. +60.29, 41.26 RT.
DBL 1" RCW SERVICE LONG

STA. +39.74, 41.34 RT.
DBL 1" RCW SERVICE LONG

STA. +60.31, 41.25 RT.
DBL 1" RCW SERVICE LONG
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STANTEC CONSULTING SERVICES, INC.

75TH STREET WEST FROM

20TH AVENUE W. TO MANATEE AVENUE W. (SR 64)KRISTINA CONNELLY, P.E.
P.E. LICENSE NUMBER 54805
1821 VICTORIA AVE.
FORT MYERS, FLORIDA, 33901
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121 122 123 124 125 126

560 LF OF 8" RCW PVC DR18 CLASS 235

75TH ST. W

R/W R/W R/W

O BE ADJUSTED

EXIST. FHA
BE RELOCATED

EXIST. WV TO BE ADJUSTED

EXIST WATER METER TO BE ADJUSTED

EXIST. WATER METER TO BE ADJUSTED

EXIST. SS VALVE TO BE RELOCATED
EXIST. SS VALVE TO BE RELOCATED

EXIST. SS VALVE TO BE RELOCATED

EXIST. SS VALVE TO BE RELOCATED

4-20" 45° V BENDS
DIVERT EXIST. WM

UNDER DRAINAGE RCP

EXIST. 20" WM

STA. +07.13, 0.83 RT.
SINGLE 2" RCW SERVICE IN
3" CASING W/ 2" RSG VALVE

STA. +85.39, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +55.54, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +95.39, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +39.62, 41.20 RT.
DBL 1" RCW SERVICE LONG STA. +57.21, 41.26 RT.

DBL 1" RCW SERVICE LONG

STA. +34.63, 41.22 RT.
DBL 1" RCW SERVICE LONG

STA. +54.14, 41.26 
DBL 1" RCW SERVIC

S-140 S-142

S-141 S-143

560 LF OF 8" RCW PVC DR18 CLASS 235

75TH ST. W

R/W R/W R/W

O BE ADJUSTED

EXIST. FHA
BE RELOCATED

EXIST. WV TO BE ADJUSTED

EXIST WATER METER TO BE ADJUSTED

EXIST. WATER METER TO BE ADJUSTED

EXIST. SS VALVE TO BE RELOCATED
EXIST. SS VALVE TO BE RELOCATED

EXIST. SS VALVE TO BE RELOCATED

EXIST. SS VALVE TO BE RELOCATED

4-20" 45° V BENDS
DIVERT EXIST. WM

UNDER DRAINAGE RCP

EXIST. 20" WM

STA. +07.13, 0.83 RT.
SINGLE 2" RCW SERVICE IN
3" CASING W/ 2" RSG VALVE

STA. +85.39, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +55.54, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +95.39, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +39.62, 41.20 RT.
DBL 1" RCW SERVICE LONG STA. +57.21, 41.26 RT.

DBL 1" RCW SERVICE LONG

STA. +34.63, 41.22 RT.
DBL 1" RCW SERVICE LONG

STA. +54.14, 41.26 
DBL 1" RCW SERVIC
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STANTEC CONSULTING SERVICES, INC.

75TH STREET WEST FROM

20TH AVENUE W. TO MANATEE AVENUE W. (SR 64)KRISTINA CONNELLY, P.E.
P.E. LICENSE NUMBER 54805
1821 VICTORIA AVE.
FORT MYERS, FLORIDA, 33901
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127 128 129 130 131 132

NPW(D) NPW(D)
NPW(D)NPW(D)

STA. +95.99, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +99.30, 41.00 LT.
8" 45° V MJ BEND RJ

160 LF OF 8" RCW PVC DR18 CLASS 235

58 LF OF 8" DIP CL350
DIRECTIONAL BURY

+99.49
41.00 LT.

+58.04
41.00 LT.

STA. +58.63, 41.07 LT.
8" 45° H MJ BEND RJ

P
OR

TOS
U
E
N
O AV

E
.

11TH
 AV

E
. W

75TH ST. W

R/W R/W

10" RECLAIMED WATER / MANATEE COUNTY

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. FHA TO BE RELOCATED

EXIST WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. FHA TO BE RELOCATED

EXIST. RW VALVE TO BE ADJUSTED

EXIST. SS VALVE TO BE ADJUSTED

EXIST. WATER METER TO BE ADJUSTED

EXIST. SS VALVE TO BE RELOCATED

EXIST. 20" WM

4-20" 45° V BENDS
DIVERT EXIST. WM
UNDER DRAINAGE RCP

EXIST. 10" RCW

STA. +95.01, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +15.39, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +54.14, 41.26 RT.
DBL 1" RCW SERVICE LONG

S-146 S-148

S-147

STA. +95.99, 41.00 LT.
8" 45° V MJ BEND RJ

STA. +99.30, 41.00 LT.
8" 45° V MJ BEND RJ

160 LF OF 8" RCW PVC DR18 CLASS 235

58 LF OF 8" DIP CL350
DIRECTIONAL BURY

+99.49
41.00 LT.

+58.04
41.00 LT.

STA. +58.63, 41.07 LT.
8" 45° H MJ BEND RJ

P
OR

TOS
U
E
N
O AV

E
.

11TH
 AV

E
. W

75TH ST. W

R/W R/W

10" RECLAIMED WATER / MANATEE COUNTY

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. FHA TO BE RELOCATED

EXIST WV TO BE ADJUSTED

EXIST. WV TO BE ADJUSTED

EXIST. FHA TO BE RELOCATED

EXIST. RW VALVE TO BE ADJUSTED

EXIST. SS VALVE TO BE ADJUSTED

EXIST. WATER METER TO BE ADJUSTED

EXIST. SS VALVE TO BE RELOCATED

EXIST. 20" WM

4-20" 45° V BENDS
DIVERT EXIST. WM
UNDER DRAINAGE RCP

EXIST. 10" RCW

STA. +95.01, 41.00 LT.
8" GV W/ PAD, BOX & ID

STA. +15.39, 46.22 LT.
DBL 1" RCW SERVICE SHORT

STA. +54.14, 41.26 RT.
DBL 1" RCW SERVICE LONG
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