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EXISTING PROPOSED

PUBLIC WORKS DEPARTMENT
ENGINEERING SERVICES

1022 26th Avenue East,  Bradenton, FL 34208
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MANATEE COUNTY

MANATEE COUNTY

REQUIRED LENGTH OF RESTRAINED JOINT PIPE
FOR C900-16 PVC PIPE (DR-18)

MANATEE COUNTY

REQUIRED LENGTH OF RESTRAINED JOINT PIPE
FOR DIP (POLY-WRAPPED)

MANATEE COUNTY MANATEE COUNTY

MANATEE COUNTY MANATEE COUNTY
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MANATEE COUNTY
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SEAL FAIL

PUMP 2

SEAL FAIL

N

SPD

MANATEE COUNTY

PUMP CONTROL PANEL BILL OF MATERIALS

QTY. ABBR. DESCRIPTION MANUFACTURER, PART#

1

1

2

1

1

1

1

1

2

1

2

2

SFM1,2

GFI

IL

ASB

MCB

GR

MC1,2

GFICB

CCB

PCB1,2

ECB

ENC

SEAL FAIL MODULE

120V RECEPTACLE

INDICATING LIGHT, RED LED

ALARM SILENCE BUTTON

GENERATOR RECEPTACLE

GFI CIRCUIT BREAKER

CONTROL CIRCUIT BREAKER

PUMP CIRCUIT BREAKER

EMERGENCY CIRCUIT BREAKER

MAIN CIRCUIT BREAKER

ENCLOSURE, 304SS N3R/12 (WHITE)

NEMA 4 CONTACTOR

HOFFMAN, A36H3012SSLP-P8743 (MINIMUM SIZE)

SYRELEC, PNRU-110A

PASS & SEYMOUR, 1597-I

EATON, C22-L-XR-120

SQ.D, 9001-SKR1BH5

RUSSELL STOLL, JRSB1044FR (230V, 100A)

CRYDOM, A53TP______ (SIZE AS REQUIRED)

SQ.D, (SIZE AS REQUIRED - 100A MIN.)

SQ.D, (SIZE AS REQUIRED - 100A MIN.)

SQ.D, QOU120

SQ.D, QOU115

SQ.D, (SIZE AS REQUIRED)

1 SLCB SITE LIGHT CIRCUIT BREAKER SQ.D, QOU120

1 RTUCB RTU CIRCUIT BREAKER SQ.D, QOU115

5 F1-5 FUSE, 1A FERRAZ, ATMR-1

1 ML MAINTENANCE LIGHT, LED HOFFMAN, LEDA1S35

6 CT1-6 CURRENT TRANSFORMER __:5 ELECTRO. IND, 2SFT-____ (SIZE AS REQUIRED)

2 AS1-2 AMMETER SELECTOR SWITCH SPRECHER & SCHUH, LE2-12-8751

2 AM1-2 AMMETER 0-__ A CROMPTON, 013-75AA-LS__-C6-B3 (SIZE AS REQD)

2 CR1-2 CURRENT RELAY CRYDOM, CWA2410 + HS501DR + HSP-2

2 OL1-2 OVERLOAD RELAY SIEMENS, ESP200 (SIZE AS REQUIRED)

1 AL ALARM LIGHT, 120V LED FEDERAL, LP3PL-120R

RUSSELL STOLL, JRSB2044FR (230V, 200A)

1 SPD SURGE PROTECTOR DITEK, DTK-2403CMX+

1 F FLASHER INGRAM, SSF-150W
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JUNCTION BOX BILL OF MATERIALS

QTY. ABBR. DESCRIPTION MANUFACTURER, PART#

1

1

1

2

2

G

ENC

GROUND BAR

PUMP TERMINAL BLOCK

3-POINT TERMINAL BLOCK

8-POINT TERMINAL BLOCK

ENCLOSURE, 304SS N4X (WHITE) SCHAEFER'S, SPN4SS-14168-587

IDEAL, 89-203

IDEAL, 89-208

EATON, GBK5

MARATHON, 1323572

16.0"

14.0"

JUNCTION BOX

P1 P2

FLOATS

GND

BASE PLATE

(POWDER COATED WHITE)

LIT

SENSORS

PUMP

1

2

3

4

8

6

7

8

1

2

3

1

2

3

4

8

6

7

8

NOTE: J-BOX GROUND

MUST BE BONDED TO 

CONTROL PANEL GROUND
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PUMP CONTROL PANEL BILL OF MATERIALS

QTY. ABBR. DESCRIPTION MANUFACTURER, PART#

1
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2

2

SFM1,2

GFI

IL

MCB

AL

GR

GFICB

CCB

PCB1,2

ECB

ENC

SEAL FAIL MODULE

120V RECEPTACLE

INDICATING LIGHT, RED LED

GENERATOR RECEPTACLE

GFI CIRCUIT BREAKER

CONTROL CIRCUIT BREAKER

PUMP CIRCUIT BREAKER

EMERGENCY CIRCUIT BREAKER

MAIN CIRCUIT BREAKER

ENCLOSURE, 304SS N3R/12 (WHITE)

ALARM LIGHT, 120V LED

HOFFMAN, A36H3012SSLP-P8743 (MINIMUM SIZE)

SYRELEC, PNRU-110A

PASS & SEYMOUR, 1597-I

EATON, C22-L-XR-120

FEDERAL, LP3PL-120R

SQ.D, HGL (SIZE AS REQUIRED - 100A MIN.)

SQ.D, HGL (SIZE AS REQUIRED - 100A MIN.)

SQ.D, QOU120

SQ.D, QOU115

SQ.D, HGL (SIZE AS REQUIRED) + S29450

1 SLCB SITE LIGHT CIRCUIT BREAKER SQ.D, QOU120

1 RTUCB RTU CIRCUIT BREAKER SQ.D, QOU115

7 F3-9 FUSE, 1A FERRAZ, ATMR-1

1 ML MAINTENANCE LIGHT, LED HOFFMAN, LEDA1S35

6 CT1-6 CURRENT TRANSFORMER __:5 ELECTRO. IND, 2SFT-____ (SIZE AS REQUIRED)

2 AS1-2 AMMETER SELECTOR SWITCH SPRECHER & SCHUH, LE2-12-8751

2 AM1-2 AMMETER 0-__ A CROMPTON, 013-75AA-LS__-C6-B3 (SIZE AS REQD)

RUSSELL STOLL, JRSB2034HR 

1 SPD SURGE PROTECTOR DITEK, DTK-4803CMX+

2 F1-2 FUSE, 15A FERRAZ, ATQR-15

1 XFMR TRANSFORMER, 480V/120VAC 3KVA SQ.D, 7400-3S1F (SHIPPED LOOSE)

2 MC1,2 NEMA 4 CONTACTOR CRYDOM, A53TP______ (SIZE AS REQUIRED)

2 CR1-2 CURRENT RELAY CRYDOM, CWA2410 + HS501DR + HSP-2

2 OL1-2 OVERLOAD RELAY SIEMENS, ESP200 (SIZE AS REQUIRED)

1 F FLASHER INGRAM, SSF-150W
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JUNCTION BOX BILL OF MATERIALS

QTY. ABBR. DESCRIPTION MANUFACTURER, PART#
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8-POINT TERMINAL BLOCK
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SATELLITE LIFT STATION R&R
2020 GROUP 3
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