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Mike.Semago
Callout
Pipe drops in above the water level of the flash mixer 
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SITE LOCATION

SR 70 

PLAN VIEW
Scale : 1" = 10'- 0"

INSTALL INTAKE SCREEN

EXISTING CONCRETE
WET WELL

APPROXIMATE WATER LEVEL
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2'-9 3/4"
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12'-4 1/4"
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B.M. = 48.91'

APPOXIMATE.
WATER ELEV = 34.00'

EXISTING POND
BOTTOM

EXISTING INTAKE PIPE NEW 24" HDPE INTAKE PIPE

CONNECT NEW PIPE TO
EXISTING PIPE WITH SEALED

SLEEVE CONNECTOR

4'-0" SEE CONNECTION
DETAIL B

INSTALL INTAKE
SCREEN

DRIVEN W12 X 40 MINIMUM
EMBEDMENT DEPTH = 20'

SEE CONNECTION
DETAIL A

INSTALL 24" FLANGE
CONNECTION

SET INTAKE SCREEN AND 4'-0"
ABOVE POND BOTTOM

INVERT ELEV = 25.0'

PROFILE VIEW
Scale : 3/16"" = 1'- 0"
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