








PANELBOARD DESIGNATION: MDP MAINS: 1000 A MLO

SCHEDULE LOCATION: BUS SIZE: 1000 AMP

VOLTAGE:  480Y/277 PANEL MOUNTING: SURFACE

PHASE: 3 PHASE,  4 WIRE ALL BREAKERS: Exisitng AIC

CKT LOAD LOAD CONN. BREAKER CONNECTED LOAD BREAKER CONN. LOAD LOAD CKT

NO. DESCRIPTION CODE KVA AMPS POLE A B C AMPS POLE KVA CODE DESCRIPTION NO.

1 PANEL H1 P 24.00 150 3 47.25 150 3 23.25 P PANEL H2 2

" P 24.00 51.00 27.00 P "

" P 20.25 45.75 25.50 P "

3 PANEL MCC P 70.71 600 3 92.35 175 3 21.64 P PANEL PD 4

" P 70.71 92.09 21.38 P ( VIA XFMR)

" P 70.62 92.07 21.45 P "

5 PANEL EL P 4.05 50 3 32.85 225 3 28.80 P PANEL L1 6

" P 4.05 31.05 27.00 P "

" P 4.05 27.45 23.40 P "

7 0.00 8

0.00

6.00 35 1 6.00 P Instant Water Heater

9 0.00 10

0.00

0.00

11 Elevator #1 P 4.35 50 3 4.35 12

" P 4.35 4.35

" P 4.35 4.35

13 Elevator #2 P 4.35 50 3 4.35 TVSS 14

" P 4.35 4.35 "

" P 4.35 4.35 "

181.15 182.84 179.97 KVA   

TOTAL CONNECTED AMPS: 966.77 AMPS 653.96 660.05 649.69 AMPS  

TOTAL CONNECTED LOAD: 680.02 KVA

TOTAL DEMAND AMPS: 660.05 AMPS

TOTAL DEMAND LOAD: 543.95 KVA

LOAD CODES:

L= LIGHTING

R= RECEPTACLES

M= MECHANICAL/EQUIPMENT

C= COMPUTER

K= KITCHEN

P= PANELBOARD

PANELBOARD DESIGNATION: P1 (2 sections) MAINS: 225 A MLO

SCHEDULE LOCATION: Server Room BUS SIZE: 225 AMP

VOLTAGE:  208Y/120 PANEL MOUNTING: SURFACE

PHASE: 3 PHASE, 4 WIRE ALL BREAKERS: Existing AIC

CKT LOAD LOAD CONN. BREAKER CONNECTED LOAD BREAKER CONN. LOAD LOAD CKT

NO. DESCRIPTION CODE KVA AMPS POLE A B C AMPS POLE KVA CODE DESCRIPTION NO.

1 Recepts N Wall 108-Stairs R 0.90 20 1 2.16 20 1 1.26 R Recepts Col & Wall 108-110 2

3 Recepts N Wall 112 R 0.54 20 1 1.08 20 1 0.54 R Recepts Stair & E Wall 112 4

5 Recepts N & E Wall 112 R 0.36 20 1 1.08 20 1 0.72 R Recepts Stair & E Wall 112 6

7 Circulation Desk R 1.08 20 1 2.16 20 1 1.08 R Recepts SW Wall & S Wall 108 8

9 Floor & Desk Recept 101 R 0.72 20 1 1.80 20 1 1.08 R Recepts Col 108 10

11 Floor & Desk Recept 101 R 0.72 20 1 1.62 20 1 0.90 R Recepts Counter Top 104 12

13 Recepts S Wall W/15, 103 & Floor R 1.08 20 1 2.16 20 1 1.08 R Recepts 115-16-17 14

15 Recepts Wall 102 Flooor 103 R 1.08 20 1 2.16 20 1 1.08 R Recepts 115-19 16

17 Wall 103-104 R 1.08 20 1 1.98 20 1 0.90 R Recepts 119 18

19 Recepts 120 R 0.18 20 1 0.54 20 1 0.36 R Recepts Telecom Room 20

21 Recepts 120 R 0.36 20 1 1.08 20 1 0.72 R Recepts115-118-123-121 22

23 Recepts 120-121 Storeroom R 1.26 20 1 2.34 20 1 1.08 R Recepts 121-22-26 24

25 Recepts 126 & Dock R 0.72 20 1 0.72

0.00

0.00

0.00

0.00

0.00

0.00

0.00

0.00

27 Recepts 126-130 Elevator R 0.18 20 1 0.90 20 1 0.72 R Recepts 123 26

29 Recepts 126-130 Bookmobile R 0.18 20 1 1.26 20 1 1.08 R Recepts 126-23-35 28

31 Recepts Col & Floor 134-138 R 1.08 20 1 2.16 20 1 1.08 R Recepts 132-37-38 30

33 Recepts Floor 134-38 R 0.90 20 1 1.62 20 1 0.72 R Recepts Wall & Fl 134-135 32

35 Recepts Wall 134-38 R 1.08 20 1 1.98 20 1 0.90 R Recepts Wall & Fl 134-138 34

37 Recepts Isolated REF Workroom R 1.08 20 1 2.16 20 1 1.08 R Recepts Col & Wall 134-138 36

39 Info Desk Computer R 1.08 20 1 1.58 20 1 0.50 R Control Panel 2nd FL Mech RM 38

41 Rear Door Operator R 0.50 20 1 1.50 20 1 1.00 R Dedicated Recpt - power pole 40

43 20 1 1.08 20 1 1.08 R Normal Recpt - power pole 42

45 Rear Door Operator R 0.50 20 1 1.70 20 1 1.20 R Microwave 44

47 COPIER R 0.75 20 1 1.95 20 1 1.20 R Refrig / Coffe Pot 46

49 20 1 0.36 20 1 0.36 R New Reference Desk Rcpts 48*

51 NEW ELEVATOR LIGHTS L 0.24 20 1 0.60 20 1 0.36 R Public Computer Recepts 50*

53 COPIER R 0.75 20 1 1.25 20 1 0.50 R Public Computer Recepts 52*

55 WiFi Seating/ Study Rm's R 0.54 20 1 1.04 20 1 0.50 R Public Computer Recepts 54*

57 R 20 1 0.50 20 1 0.50 R Public Computer Recepts 56*

59 Charging Stations R 0.72 20 1 1.22 20 1 0.50 R Public Computer Recepts 58*

61 R 20 1 0.50 20 1 0.50 R Public Computer Recepts 60*

63 Panel P2 5.45 125 3 5.95 20 1 0.50 R Public Computer Recepts 62*

65    " 4.87 5.37 20 1 0.50 R Public Computer Recepts 64*

67    " 5.79 6.29 20 1 0.50 R Public Computer Recepts 66*

20.59 20.65 20.61 KVA   

TOTAL CONNECTED AMPS: 172.06 AMPS 171.58 172.06 171.73 AMPS  

TOTAL CONNECTED LOAD: 61.85 KVA

TOTAL DEMAND AMPS: 65.75 AMPS

TOTAL DEMAND LOAD: 22.97 KVA

LOAD CODES:

L= LIGHTING

R= RECEPTACLES * = New Circuit Breaker, match existing.

M= MECHANICAL/EQUIPMENT

C= COMPUTER

K= KITCHEN

P= PANELBOARD
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