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1. REPLACE EXISTING PNEUMATIC OPERATED 24" BFV 
WITH NEW PNEUMATIC OPERATED 24" BBFV. 
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PHASE 1: INSTALL  24" BFV  TO ALLOW WORK DOWNSTREAM1: BOOSTER PUMP STATION ON TEMP BYPASS WITHOUT PUMPING AT TIME OF LOW DEMAND.  BYPASS ACHIEVED BY OPENING AND CLOSING VALVES AT STREET.  CUT IN NEW 24" BFV TO ALLOW ISOLATION FOR SUBSEQUENT DOWNSTREAM WORK.   DURATION ANTICIAPTED TO BE LESS THAN 8 HOURS.  ALLOWABLE DURATION MAY BE LESS AND SHALL BE BE COORDIANTED WITH COUNTY.
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CONCEPTUAL PLAN OF POTENTIAL PUMP REPLACEMENT SEQUENCE
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