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NEW TRANSMITTER

IN EXIST LOCATION

NEW FLOAT SWITCH

CBV

NOTES:

1. ALL THE NEW JUNCTION BOXES SHOULD BE NEMA 4X, SS.

2. ALL COORDINATION, DESIGN AND INSTALLATION RELATED TO THE

TANK SHOULD BE COORDINATED WITH CROM CORPORATION.

3. CONTRACTOR TO INTERCEPT EXISTING CONDUIT / INSTALL NEW

CONDUIT IF NEEDED AND EXTEND TO NEW LOCATION OF VALVE .

REPULL NEW WIRE.

4. BOND TERMINAL BOX TO GROUND SYSTEM. RUN #8 INSULATED

COPPER WIRE TO GROUND ROD AT CONTROL PANEL. INSTALL IN

RACEWAY TO CONTROL PANEL AND BOND TO GROUND ROD

CONNECTION.

5. CONDUITS TO PENETRATE THE HATCH AND BE CONNECTED TO

CABLE BY VENDOR FOR THE MIXER MOTOR AND THE FLOAT.

PSV CONTROLLER

300-FCV-001 (BY VENDOR),

MOUNTED ON A RACK (SEE DETAILS)

SPD, MOUNT TO

DISCONNECT

NEMA 4X, NON-FUSIBLE

SAFETY SWITCH 30A

PROPOSED MIXER CONTROL PANEL

200-MIX-001

 (BY VENDOR), MOUNTED ON A RACK

(SEE DETAILS)

P201

P202

SPD, MOUNT TO DISCONNECT

NEMA 4X NON-FUSIBLE

SAFETY SWITCH , 30A

C101 TO RTU-31 USE

EXISTING CONDUIT

AND WIRE
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C104

MOUNTED ON THE TANK

AS PER THE DETAILS

P201

MOUNTED ON THE TANK

AS PER THE DETAILS

NEMA 4X SS NEW TERMINAL

BOX WITH TERMINAL BLOCKS

12"X12"X10" ( SEE NOTE 4)

EXISTING

LADDER

GROUNDING

ROD

#8 TIN PLATTED

BARE COPPER

 GROUNDING

ROD

#8 TIN PLATTED

BARE COPPER

SEE NOTE 3

SCALE: 1" = 40'
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SCALE: 1/4" = 1'-0"
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