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1112 Manatee Avenue West 
Bradenton, FL  34205 
purchasing@mymanatee.org 
 
Solicitation Addendum 

 
 
Addendum No.:  2 
Solicitation No.:  24-R084451DJ 
Solicitation Title: Professional Design Services for the Judicial Center and Public 

Safety Chiller System 
Addendum Date:   July 2, 2024 
Procurement Contact:  Dave Janney, Procurement Agent III 
 
RFQ 24-R084451DJ is amended as set forth herein. Responses to questions posed by 
prospective bidders are provided below. This Addendum is hereby incorporated in and made 
a part of RFQ 24-R084451DJ. 
 
The deadline to submit all inquiries concerning interpretation, clarification or additional 
information pertaining to this RFQ was June 7, 2024. 
 
ADD: 
 
SECTION E, EXHIBITS 
 
Exhibit 3, Judicial Center - Plans, are hereby incorporated into the RFQ and available for download 
as a separate attachment. 
 
ADD: 
 
SECTION E, EXHIBITS 
 
The attached Exhibit 4, Judicial Center and Public Safety Reports, are hereby incorporated into 
the RFQ. 
 
QUESTIONS AND RESPONSES: 
 
Q1. Are drawings of the existing system available? Confirm backgrounds (CAD and/or 

Revit) will be provided in order to create the drawings. 
 
R1. See Add Section above. 
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Q2. Are there any trend logs for the chiller plant performance? If so, would these be 

available now or during the design?   

R2. See Add Section above. 
 
Q3. Can you provide the available cut sheet and any existing drawings for the chiller 

plant? 

R3. See Add Section above. 
 
Q4. Other than the control schematic, is there existing documentation and sequence of 

operation for the existing chiller plant?  If yes, will this document be available during 
the design period? 

R4. This will be available during the design period. 

Q5. Are “as built” plans and specs for existing system available?   

R5. See Add Section above. 
 
Q6. Do you have a list of existing components and their respective serial numbers 

available? 

R6. Judicial Center - McQuay Model C3616QPYY2-D, S/N 506L005100 
      McQuay Model C3616QPYY2-D, S/N 506L005200 
 
 Public Safety -  McQuay Model AGS300DSSNN-ER10, S/N STNU070100012 
    McQuay Model AGS300DSSNN-ER10, S/N STNU061200187    

  
Q7. Are maintenance logs available?  

R7. See Add Section above. 
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NOTE:  
Deleted items will be struck through, added or modified items will be underlined. All other terms 
and conditions remain as stated in the RFQ. 

INSTRUCTIONS: 
Receipt of this Addendum must be acknowledged as instructed in the solicitation document. 
Failure to acknowledge receipt of this Addendum may result in the response being deemed non-
responsive. 
 
END OF ADDENDUM  
 
 
 
AUTHORIZED FOR RELEASE  
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Kibler Chemical Corporation, Inc. 

Suppor+
n 230({,0o~ 

1610 Orange Avenue, St. Cloud, FL 34769 
407-957-2225 fax: 407-957-0643 

www.ldblerchemical.com 

WATER-ANALYSIS & SERVICEREPORT 

Custom 

Locatio 

Contra, 

Judicial Center 
1051 Manatee Ave. W. 
Bradenton, FL 34205 
Contact: Mike Owens Office - 941 748-4501 ext: 7934 

Cell: 941 737-0358 

Attention: ~~---- -==- -------=-Date~ -p/75/ 2 3 
SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 

FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP= working DN= out of service 
UR= under repair 

Current Equipment UP DN UR 

Conductivity Controller 

Feed & Bleed Controller 

System Flow Switch 

Bleed Valve 

r--------,----,----,----,-------..-------.------11 Wat.erMeter 

{_H LJ / / 1--l'-:--'~-'-'1-<1,.._ '"·.a;"'--0-+---=....:~==------: •:1nm~~ib~ito~r_T-_im ___ er~~~~~_:-~~::~~:~~-l 

\ r, _ _ Algaecide Timer 

Reported in PPM Lr:x~ 
FROM TO 

Inh!.oitor Pump 

\ \ L Y (ft) Algaecide Pumps 

Phenolphthalein p 

Total Alkalinity M 

f \ \ 

\ I 
l \ L sCTO Chloride NaCl 

Total Hardness TH 

Hydrogen PH \ / / . ] \ 

I I 
l 

~ . ~ i 6 , \ 
Conductivity \ 

Treatment Chemicals In Use: 

Ci.-.( f"- /3:? , C.. w ..;?- S \--\ S , 
. 1 - / /5° (J1) , Gw " - "'"2. D 

Sequest/Polymer Seq. \ - \ b / <. - - Treatment Chemicals Added And Or 
Iron FE 

Molybdenum Mo 
\ ,k \ L \ - 0 ,L. \ . Q Delivered: l0t,etJ / $".2, ----1~-~-+~\ ~-~-4-_~_~• ~ • • 

Nitrite NaN02 I 17-0 \ 
Sulfite S03 

Phosphate PO• 

' I \ 

\ \ 
\ 

Water Meter Reading: 
I I -Bromine NaBr I \ I ' I I 

Copper Cu l \ ' ,5 I ...,c:... 

Make-up I p 
Water 

I a Analysis 

M ] NaO l TH I FE I MM COCs - NaCI J COCs- TH I 
I I 

COCs-MM I 
I 

J1. _1;;'4 Tl!:,. Lc<)w vz t,.Q :rv ,, u vr ,v '7¥ AL<a 11/h lf /1114-y 4£ t}- h 16Lkn-w ;, ; IV' ,771£ 
b lw ·d w.o..,a.-g Fx 1T1N 1a f 1.t.H4 /f/ ( L e w Fu.w'> ,. 

Customer 's Signature & Date: ~ 4 L KCC Service Rep 's Signature &Date: / _.......--:::._ 
/ ::;, 
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Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www .kiblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 

Customer: Judicial Center 
UR= under repair 

- -
1051 Manatee Ave. W. 

Location: Bradenton, FL 34205 Current Equipment UP DN UR 
- Contact: Mike Owens Office - 941 7484501 ext: 7934 -

Conductivity Controller 
Contractor: Cell: 941 737-0358 

- Feed & Bleed Controller 

Attention: -- -~ - -xr.n:c:- "2--/i£#I System Flow Switch 
I I 

Bleed Valve SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 
Water Meter 

TAwMZ Of fU..,N) (.,if Reported in PPM Inhibitor Timer CT CHI.# -
-- - FROM TO FROM TO 

Phenolphthalein p I I ~ r Algaecide Timer -- -
\ \ 

Inhibitor Pump 
Total Alkalinity M L Yu ... , Algaecide Pumps 
Chloride NaCl l I \ I L ?<JO 
Total Hardness TH I I \ ! 

Treatment Chemicals In Use: 
L. t; ;n C.w"f -/ h .1. W,J -L <n I 

Hydrogen PH I \ 't).) /I, O ~ - Jo , I ' 
Conductivity MM rl 5L i" \ 

G_l,,/(J -~I-If", L..s 0v ; (...k,/j-2:0 
7.,,rJ-,i) '-"' /"1-rJO I I\ ...,,., ';1'(.(!\) ' ' ----Sequest/Polymer Seq. ..... 

(,... - 1-Z. - - Treatment Chemicals Added And Or l 'I 
Iron FE l 

') 

L ~ Delivered: 5¥.../ (.# f. TP \ t. O Lo . ~ ( 

Molybdenum Mo 1 - \ 1//fs, 2-~p-L/c~ - -
Nitrite NaNO, ? (5\_'\ \ f.ocD ,~ 
Sulfite S03 \ \ l i 
Phosphate PO• \ l 

Water Meter Reading: -
Bromine NaBr \ I 
Copper Cu I ' ..c:::::__ , => I 

' 
Make-up I p I M I NaCl I TH I FE I MM I COCs-NaCI I COCs-TH I COCs-MM I Water 

I c::y-- I {ni) 1/2 !) !:? (rt) I « I ?>B71 I I I Analysis 
, 

~ Cf- ~~t~ ~/2£~ ~~: u.(\/;~~ ~ ;t~~fiN~~~ .,, ,_;;- ~~s f).F :~:--~. n ~ - -
1]1 t.,l £.a t:~ &ie,,,e._ u-J ::a:t/£ th f.l r..lEd . 
~ C-HW- /?;LI I~ t/J -bf-/ I lf; WJ7 I f.ff1" Z::.rv µ Li? t_7VYe_ /.~W -, 1,,/l_l i..c. .I<? e Z'.h-c:b 1_ 

ID .4--P'µ (, N✓J-7, C , 

__,, -
Customer's Signature &Dat~~ - -KCC Service Rep's Signature & Date: ~ 

' // 
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:J:;> ;;; 3
0 

L/ 00Lj , /N11-::# 7 ~9 g I www.kiblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

Judicial Center 
UP=working DN= out of service 

Custome1 1051 Manatee Ave. W. 
UR= under repair 

Bradenton, FL 34205 --
Location: Contact: Mike Owens Office - 941 748-4501 ext: 7934 Current Eqnipment UP DN UR 

Cell: 941 737-0358 -- Conductivity Controller 

Contract« -- Feed & Bleed Controller 

Attention: Date: 6/z1 / 2 > System Flow Switch 

I J 

SAMPLE SOURCE: illl.'IT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

Water Meter 

1owct(_ Reported in PPM 
C;T 

()I llU"i>Ltv.f Inhibitor Timer 

CHkl - - FROM TO FROM TO 

Phenolphthalein p i/o \ l 
Algaecide Timer - - Inlu"bitor Pump 

Total Alkalinity M /2c'l \ -<.. i./on Algaecide Pumps 

Chloride NaCl Zio o \ ~ sr\T"'\ 
Total Hardness TH 1/RO \ 1 

Treatment Chemicals In Use: 
L... t; I\ ii Cw,-!_5X, kJTl..:.tQJ 

Hydrogen PH i.s II, D <;<. 1 \ - - io, 1 
I \ 

Conductivity MM J(o7() \ /+(JD 
l w rJ-1.1-1(

1 
!..~a).. C .,zr-Jo 

2-Z: 9,c:._ 
__..,.__ 

/ODl) 
\ __...__ '-fl,\) f ) 

Sequest/Polymer Seq. y - \ (., / z_ - Treatment Chemicals Added And Or -
Iron FE ,f?J 0-5 \ .L L \ 0 Delivered: ~ qJ 51-[.f 27/ \ , 0 
Molybdenum Mo \ 1 I 

.,, I - - - /._(;;_.:? z, Sy? / (17 ,, 
Nitrite NaNO2 'f Du ' I (_ /<:i ', / ,-, ,,-, 

Snlfite so, I I . l 

I Water Meter Reading: 
Phosphate PO. I -
Bromine NaBr I \ 
Copper Cu f3" L. .'? 

Make-up I p M I NaCl I TH FE MM I COCs-NaCI I COCs-TH I COCs-MM I Water 
Analysis I J;Y f'L;V I /20 I 2)10 lf 8 / h I I 1 I 

!=CT- lJ( {/',ti ( {.,;&(_ -C/111-1/ f'? / [7/'R .. .{LJ{ald.77 ¥- {A;W, M 8d'2 .4. O2~ ::m 
Li:J.f.tn:1 1 P--1.__ e~t'MP, t:H L- U t ~ m 1.t.dYf />&, m.72- ~ t?,e. t.P1-R4 ,.a-rVD Re.£= t:>. f.-;!-, 

¾ {_/fW - (i:/._h'Yll(, P'f-.,;; '1;'N H IPZ7Vl2 ~, /(a~nu.~ (l_l.-1 1..f <L l b_l--lllf f-l1bl-l , r 1- I .-
w tU a12:n,i,,-j ~ A:JJ-. f"i.,.2): - 7,D 

Customer 's Signature & Date:~ ~ KCC Service Rep 's Signature & Date: ,. , .,,,. 
£--; 



JudiCi~I Canter 
1051 Malllllff Ave. w. 

FL 34205 
conlaot: Ow<!ns Office• 941 748-4501 ext: 79:14 

c .. 11: 

SAMPLE SOURCE: UNIT NAllfF; & NU!l,IDER 
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Kibler Chemical Corporation, Inc. 
r, 

Suf f6 rf--' ..:µ,.N 1ss oo 
~ J_ ~ o'-\OO'i_ 

1610 Orange Avenue, St. Cloud, FL 34769 

................ ~ 407-957-2225 fax: 407-957-0643 

WATER-ANALYSIS & SERVICEREPORT 

Judicial Center 
Customer: _ 1051 Manatee Ave. w. 

Bradenton, FL 34205 
Location: _ Contact: Mike Owens Office. 941 748-0358 ext: 7934 

Cell: 941 737-0358 
Contractor: 

------ - ~ /-
Attention: ______________ Date: - r /Ty;:-1 l $, 

I 1 
SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 

Reported in PPM er c11u - FROM TO FROM TO 
) 

Phenolphthalein 
p '-10 I \ I ( 

Total Alkalinity ) 
Chloride \ 
Total Hardness m i/7(; I \ I I 
Hydrogen PH \ 
Conductivity MM \ 
Sequest/Polymer Seq. ,~l/ ) - \ } 2 - -
Iron FE pr' ~ \ ; CD L. ; _ 0 
Molybdenum Mo / \ I I - -
Nitrite NaN02 ) \ \ I tm Jo.;O 
Snlfite so, \ ( ( 
Phosphate PO, I \ l i \ 
Bromine NaBr I \ ) J I 
Copper Cu I 1 I I 

COCs-NaCI I 
I 

I Make-up I P M I NaCl I TH I FE MM I 
Water 

I Analysis 1 ~ 9,(') 1 ~ o 1 2 '1b 1 ~ ½rt 1 

Customer's Signature & Date: -

www .kiblerchemical.com 

FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP= working DN= out of service 
UR= under repair 

Current Equipment UP DN UR 

Conductivity Controller 

Feed & Bleed Controller 

System Flow Switch 

Bleed Valve 

Water Meter 

Inlubitor Timer 

Algaecide Timer 

Inhibitor Pump 

Algaecide Pumps 

Treatment Chemicals In Use: 

Cw1" -)$? C ..//?-St IS I ; 

l5C© I C_,,;--?-1,") 

Treatment Chemicals Added And Or 

Delivered: Z , ( "'--1 Cc :WT:- 2 t. -~ ;, t r/57, z .. >rv /~? . T -
-~ S'i-/J 

Water Meter Reading: 

COCs-TH I COCs-MM I 
I I 

7); C,d,ff ft I.a£_ 



Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 

73 23uLfuo ~ 
. . www kiblerchemical com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 

Customer: Judicial Center UR= under repair 

- 1051 Manatee Ave. W. -

Location: Bradenton, FL 34205 Current Equipment UP DN UR 
- Contact: Mike Owens Office - 941 748-0358 ext: 7934 -

Conductivity Controller 

Contractor: Cell: 941 737-0358 
- Feed & Bleed Controller 

Attention: 
---- - - -- :J_--1--ttt- { 1 j System Flow Switch --uare: - ::._ l I r c.,,_ 

• • I 
Bleed Valve SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 
Water Meter 

'J[Jt,._; u, / r(b 'I° Reported in PPM - ~ Inhibitor Timer c:r CJ,IW FROM TO FROM TO 
Algaecide Timer 

Phenolphthalein p 
it /) I f\ I - - I 

l \ ) \ 
Inhibitor Pump 

Total Alkalinity M 11-.0 L- l.f 1m Algaecide Pumps 
Chloride NaCl ( \ ') I 2 ,!6 L- ?,n, I I._ 

Treatment Chemicals In Use: 
Total Hardness m ft~() ) \ I /' .L <::. ( 51 ':> (. wT- 15_"<.. CwV?.--5HS 
Hydrogen PH o//1 \ 

~ 

JJ ,n - - ~ .! io . i I ~ Cf'J . C 1},-.-_ 2 o 
Conductivity MM 15=n .. Z7~'1 

,_.,..._ 
r1au. /(51)C L/(f{Y', 

I 
..r-

Sequest/Polymer Seq. B \ t-, - /2 - - Treatment Chemicals Added And Or 
Iron FE if ..tr" \ L ·,. 0 L i- 0 Delivered: 2,.£~CVI---Z..C. 
Molybdenum Mo r-

\ 2; Ss,=f' CH<,. 1t \j<'d I - - -- - -
Nitrite NaN02 ' Lf(jo \ I I ~rfb /O'vD j ('?, 

\ 

Sulfite S03 I I \ ) ) / I 
Phosphate PO, ~ \..,_ \ ) '> "--- ) 

Water Meter Reading: 
I / --Bromine NaBr I r \ ( ) ) ( '-

Copper Cu U' \ .L- ,b 
, 

' 

Make-up I p M I NaCl I TH I FE I MM I COCs-NaCl I COCs-m I COCs-MM I Water 

I ~ Rr) I I 7- j.., ('; I & 18()7_ I I I I Analysis /{J0 

X- CT- Ai...L /Vi,!__ fo~--4 ( l,v-7-.ll-7/,,.-V ,✓,;::7 ! • .e.e n.,.._-_,L__/ b--.Jb' /H(. l uc.-'t.-~'~ 
i'::::yz( //7,.._,d 12::_,-,.-4' /'~=.C2 _../'?"l ,., 

~ {tfV - { i._Er'-" 1 <?-4"' c ,.,..,-,,t// a. -h~ /..--([1,J .. .ocl✓J 2.' ( .,.~/ C :,,/ r -2 s:! ~-
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WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 

Customer: 
Judicial Center UR = under repair 

- 1051 Manatee Ave. W. -
Bradenton, FL 34205 Current Equipment UP DN UR Location: - Contact: Mike Owens Office - 941 748-0358 ext: 7934 -Cell: 941 737-0358 Conductivity Controller 

Contractor: - Feed & Bleed Controller --

flt: dl f/ / 15 Attention: Date: System Flow Switch 
It Bleed Valve SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 

Water Meter 

7b....1vf I na"t' Reported in PPM tT chv Inhtbitor Timer 
FR6M TO FROM TO 

qo I I I 
Algaecide Timer 

Phenolphthalein p - - Inhtbitor Pump 
Total Alkalinity M 11,0 \ ,,L. 1/60 \ "' Algaecide Pumps 
Chloride NaCl 1-Jo ( Jco ( ( L. 

Treatment Chemicals In Use: 
Total Hardness m ~bo / ,e,_ )(/t) f l G,.Jr IS"l }C--.1b,.. 5·8 
Hydrogen PH 5.~ /oh ~-1 Vo. I - -- /S--60 

T 

Conductivity MM I S''f1 J1.11 v-"" l'?o& C/'7v• 
C.:v, k, 

._/ /tr<?P 
Sequest/Polymer Seq. ~ 

- L /,?-- Treatment Chemicals Added And Or 
Iron FE ,,.tJ k' / 1.-, L- i.o Deliver~: 1S~) I <;-J 
Molybdenum Mo -

I • 7. SJ~ Ifs 
Nitrite NaNOi \ 560 ltrlf /o.,,,-o 
Sulfite SO3 

,r / Water Meter Reading: 
Phosphate PO. \ \ ' I -Bromine NaBr ) \ ( ) 

Copper Cu I>{ ( L-. -<" J ) 

Make-up I p M I NaCl I m I FE MM I COCs-NaO I COCs-m I COCs-MM I Water 
I « I /nA I ,)Jo 1.£? 1hD I I I I Analysis (lo . 

r-r -C~u I ;" A ~ l-/# y s!:-r-;.l/11 lov-1 . lh~rl-t Fi hr A} A. rJ J(ij ~-e,, ; ~ 
(/4.er,,-/ -~ .. ) PP,/.,.. 0 -ft✓.,,... rp/ Pr.-~Rd 1

CtA- iR ,;?- Yv_ v' 

' I / l l , , 

e,Ht:,--; - t!'.I Aibrlv'r /o&t. . w: l l (e_./uro i:v-:+A £.;th-c.. t.~Tc?-o t7/1 
,t~-e )( 7- vi),-t_ ' ' 

(JJflJV ~ ✓ ~- =<o~.:s --L /4 
Customer's Signature & Date: , KCC Service Rep's Signature & Date: G 
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Cu:, 

Loe: 

Co,c. 

Attc 

SAM 

Phenc: 

Total i 

Chlori 

Total 

Ilydrt 

Condtc 

Seqnt:! 

lron 

Molyt, 

Mtrit~ 
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Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957~2225 fax: 407-9S7-0643 
www .kiblerchemicaLcom 

\NALYSIS & SERVICE REPORT FEED & BLEED EQlJD>.MENf 
INSPECTION REPORT 

Center UP-ww!dlig DN= out of scrvk:e 
,anatooAve.. W. UR• llllder repair 

,ton, Fl 34205 -
t 1/ii~tJ. O.vens Office• 941 7~ ext 7934 ClunlltEqllipment '(]? DN UR 

een: 941 737-0358 - Cc.nduclivity Conttoller 

-·· - . . ·------- -·-- . - Fecd&BlccdComrollt:r . 

771'/49.l ·-~--,----- Date: Sysu:m Plow Switch 
' J 

N.,';.;'\iE, & NO?tIBER RECOMl\:'IENDED LIMITS Bleed Valve 

Wam:Meicr 

!(' I I 
/01.,Vt ;"' /(Jrd? Jnhibitw T'ltllC:t 

FaOM TO JilllO.M TO ,~H't-1 
Algaecide Tmicr 

I li:llu"birotl"ump 

i ! L 'loo A!gaec:i<le Pomp$ -·· 
\ I L:,.. J:o I i Treatment Chemicals In Uw. 

··{r.L ) 
I 

~00 I .,,::::, 0vr /'['3 Cv ~ .S /Is._ 
111~'} <;;. '3 ' ,..... -- le- I Cc./f ¢> 

')IC/ !d?Jbr I /70() 1/'t,c,,-.:,, 
/51%0 ...... /<?(./! -- l I /., I?- T~t ChemlcalsMded .Alld Or 

' JY I I L ! / ,c, I ?- l IC,) Delivered: ~ ;2.s- v-r,/o-,).. i 

! - ! I 

· '.:·on h,C>O /p(/(1 

\ f I Water Meter Reading: 
: 

\ 

I -' '1 I 
! I ,r 

I ?-
- ··-•' 

! I i71xl l I l NaCl m FE COO-NaCl coc.-m COO•MM 

0 : /(l() /;{_D y 

' ' ~ )t J.. )-~ /, ~ /f'd,' , l t-1 f.~ ... l.c:'.; , 1/ , . t_S I ,J ~ f. fY'.~_L ~.tr/ff.,,c,,c,, I' 
/J:.1::,? (h,;,e::;::.;Cel /J!L,,,,..,-,tJ,; 11,;·A-il.J.. "1'/lc,i, 1!ZL.::.c/\!'.'. 

, , I f J 7 

' +t., I,.. ~ 1:... bl;; I ,J.1}, r 9--<:::"!§,~J 15 5c.--,.::. r,-.5-,...::tJ_ 5ntn ~ 
r . ,,._.,,{d)-< r' f7,' hG2r;,s_J I c,;,-fy I~ '1::f. le ✓,c I'S. 7!° 

·--

,,,, 

"• ,,, 

;;;f;'~ ;;>4JV"d £ J' /Jxcc Service &p's Signature &Date: ~ ?,-zf;-



Kibler Chemical Corporation, Inc. 
nn. 

1610 Orange Avenue, St. Cloud, FL 34769 
407-957-2225 fax: 407-957-0643 

www .kiblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 

Customer: Judicial Center 
UR= under repair 

- 1051 Manatee Ave. W. -
Location: Bradenton, FL 34205 Current Equipment UP DN UR 

- Contact: Mike Owens Office - 941 748-0358 ext: 7934 -

Contractor: Cell: 941 737-0358 
Conductivity Controller 

- Feed & Bleed Controller 

Attention: Date: 1.J-/11/J_e System Flow Switch 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

Water Meter 
'?Q;,v-t'r /C)tY/P Reported in PPM 

rH c#v C1 Inhibitor Timer 
FROM TO FROM TO 

Phenolphthalein p ,.i 
Algaecide Timer 

Inhibitor Pump 
Total Alkalinity M Ito ,?- '/o-o Algaecide Pumps 
Chloride NaCl Jru ? Jo(.[ 
Total Hardness TH ?'iv ,? .50c, Treatment Chemicals In U~e: M 

(;? .. /{ 1)3 C,µ}-S ~ 
Hydrogen PH pJ i() °1.-'f ~-5 - - i..., -l 1..::roc> e._t-T k 
Conductivity MM .1#'T i,.Jo;.,1/ !be•¥ Lfi<..,-o ~ J7lf0 /CU> 
Sequest/Polymer Seq. '-I 6 IP- Treatment Chemicals Added And Or 
Iron FE N ft 1Y" L- /.o L- i. c> Delivered: J ·Y-3 L<;""3 
Molybdenum Mo i I ( J. f" {_c :J-
Nitrite NaNO, too T I I /ioc> (oe,,o 
Sulfite so, \ \ I 

1 

Phosphate PO, ! \ I 
Water Meter Reading: 

I -Bromine NaBr f ! i 
Copper Cu .Pr 

..c--
£- . ), 

Make-up I p M I NaCl I TH I FE I MM I COCs-NaCl I COCs-TH I COCs-MM I Water 
Analysis I a---- 2a I i2~, I I ¥DI Y' I i?I I I l I 

r, - r (.e.,...;- c-.. , , /l ~ ;t,;J.or . 'f. <' /;c rl.1 /(5"-r.l h.crl t. Sr,,..c..11 cvi ,'vs .f /11.J -..f-
--m C. ti t/rl£C.c:. l (l_~.,-,,.1?, r-;;., .__,,_ iv,11--es I ·, d 

~/l d 
~ . 

r-c.,..e4 Y 
, t - - e. ,::!::::£ t.· c l ~r,11,..-t_ 

(;,,1--/.J - A.n fl ✓ ...... 1-zr. ,,.,._} 'ff., i,-,-1 _,.q f; ~ ~•t'i.. 
' r-

/ 
/~-~ \ 

~ ~;_ Customer's Signature &Date: ~~ ) 
~~ ~ 

j KCC Service Rep's Signature & Date: 
~ 































JOB -J59037 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 
BRADENTON, FL 34205 

JOB DETAILS 

8CHEOULED 

J59037 

Job is Completed 

J09 LEAD CREW 

2/22/24, 8:00 AM Dennis Clark 

JOB TYPE: SC-PM 
SALES REP: MC 
NAME PLATE CHARGE (LBS): 

JOB DESCRIPTION 

QUARTERLY MAINTENANCE 
CHILLER, PUMPS, CT 

JAN - MAR 2024 

POC MIKE OWENS 941-527-6773 

B2404180 

WORK DETAiLS 

NA'IIE 

Work Performed 

JOBID#: SC324010.2 
CUSTOMER WORK ORDER #: 54119 
REFRIGERANT LEAK TESTED AND 
REPORTED TO CUSTOMER: No 

DESCRIPTION 

Notes: 2/23/24 Quarterly maintenance on chiller plant. 

Air Mechanical & Service Corp, 
4311 W IDA ST 
TAMPA, FL 33614 
United States 
Tel: (813) 875-0782 

CUSTOMER PO#: P2400663 
TOTAL SYSTEM CHARGE (LBS): 
SAVE TO SERVER FILE: NO 

--------------

QTY 

NOTES: chiller one had bad compressor, chiller two has bad compressor and also bad condenser pump or motor bad so chiller two is not 
working, condenser motor two and three is bad, chill water pumps-1 is bad 

Purchase Order Required 

Notaa: None 

Additional Parts and Materials 

Notes: None 

Refrigerant Recovered 

Notes: None 

Refrigerant Added 

Notes: None 

Chlilar Log 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 
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JOB -J59037 

NAIii! DESCRIPTION QTY 

Notes: McQuay chiller one 

Chiller Log 

Notes: McQuay chiller two 

Inspection Log 

Notes: Condenser pumps 

Inspection Log 

Notes: CHWP 

Inspection Log 

Notes: Building system pumps 

PAYMENT 

All •- won,. Is cu/J upon compl•tlon. Should C1Wdlt IHI authodz..,, blllfng c/JMf19 mu.I IHI paid. 

Payment• ore due aoo payable upon n,csJ)t ot lnirolcs. Mer 30 days. an account Is contlid&red p&I due and will be dl�ed the maximum in/ere,t a/lo>l,wd vncler th• $/ale law,,. 

ATTORNEY'S FEES 

Cu•IDmar agrees lllal he w/JI pay and reimburse Air Meehan/cal & Service Corp. for any and all rauonablo attomtl)"• fHs which •"' lr>ellfflld by Air Machanlc•I & Service Cotp. In the collection 
ol amounts du• and payable heroundw. 

LIABILITY 

Air Mechanical & Semca Cap.'• ntspom/bilily for Injury lo person• or property ahsl be limilod to /n)IJty csuoed oireCIJy by Air Mechanical & Ser.nee Cotp. •• neg/igfJnCB in pertom,i/Jfl /he worl< co1111red by this 
Olf»r, fllld In no IIVIH14 shaH A.t Mechanics/ & s.,,,,;c., Cotp. be liable for consequenlial, .,,.clal, or lndintcl dam&gea. Air -nical .& s.rvlce Cotp. shaH no/ be fiab/9 for MY loss, d&tay, in}u,y, or c/JJmage 

that may be caused by ci>nditlonB beyond Ar MfJ(:}ianlcaf & Sarwc:. Corp.'• conlrol, r>ducfing bcil nol 1/mbd lo act, of God, actaol Gowimment, 81"'-•, /Ocltout._ finl, •�ion, lhs/1, rlcJI, civil commollon, war 
or msfclou8 IMChief. 

Air Meehan/cal & Service Cap. shaN not be /lab/a for bodily ln}IJf)', personal lnjUry or properly damage, csu:,ea by or a/18ady � by fungi or b8cl8ri8 (mokf), ••her alone or in combination wilh other 
aullJll1J1Jce• or /actors, and t10fl• not pU8,.,,nl'1i> lhBI any wot1< perfom,ed by this company wiJ/ corr.cl or fflt any oJti•ling tung; or bacteria (mold) condlJona or prevent any future "fungi" or bacteria (mold) 

condition• of ""'1/am/mtlion. The followlng more cJearty tS•firnl• our position. 

Air Mechanical & SetYice Ccrp. shBH not be Hablo for: 

A. "Bodily Injury' or "properly damage• which would nor haw, occumtd in wl>c(o or In fJlltt. but the flCCllJB/, alegsd or lhroal-.i in/Ja/stiorJ of, lnge.stion of, contact wilh expo&,19 to, existence of, or 
;,tuonCB of, ""Y "flln¢" or bacteria o.n or !Mlhin • bulldlng or $/ruc/ure, tlcfudlng 16 conlsllls, rogarrilfl8 ol Wllfltfler any other"""""· """"'• malerlal or product contlibuted concummlly or in any nquem:e 
to such /njlJ1y or damaoe. 

8. Any loss, cost or &Jqlflns& arising out al the Bbllffng, testing for. monitoring, clean/fl/J up, removing, conlaining, treating, delo)(//ying, neulralw1111. 18msdisling or dlsposi/Jfl of, or In any way nuponding to, 
or ami.salnp tho e/19c1s ol, W or baderia by any other person ori>nlity. 

C, -,,,,,_,.,/ and adve,t/slng /i,jury" wt,ich would not have la�en place, .-, wt>clo or part, but fO< Iha IICllla/, afleged or threatened lnhaJalioo ol, ingesfiotr of. c:ootaci with, exposlJffl (o, axisl#nce of, or 
prwwnco of any "Fungi" or bacteria on or within a buldinp or $/nx:lure, lnC/Uding ns contenlll, regatden of whether any ot/ler cause, event, maleriaJ or pn:xlucl contributed cancummtly or In any sequ.nce 
IO ouch /njuly. 

D. Any loss, cost or expern;e arising out of,,,. 11bali"9, tesllng for, monilorifl/J, deaning up, ntmollffl/J, contoinlfl/J, tnJatlnQ, dotoxlfying, neutralizing, remediation or dispos/nf/ of, or eny way responding to, or 
ass.ning the eff9Cls of, "fungi" or bachltio, by any other peraon or entity. 

E. 'Fllngi' moans any type or form of fungus, including mold or mildew and any mycoloxm. span•, ,conr, or byproducts � o, """8Slld by fungi, 

UNDER NO CIRCUMSTANCES SHALL AIR MECHANICAL & SERVICE CORP. BE UABLE FOR ANY INCIDENTAL OR CONSEQUENTIAL DAMAGES RELATED TO THE EQUIPMENT SE!lVICED OR 
TO THE PARTS OR LABOR FURNISHED WITH THIS SERVICE CALL. 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 
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JOB -J59037 

PERSONAL GUARANTEE 

1'11• sutholiz&d ,ugnatun, on the fsca of this lfiOrlf otdor porronal/y I/UB11U1(oes paym,,nt (9f ail lat,c, and materials uSSd to p&dorm the rlBscribsd servicN. 

WARRANTY 

Air M9clu!nlClll it Service Corp. wl/J remedy any de/eel In labor furnished with this BBMC& call If ff reo&lval; no-tics of IJIJCh d•�ct on or before 30 days from th1' date of such slJIVke call. J'hs equipment 

wrvlced and psm fumi8h«J carry only lhe msnuloc/uw• waminty, If any, and Air Mf1Ch(1(1/ca/ oS Service Colp. n911/>er wam,nts such equipmenl or pB/1$, nor ectopt• •uch wamm/y as /Is Ol\"1. 

AIR MECHANJCAL oS Sf=RVICE CORP. LIMITS ANY IMPLIEO WARRANTIES OF MERCHANTABIUTY OR FITNESS FORA PARTICULAR PURPOSE OR USE OR OTHERWISE ON ALL PARTS AND 

LABOR FURNISHED WITH THIS SERVICE CALL TO 30 OAYS FROM THE DATE OF THIS SERVICE CALL 

ENTTRE AGREEMENT 

1'11/s lnstrumont embod/9s the entlro agrasment botwoen the parlies, and no oral BglWlm9rR or comtspondonce IShl!/1 tx, h..td lo aitBr th• p,oirisions hereof. To tx, valid, au subsequent changes end 

lllOdificslions shs/1 b9 embraced Withln B written iMtrumellt duly executed by both psrlh,s. 

jg +9-15 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 
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� AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 69!Ul454

Tampa, FL 33614 Englewood, FL 34224
(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690 

��E:Manatee Co Judicial I
LocAr10N: Bradenton lD

AT
E:2/23/24

UNIT #:CH-1 Mcquay
MN:woC087MB
SN:STNU061200002 

Electrical Report 
t.,;ompressor #:Qne 
Nameplate Voltage:450 
Actual Voltage: .:I.Bl /Afil..__}482

Nameplate Amperage:4os RLA 
Actual Amperage: 224 I 2.23._/ 229

crankcase Heater Amperage: 
Cooling I ower: Danfoss drive VTL6000
Nameplate Voltage:] amps @ 20%

Actual Voltage: I__}

Nameplate Amperage: 
Actual Amperage: I__J

LJ Check All Aux. Contacts 
U Compressor Stater Contacts 
LJ Cooling Tower Fan Motor Contacts 
LJ Check Wire connection, tightness & Heat Fatioue 
Runtime 29990 Start 4697

Notes: Suction temp 47, liquid line temp 78 

Condenser Water Temp: In 77 / Out 10.s 

UNll #: 
MN: 

�N: 

Electncal Report 
vompressor #:Two
Nameplate Vollage: 
Actual Voltage: I I

Nameplate Amperage: 
Actual Amperage: 7 7

crankcase Heater Amperage: 
Coolmg Tower: 
Nameplate Voltage: 
Actual Voltage: I I

Nameplate Amperage: 
Actual Amperage: 1__j

U Check AllAux. --Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: 

Compressor bad

Condenser Water Temp: In I Out 
Condenser Pressure/ Sat.Temp: Pres:� Temp: 80 Condenser Pressure / Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure/ Sat.Temo: Pres:1!__ Temo: .iL- Evaporator Pressure/ Sat.Temp: Pres: __ Temp: 
Oil Pressure: 109 Oil Temo: 117 Oil Pressure: Oil Temp: 
011 Level: □ Full □ 3/4 □ 1/2 □ 1/4 Oil Level: □ Full □ 3/4 □ 1/2 □ 1/4 
Net Oil Pressure 78 Net Oil Pressure 
Low Oil Pressure Cut Out: Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 44.9 Entering Water Temp - Degrees F 
Leaving Water Temp - Demees F 42.2 Leaving Water Temp - Degrees F 
Liquid Line Sight Glass □ Clear □ Flash Liquid Line Sight Glass LJ Clear LJ Flash 
Compressor Suoerheat:6.1/ evaporator approach 6 Compressor Superheat: 
Sat. Liquid Temp.:Subcool 1.8 / condenser approach 0.2 Sat. Liquid Temp.· 

Annual Checks 
Meg Compressor Motor 1. .d 

2. t; 

3. F; 

LJ Check Pump down / Pressure Rise 
L J Check Freeze Stat F Cut out 
U Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure Cut Out 
LJ Check Water Pump Starter Interlock 
U Check & Set Low Pressure Control 
U Check System for Leaks 
LJ lake 011 Sample 

Print 

Owners Representative Signature (please also Print) 

Annual Checks 
Meg Compressor Motor 1. 

2. 

3. 
LJ Check Pump down / Pressure Rise 
LJ Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
U Check High Pressure Cut Out 
LJ Ctieck Water Pump Starter lnteilock 
LJ cneck & Set Low Pressure Control 
LI ChecK System lor Teal<s 
LJ lake u1I-Sample 

�-,_(!Ja./L 
Print Dennis Clark 

Date Owners Representative Signature (please also Prim) 

4. 
!i 

f, 

2/23/24 

Date 



CHILLER LOG 

���
E
:Manatee Co Judicial }OCATION:Bradenton ]DATE:2/23/24

UNIT #:CH-2 McQuay UNI! 1f: 

:wocoa1MB 
1-Tn"M1,..

r.-
: ---------------------l 

SN:STNU061200001 SN: 
1--------

l:::
...-

le-ct!""n-c-al..,R""e_p_o _rt�---------1Electrical Report 
compressor H: 
Nameplate Voltage: 
Actual Voltage: ,� 
Nameplate Amperage: 
Actual Amperage: t__J 

Crankcase Heater Amperage: 
coating rower: 
Nameplate Voltage: 
Actual Voltage: I___] 
Nameplate Amperage: 
Actual Amperage: J__J 
L.J Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: 

Condenser pump bad, chiller not running 

Condenser Water Temp: In J Out 
Condenser Pressure / Sat.Temp: Pres: 
Evaoorator Pressure/ Sat.Temo: Pres: 
Oil Pressure: Oil Temo: 
Oil Level: D Full D 3/4 □ 1/2 □ 1/4 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Enterino Water Temp - Degrees F 
Leaving Water Temp - Degrees F 

Temp: 
Temp: 

Liquid Line Sight Glass O Clear O Flash 
Comoressor Superheat: 
Sat. Liauid Temp.: 

Annual Checks 
Meg Compressor Motor 1. ____ --�d. __ _ 

2. ---- ---��--

3. � 
LJ Check Pump down / Pressure Rise 
I J Check Freeze Stat F Cut out 
UCheck Flow Switch / DP Switch Cut Out 
UCheck High Pressure Cut Out 
U Check Water Pump Starter Interlock 
LJCheck & Set Low Pressure Control 
LJ Check System for Leaks 
LJTake Oil Sample 

Print 

compressor #: 
Nameplate Vollage: 
Actual Voltage: 1 1 

Nameplate Amperage: 
Actual Amperage: 1 1 

Crankcase Heater Amperage: 
cooung tower: 
Nameplate Voltage: 
Actual Voltage: I __J 
Nameplate Amperage: 
Actual Amperage: '__j 
U Check Al l Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: 

Condenser Water Temp: In J Out 
Condenser Pressure / Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure / Sat.Temp: Pres· __ Temp: __ 
Oil Pressure: Oil Temp: 
Oil Level: □ Full □ 3/4 □ 1/2 □ 1/4
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass LJ Clear LJ Flash 
Compressor Superheat: 
Sat. Liquid Temp.: 

Annual Checks 
Meg Compressor Motor 1. ____ __4-'-'."---

2. ____ __5 _____ _
3. 6

LJ Check Pump down / Pressure Rise 
• D Check Freeze Stat F Cut out

LJ Check Flow Switch / DP Switch Cut Out
U Check High Pressure Cut Out
D Check Water Pump Starter Interlock
LJ Check & -Set Tow Pressure Control
LJ Gneck System for Leaks 
LJ lake Uil Sample 

J»,,,._-,.�'\_ 
Print Dennis Clark 2/23/24 

Owners Representative Signature (please also Print) Date Owners Representative Signature (please also Print) Date 
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J59037 
�� _ � AIR MECHANl�L & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, Fl 33614 Englewood, Fl 34224 

(813) 875-0782 (941) 475-3715
FAX 1813) 873-2275 

N�te: Manatee Co Judicial 

Unit #:TWP-1, 50HP BALDOR MOTOR 
MN:14E288W602G2 

SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
0 Blower Contactors 
D Condenser Motor 
D Condenser Contactor
0 Compressor Motor 
D Comoressor Contactor
D Crankcase Heater
0 Readinas Normal
D Readinas Other:
Notes: 
58.2AMPS 

480volts 

Refrigeration Report 
D Visable leaks 
□ Suction Pressure Normal
0 Head Pressure Normal
D Oil Level (if aool.) Normal
D Comoressor Suoerheat Normal
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
O Evaporator Coil Clean
D Evap. Requires Cleaning
□ Condensate Pan Clean
0 Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Col")d. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: B d t ra en on 

Unit #:TWP-2, 50HP BALDOR MOTOR 
MN:14E288W602G2 
SN: 

Electrical Report 
□ Electrical Connections
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 

D Com ressor Contactor 
D Crankcase Heater 

Notes: 
Bad 

□ Visable Leaks
□ Suction Pressure Normal

□ Com 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearin s Greased
□ Evaporator Coil Clean
□ Evap. Requires Cleaning
0 Condensate Pan Clean

0 Condenser Coil Clean

D Drive Belts Good 
D Belts Require Replacin 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature {please also Print) Date 

I 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DATE: 02/23/24 

Unit #:TWP-3 stand by, 50HP BALDOR MOTOR 

MN: 14E288W602G2 
SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
□ Condenser Motor 
D Condenser Contactor 
0 Comoressor Motor
D Comoressor Contactor
D Crankcase Heater 
D Readinas Normal 
0 Readinas Other: 
Notes: 
Bad 

Refrioeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if annl.) Normal 
D Comoressor Suoerheat Normal 
Notes: -

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaoorator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
0 Condenser Coil Clean 
□ Cond. Coil Reauires Cleanina 
0 Filters Changed 
0 Requires Filter Change 
□ Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes: 

JY� r{krJ\__ 02123/24 

Service Engineer Signature Date 



r 

J59037 
D AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 876-0782 (941) 475-3715
FAX 1813) 873-2275 

���E: Manatee Co Judicial

Unit #:CHWP-1, 30HP BALDOR MOTOR 
MN:12E693X858G1 
SN: 

Electrical Report 
□ Electrical Connections
□ Blower Motor
D Blower Contactors
0 Condenser Motor
D Condenser Contactor
0 Compressor Motor
0 Comoressor Contactor
0 Crankcase Heater
0 Readinas Normal 
0 Readings Other:
Notes:
Bad 

Refriaeration Report 
□ Visable Leaks
□ Suction Pressure Normal
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
0 Evap. Requires Cleaning
0 Condensate Pan Clean
0 Condensate Pan ReQ. Cleanino 
0 Condenser Coil Clean 
0 Cond. Coil Requires Cleaning 
□ Filters Changed
D ReQuires Filter Change 
D Drive Belts Good 
0 Belts ReQuire Replacina 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
Bradenton

Unit #:CHWP-2, 30HP BALDOR MOTOR 
MN:12E69X858G1 
SN: 

Electrical Report 
□ Electrical Connections
D Blower Motor
D Blower Contactors 
D Condenser Motor 
□ Condenser Contactor

D Com ressor Contactor 
D Crankcase Heater 

Notes: 
29amps 
480volts 

D Visable Leaks 
D Suction Pressure Normal 

Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearin s Greased
□ Evaporator Coil Clean
0 Eva . Requires Cleaning
D Condensate Pan Clean 

D Condenser Coil Clean 
D Cond. Coil Requires Cleanin 
□ Filters Changed
D Re uires Filter Chan e
D Drive Belts Good
□ Belts Re uire Replacin
D Evap. Motor & Bearin s Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DATE:02/23/24 

Unit #:CHWP-3, 30HP BALDOR MOTOR 
MN:12E69X858G1 
SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
□ Comoressor Motor
D Comoressor Contactor
D Crankcase Heater
D Readinas Normal 
0 Readinas Other: 
Notes: 
31.6 emps 
480 volts 
Stand by pump is active to run chiller one 

Refrigeration Report 
□ Visable Leaks
0 Suction Pressure Normal
□ Head Pressure Normal
□ Oil Level (if arinl,) Normal
D Comoressor Suoerheat Normal
Notes_: __

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
. O Evap. Requires Cleaning 
□ Condensate Pan Clean
0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond, Coil ReQuires Cleaning 
0 Filters Changed 
□ Requires Filter Change
□ Drive Belts Good
D Belts ReQuire Reolacing 
□ Evap. Motor & Bearings Greased
Notes:

JY�rJkrJL 02J23/24 

Service Engineer Signature Date 



J59037 
D AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA. FL 33614 Englewood, FL 34224 

(813) 876-0782 (941) 476-3715
FAX 1813) 873-2275 

���E: Manatee Co Judicial

Unit #:SWP-1, Trane TR200 drive 

MN: 

SN: 

Electrical Report 
□ Electrical Connections
□ Blower Motor
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Comoressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Readinas Normal 
0 ReadinAs Other: 
Notes: 
87amps@61% 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
□ Oil Level (if aool.) Normal
D Comoressor Sucerheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean 
□ Condensate Pan ReQ. Cleaning
D Condenser Coil Clean 
D Cond. Coil ReQuires Cleaning 
D Filters Chanaed 
D ReQuires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on 

Unit #:SWP-2, Trane TR200 drive 

MN: 

SN: 

Electrical Report 
□ Electrical Connections
□ Blower Motor
D Blower Contactors 
D Condenser Motor 
□ Condenser Contactor

D Crankcase Heater 

Notes: 
Off line motor bad 

□ Visable Leaks
□ Suction Pressure Normal
D Head Pressure Normal 

erheat Normal 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearin s Greased
□ Evaporator Coil Clean
□ Evap. Re uires Cleanin
□ Condensate Pan Clean

D Condenser Coil Clean 

D Drive Belts Good 
□ Belts Require Replacin
□ Eva . Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

1407) 699-0454 

Unit#: 
MN: 

SN: 

DATE: 
02/23/24 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
0 Compressor Motor 
□ Comoressor Contactor
□ Crankcase Heater
D Readings Normal
0 Readincs Other:
Notes:

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
□ Head Pressure Normal
D Oil Level (if annl.) Normal
□ Compressor Suoerheat Normal
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean 
D Evap. Requires Cleaning 
□ Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil ReQuires Cleaning 
□ Filters Chanaed
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
□ Evap. Motor & Bearings Greased
Notes: 

-

.rr� ( iJnrJ\_
02123124 

Service Engineer Signature Date 



J52984 
0 AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 {941) 475-3715 
FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CHWP-1,30 HP BALDOR MOTOR 
MN:12E693X858G1 

SN: 
Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D Readings Other: 
Notes: 
Off line pump 3 is running for chiller one 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if appl.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
0 Evap. Requires Cleaning 
□ Condensate Pan Clean
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require ReplacinQ 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on 

Unit #:CHWP-2, 30 HP BALDOR MOTOR

MN:12E693X858G1 

SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
□ Condenser Contactor
□ Compressor Motor
D Compressor Contactor
D Crankcase Heater 
D Readings Normal 
D Readings Other: 
Notes: 
31.5 amps
480 volts 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level {if aool.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
□ Condensate Pan Req. Cleaning
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
□ Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

{407) 699-0454 

DA TE: 
09/19/23

Unit #:CHWP-3( stand by)30 HP BALDOR MOTOR 

MN:12E693X858G1 

SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Comoressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D Readings Other: 
Notes: 
32.6amps 
480 volts, stand by pump is running chiller one 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
CJ Evaporator Coil Clean 
□ Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
□ Condenser Coil Clean
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacinq 
D Evap. Motor & Bearings Greased 
Notes: 

rr� cQ,arJL 
Service Engineer Signature 

-
09/19/23 

Date 



J52984 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

���E: Manatee Co Judicial Center
LOCATION: 

B d t ra en on

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DA TE: 
09/19/23 

Unit #:CWP-1, 50HP BALDOR MOTOR Unit #:CWP-2, 50HP BALDOR MOTOR Unit #:CEP-3 (stand by)S0 HP BALDOR MOTOR 

MN:14E288W602G2 MN:12E288W602G2 MN: 14E288W602G2 

SN: SN: SN: 
Electrical Report Electrical Report Electrical Report 

D Electrical Connections □ Electrical Connections 0 Electrical Connections 
D Blower Motor D Blower Motor 0 Blower Motor 
D Blower Contactors D Blower Contactors D Blower Contactors 
D Condenser Motor D Condenser Motor 0 Condenser Motor 
D Condenser Contactor D Condenser Contactor D Condenser Contactor 
D ComP-ressor Motor D Compressor Motor 0 Comoressor Motor 
D Compressor Contactor D Comoressor Contactor D Compressor Contactor 
D Crankcase Heater D Crankcase Heater D Crankcase Heater 
D Readings Normal D Readinos Normal D Readings Normal 
D Readinas Other: D Readinas Other: D Readings Other: 
Notes: Notes: Notes: 
58.4amps 
480 volts 

56 amps 
480 volts Off line and isolated 

Refrigeration Report Refrigeration Report Refrigeration Report 
D Visable Leaks D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal D Head Pressure Normal 
□ Oil Level (if aool.) Norm� D Oil Level (if aool. l Normal D Oil Level (if aool.) Normal 
D Compressor Suoerheat Normal D Comoressor Suoerheat Normal D Compressor Superheat Normal 
Notes: Notes: Not�s: 

Evaporator & Condenser Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report Coil and Drain Report 

□ Blower Bearings Greased D Blower Bearings Greased D Blower Bearings Greased 
□ Evaporator Coil Clean CJ Evaporator Coil Clean Cl Evaporator Coil Clean 
D Evap. Requires Cleaning D Evap. Requires Cleaning D Evap. Requires Cleaning 
D Condensate Pan Clean □ Condensate Pan Clean D Condensate Pan Clean 
D Condensate Pan Req. Cleaninq □ Condensate Pan Req. Cleaning D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 0 Condenser Coil Clean D Condenser Coil Clean 
0 Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning 
D Filters Changed □ Filters Changed D Filters Changed 
D Requires Filter Change D Requires Filter Change D Requires Filter Change 
D Drive Belts Good D Drive Belts Good D Drive Belts Good 

--

D Belts Require Replacing D Belts Require Replacing D Belts Require Replacing 
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased □ Evap. Motor & Bearings Greased
Notes: Notes: Notes: 

JY�(2vrJ\__ 09/19/23 

Owners Representative Signature (please also Print) Date Service Engineer Signature Date 



J52984 
0 AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

���E: Manatee Co Judicial Center 

Unit #:SWP1, Trane drive

MN:TR200 

SN: 

Electrical Report 
D Electrical Connections 
0 Blower Motor 
□ Blower Contactors
0 Condenser Motor
D Condenser Contactor
D Compressor Motor
D Compressor Contactor
D Crankcase Heater
D ReadinQs Normal

---

0 Readings Other:
Notes: 

-- -

90 amps @ 31 HZ 

Refrigeration Report 
0 Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if appl.) Normal 
D Compressor Sucerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
0 Evap. Requires Cleaning
□ Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
0 Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

LOCATION: 
B d t ra en on 

Unit #:SWP2, Trane drive 
MN:TR200 

SN: 

Electrical Report 
□ Electrical Connections
0 Blower Motor
D Blower Contactors
0 Condenser Motor
D Condenser Contactor
D Compressor Motor
D Compressor Contactor
D Crankcase Heater
D Readings Normal
0 Readings Other:
Notes:
91 amps@ 30 HZ

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if acpl.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
□ Evap. Requires Cleaning
O Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
0 Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

Unit#: 
MN: 

SN: 

DA TE: 
09/19/23 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D ReadinQs Other: 
Notes: 

Refrigeration Report 
0 Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
0 Oil Level (if appl.) Normal 
0 Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
Cl Evaporator Coil Clean 
D Evap. Requires Cleaning 
□ Condensate Pan Clean
□ Condensate Pan Req. Cleaning
0 Condenser Coil Clean
0 Cond. Coil Requires Cleaning
D Filters Changed 
0 Requires Filter Change 
0 Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

rr� l_ 09/19/23 

- --

Service Engineer Signature Date 



J52984 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 

TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CT-1C, Danfoss drive 
MN:VLT6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
□ Readinas Normal
D Readinas Other:
Notes:
10.3 amps @ 67% 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
□ Oil Level (if aool.) Norm�
D Comoressor Suoerheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Chani:ie 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on

Unit #:CT 1 D, Danfoss drive 
MN:VLT6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
□ Condenser Contactor
D Compressor Motor
D Comoressor Contactor
D Crankcase Heater
D Readinas Normal
D Readinas Other:
Notes:
12.5 amps@ 64% 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
□ Evap. Requires Cleaning
D Condensate Pan Clean
□ Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

INSPECTION REPORT 

325 Anchor Road 

Casselberry, FL 32707 

(407) 699-0454

Unit#: 
MN: 

SN: 

DA TE: 
09/19/23

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
□ Condenser Contactor
D Comoressor Motor
D Compressor Contactor
D Crankcase Heater
D Readings Normal
D Readings Other: 
Notes: 

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if a□ol.) Normal 
D Compressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
□ Condensate Pan Clean 
□ Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

rr� rikA 09/19/23 

--

Service Engineer Signature Date 



J52984 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CT 1A, Danfoss drive 
MN:VLT6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor ,_ -

D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
□ ReadinQs Normal
0 Readings Other:
Notes: 
10.1 amps@ 66% 

Refrigeration Report 
□ Visable Leaks
D Suction Pressure Normal
D Head Pressure Normal
□ Oil Level (if aool.) Normal

---

D Comoressor Suoerheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

O Blower Bearings Greased 
0 Evaporator Coil Clean 
0 Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require ReolacinQ 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on

Unit #:CT 18 
MN:VLT6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Readinas Normal 
D Readinas Other: 
Notes: 
14.4 amps @ 66% 

Refrigeration Report 
D Visable Leaks 
□ Suction Pressure Normal
D Head Pressure Normal
D Oil Level (if aoot.) Normal
D Comoressor Superheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
□ Evaporator Coil Clean
0 Evap. Requires Cleaning
D Condensate Pan Clean 
0 Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
0 Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

Unit#: 
MN: 

SN: 

DATE: 
09/19/23

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 

D Com ressor Contactor 
D Crankcase Heater 

Notes: 

Refrigeration Report 
0 Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 

□ Com
Notes:

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
[j Evaporator Coil Clean
D Evap. Requires Cleaning 
D Condensate Pan Clean 
□ Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleanin 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacin 
D Evap. Motor & Bearin s Greased 
Notes: 

rr� 
09/19/23 

Service Engineer Signature Date 



r r 

0 AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454

Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715 
FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690

���E: Manatee Co Judicial Center ILocATioN: Bradenton IDATE:9/19/23
UNIT #:cH-2, McQuav 
MN:woC087MB 

SN:STNU061200001 

Electrical Report 
compressor #:one 
Nameplate Voltage:45 
Actual Voltage: 4ZB I AJ..6___/4.za

Nameplate Amperage:4os RLA 
Actual Amperage: 252 / .2J..fl._}265

Crankcase Heater Amperage: 
Cooling lower: 
Nameplate Voltage: 
Actual Voltage: /�

Nameplate Amperage: 
Actual Amperage: I I

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime 29286 Start 4243 
Notes: Suction temp 42/ liquid temp 79 

Condenser Water Temp: In 10 / Out 01.3 

UNIT#: 
NII\I. 

SN. 

Electrical Report 
Gompressor 11: 
Nameplate Voltage: 
Actual Voltage: I I

Nameplate Amperage: 
Actual Amperage: 7 I

Crankcase Heater Amperage: 
cooling lower: 
Nameplate Voltage: 
Actual Voltage: I�

Nameplate Amperage: 
Actual Amperage: 7�

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
LJ Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: 

Condenser Water Temp: In / Out 
Condenser Pressure/ Sat.Temp: Pres:_92 

__ Temp: � Condenser Pressure / Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure/ Sat.Temp: Pres: 37 Temo: 42 

Oil Pressure: 1 '+U Oil Temp: I IC 
Oil Level: □ Full □ 3/4 D 1/2 D 1/4 
Net Oil Pressure103 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 44.7

Leaving Water Temp - Degrees F 42 
Liquid Line Sight Glass □ Clear □ Flash 
Compressor Superheat:2.4/ evaporator approach 5

Evaporator Pressure/ Sat.Temp: Pres: Temp: 
Oil Pressure: Oil Temp: 
Oil Level: □ Full □ 3/4 □ 1/2 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass D Clear 
Compressor Superheat: 

□ 1/4 

LJ Flash 

Sat. Liquid Temp.:Sub cool 4.2 / condenser approach 10.7 Sat. Liquid Temp.: 
Annual Checks 

Meg Compressor Motor 1. 4

2. F, 

3. "' 

LJ Check Pump down / Pressure Rise 
LJ Check Freeze Stat F Cut out 
LJCheck Flow Switch/ DP Switch Cut Out 
LJ Check High Pressure Cut Out 
LJ Check Water Pump Starter Interlock 
LJCheck & Set Low Pressure Control 
LJCheck System for Leaks 
LJ lake Uil Sample 

Print 

Owners Representative Signature (please also Print) 

Annual--Checl<s 
Meg Compressor Motor 1. 

2. 

3. 

LJ Check Pump down / Pressure Rise 
LJ Check Freeze Stat F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure Cut Out 
LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure -Control 
LJ c.;heck system tor Leaks 
LJ lake Uil Sample 

.n�� cua/L
Print Dennis Clark 

Date Owners Representative Signature (please also Print) 

4. 

!'i, 
6. 

9/19/23 

Date 



r 
-- - -

" v p� 0=:v O � AIR MECHANICAL & SERVICE CORP. CHILLER LOG 

�S:, 
4311 W. Ida Street 2700 Ave. of the Americas 

I Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715 

� FAX (813) 873-2275 FAX (941) 475-3725 

325 Anchor Road 
Casselberry, FL 32707 
(407) 699-0454
FAX ( 407) 699-0690 

���E:Manatee Co Judicial Center ILocAT10N: Bradenton IDATE:9/19/23
UNIT #:cH-1, McQuav
MN:WDC087MB 
SN: STNU061200002 

Electrical Report 
Compressor #:one 
Nameplate Voltage:4so 
Actual Voltage: 4:zg /�482 
Nameplate Amperage:406 RLA 
Actual Amperage: 21 s /2.fIB _ _/223 
Crankcase Heater Amperage: 
Goo1ing 1ower: 
Nameplate Voltage: 
Actual Voltage: I__}_

Nameplate Amperage: 
Actual Amperage: I__}_

U Check All Aux. Contacts 
U Compressor Stater Contacts 
LJ Cooling Tower Fan Motor Contacts 
LJ Check Wire connection, tightness & Heat Fatigue 
Runtime 26789 Start 4679 
Notes: Suction temp 48, Hquid temp 79 

Compressor bad and intermittent problem up on starting up bad inlet vain 
issues 

Condenser Water Temp: In 78.4 / Out ao.s 

UNIT#: 
MN: 

SN. 
Bectrical Report 

c..;ompressor #:Two 
Nameplate Voltage:
Actual Voltage: 7 7 
Nameplate Amperage: 
Actual Amperage: 7 I

Crankcase Beater Amperage: 
1..,;oollng lower: 
Nameplate Voltage: 
Actual Voltage: 1__)_

Nameplate Amperage: 
Actual Amperage: I___}

LJ L.;neck AlTAux. --Contacts 
U Compressor Stater Contacts 
LJ Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: Compressor bad and need replaced

Condenser Water Temp: In / Out 
Condenser Pressure/ Sat.Temp: Pres:_90 __ Temo: 81 Condenser Pressure / Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure/ Sat.Temp: Pres:E.__ Temp: _41 __ Evaporator Pressure / Sat.Temp: Pres: __ Temp: __ 
Oil Pressure: 1 1 u 
Oil Level: 0Full 
Net Oil Pressure73 

03/4 

Low Oil Pressure Cut Out: 

Oil Temp: I I I 
D 1/2 □ 1/4 

Entering Water Temp - Degrees F 44.7 
Leaving Water Temp - Degrees F 42.4 
Liquid Line Sight Glass □ Clear □ Flash 
Compressor Superheat:8.9/ evaporator approach 5.4 

Oil Pressure: Oil Temp: 
Oil Level: D Full D 3/4 □ 1/2 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass LJ Clear 
Compressor Superheat: 

□ 1/4 

LJ Flash 

Sat. Liquid Temp.:Sub cool 2.8/ condenser approach 9.4 Sat. Liquid Temp.: 
Annual Checks 

Meg Compressor Motor 1. 4

2. ,:; 

3. F, 

LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
I JCheck Flow Switch/ DP Switch Cut Out 
lJCheck High Pressure Cut Out 
LJCheck Water Pump Starter Interlock 
LJCheck & Set Low Pressure Control 
LJ Check System for Leaks 

UTake Oil Sample 

Print 

Owners Representative Signature (please also Print) 

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

D Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure Cut Out 
U Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
U Check System for Leaks 
LJ lake Oil Sample 

.!l�� ciio/L
Print Dennis Clark 

Date Owners Representative Signature (please also Print) 

4. 
_c; 

6 

9/19/23 

Date 



JOB -J52984 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 

BRADENTON, FL 34205 

JOB DETAILS 

SCHEDULED 

J52984 

Job is Completed 

JOB LEAD CREW 

7/13/23, 2:37 PM Dennis Clark 

JOB TYPE: SC-PM 

SALES REP: MC 

NAME PLATE CHARGE (LBS): 

JOB DESCRIPTION 

QUARTERLY MAINTENANCE 
CHILLER, PUMPS, CT 

JUL- SEP 2023 

POC MIKE OWENS 941-527-6773 

B2300072 

WORK DETAILS 

NAME 

Work Performed 

JOBID#: SC320016.2 

CUSTOMER WORK ORDER#: 82300072 

REFRIGERANT LEAK TESTED AND 
REPORTED TO CUSTOMER: No 

DESCRIPTION 

r 

Air Mechanical & Service Corp. 
4311 WIDA ST 
TAMPA, FL 33614 
United States 
Tel: (813) 875-0782 

CUSTOMER PO#: P2021333 

TOTAL SYSTEM CHARGE (LBS): 

SAVE TO SERVER FILE: NO 

QTY 

Notes: Quarterly maintenance on chillers, pumps.motors and cooling towers, chiller one both compressor are bad with compressor one 
intermittent issue and sometimes will not load up properly, chiller two compressor two is bad and needs replaced, CHWP-1 is off line and 
CHWP-3 is running chiller one 

Purchase Order Required 

Notes: None 

Additional Parts and Materials 

Notes: None 

Refrigerant Recovered 

Notes: None 

Refrigerant Added 

Notes: None 

Chiller Log 

Notes: McQuay chiller one made in USA 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 



r r 
JOB -J52984 

NAME DESCRIPTION QTY 

Chiller Log 

Notes: McQuay chiller two made in USA 

Inspection Log 

Notes: Cooling tower 1A and 18 

Inspection Log 

Inspection Log 

Notes: Cooling tower 1 C and 1 D 

Inspection Log 

Inspection Log 

Notes: Building pumps 

Inspection Log 

Notes: Condenser pumps 

Inspection Log 

Notes: Evaporator pumps 

PAYMENT 

All service worlr Is cash upon completion. Should cretin be authorized, bll/lng charge must be paid. 

Payments an, due and payable upon n,ceipt of Invoice. Aller 30 days, an account Is considered past due and will be charged the maximum intan,st allowed under the state laws. 

ATTORNEY'S FEES 

Customer agrees that he will pay and reimburse Air Meehan/cal & Service Corp. for any and a/I reasonable attorney's fees which are Incurred by Alr Mechanical & Service Corp. In the co/JecUon 

of amounts due and payable hereunder. 

LIABILITY 

Air Mechanical & SelVice Co,p. 's n,sponslbility for injury to persons or property shell be limited to injury caused directly by Air Mechanical & SelVice Co,p. 's negligence in performing the worlc covered by this 

order, and in no event, shall Air Machan/cal & Service Co,p. be liable for consequential, special, or Indirect dameges. Air Mechanical & Service Co,p. shall not be liable for any loss, delay, injury, or damage 

that may be caused by conditions beyond Air Mechanicel & Service Corp. 's control, Including but not limned lo sets of God, sets of Government, strikes, lockouts, fire, explosion, the/!, riot, civil commotion, war 

or malicious mischief. 

Air Mechanical & SelVice Co1p. shall not be liable for bodily injury, personal Injury or property damage, caused by or already caused by fungi or bacteria (mold), either alone or In coml>/netlon with other 

substances or factors, and does not guarantee that any work performed by this company will co,rect or fix any existing fungi or bacteria (mold) conditions or prevent any futun, "fungi" or bacteria (mold) 

condfflons of contamination. The following more clearly defines our position. 

Air Mechanical & Service Corp. shall not be liable for: 

A. "Bodily injury" or ·property damage• which would nor have occum,ri in whole or in parl, but the scmual, alleged or threatened inhalation of, ingestion of, contsct with exposur& to, existence of, or 

pn,sence of, any "fungi" or bacteria on or within a bullding or structure, including ns contents, regardless of whether any other csuse, event, meterisl or product contributed concurrently or in any sequence 

to such injury or dsmage. 

B. Any loss, cost or expense artslng out of the abating, testing for, monitoring, cleaning up, removing, containing, treating, detoxifying, neutralizing, remadiating or disposing of, or in sny way responding to, 

or assessing the effects of, "fungi" or bacteria by sny other person or entity. 

C. "Persons/ and advertising injury" which would not have taken place, in whole or parl, but for the actual, alleged or thn,atened inhalation of, /ngestJon of, contact with, exposure to, existence of, or 

pr&sence of any "Fungi" or bacteria on or wfthin s building or structure, including ffs contents, regardless of whether any other cause, event, material or product contributed concurrently or In any sequence 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 



J50296 
� AIR MECHANICAL & . .iVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 

TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941 l 475-3715 

FAX (813) 873-2275 

���E: Manatee Co Judicial Bldg 

Unit #:CT1-C, Danfoss drive 
MN:VLT6000 
SN: 

Electrical Report 
□ Electrical Connections
D Blower Motor
D Blower Contactors
D Condenser Motor
D Condenser Contactor
D Compressor Motor
D Compressor Contactor
D Crankcase Heater
D Readinos Normal
D ReadinQs Other:
Notes:
31.0 amps @ 60HZ 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaninq
D Filters Changed
D Requires Filter Chanoe 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 

B d t ra en on 

Unit #:CT1-D, Danfoss drive 
MN:VLT6000 
SN: 

Electrical Report 
□ Electrical Connections
D Blower Motor
D Blower Contactors
D Condenser Motor
D Condenser Contactor
D Compressor Motor
D Compressor Contactor
D Crankcase Heater
D Readincis Normal
D Readinas Other:
Notes:
20 amps @ 60HZ 

Refrigeration Report 
D Visable Leaks 
□ Suction Pressure Normal
D Head Pressure Normal
D Oil Level (if appl.) Normal
D Compressor Superheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
0 Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

r INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DATE: 
07/08/23 

Unit #:Cooling Tower Two 
MN: USS 424-536 
SN:5-282575 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Comoressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D Readings Other: 
Notes: 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
NotE:ls:� 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

rr�r�L 07/08/23 

Service Engineer Signature Date 



J50296 

L-.A--''-"' D AIR MECHANICAL & ·- .-!VICE CORP. 
4311 W. IDA STREET 2700 Ave. of the Americas 

TAMPA, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 

���E: Manatee Co Judicial Bldg

Unit #:System pump-1, Trane drive 
MN:TR200 
SN:QQ0403H459 

Electrical Report 

□ Electrical Connections
D Blower Motor
D Blower Contactors
D Condenser Motor
D Condenser Contactor
D Comoressor Motor
D Comoressor Contactor
D Crankcase Heater
□ Readinas Normal
□ Readinqs Other:
Notes: 
2lRJHP137iJTIO"R MOTOH 
133 amps@ 45 HZ 

Refrigeration Report 
D Vis able Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
□ Oil Level (if aool.) Normal
D Comoressor Suoerheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
O Evaporator Coil Clean
0 Evap. Requires Cleaning
0 Condensate Pan Clean
0 Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter ChanQe
D Drive Belts Good
D Belts Require Replacinq
D Evap. Motor & Bearings Greased
Notes:

LOCATION: 

B d t ra en on 

Unit #:System pump-2, Trane drive 
MN:RT200 
SN: 

Electrical Report 

□ Electrical Connections
D Blower Motor
D Blower Contactors
D Condenser Motor
D Condenser Contactor
D Compressor Motor
D Comoressor Contactor
D Crankcase Heater
D Readinos Normal
D Readinos Other:
Notes:
aiu nr- __ _.._.., MO", vn 

130 amps@ 45 HZ

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
□ Evaporator Coil Clean
O Evap. Requires Cleaning
0 Condensate Pan Clean
□ Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

r INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

Unit#: 
MN: 
SN: 

DATE: 
07/08/23

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Com ressor Motor 
D Com ressor Contactor 
D Crankcase Heater 

Notes: 

D Visable Leaks 
D Suction Pressure Normal 

Note§_:__ 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
0 Evap. Requires Cleaning 
0 Condensate Pan Clean 
0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleanin 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

07ill8/23 

Date 



J50296 
� AIR MECHANICAL & � .WICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941 J 475-3715 
FAX (813) 873-2275 

���E: Manatee Co Judicial Bldg

Unit #:GHWP-1, 30HP BALDOR MOTOR 
MN:12E693X858G1 
SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
0 Readinqs Normal 
0 Readings Other: 
Notes: 
30 amps, 482 volts 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Compressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

O Blower Bearings Greased 
O Evaporator Coil Clean 
0 Evap. Requires Cleaning 
0 Condensate Pan Clean 
0 Condensate Pan Req. Cleaninq 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Chanqe 
0 Drive Belts Good 

-

D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on

Unit #:CHWP-2, 30 HP BALDOR MOTOR 
MN:12E693X858G1 
SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
0 Condenser Contactor 
□ Comoressor Motor
D Compressor Contactor
D Crankcase Heater
D Readinqs Normal
D Readinas Other:
Notes:
32.5 amps, 482 volts 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if appl.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
□ Evaporator Coil Clean
0 Evap. Requires Cleaning
0 Condensate Pan Clean
0 Condensate Pan Req. Cleaning
0 Condenser Coil Clean
0 Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

r INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DATE: 
07/08/23 

Unit #:CHWP-3, 30HP BALDOR MOTOR 

MN:12E693X858G1 
SN: 

Electrical Report 
0 Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D Readinos Other: 
Notes: 
Off line 

Refriqeration Report 
□ Visable Leaks
D Suction Pressure Normal
D Head Pressure Normal
D Oil Level (if aool.) Normal
D Comoressor Sucerheat Normal
Note.�,;__

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaninq 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearinqs Greased 
Notes: 

J�cJbrl'L 07/0B/23 

Service Engineer Signature Date 



J50296 
D AIR MECHANICAL & ,, AVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 

TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 

���E: Manatee Co Judicial Bldg 

Unit #:CWP-1, 50HP BALDOR MOTOR 

MN:14E288W602G2 

SN: 

Electrical Report 

D Electrical Connections 

D Blower Motor 

D Blower Contactors 

D Condenser Motor 

D Condenser Contactor 

D Compressor Motor 

D Compressor Contactor 

D Crankcase Heater 

D Readinos Normal 

D Readings Other: 

Notes: 
-·-

60.4 amps, 483 volts 

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal 

D Head Pressure Normal 

D Oil Level (if appl,) Normal 

D Comoressor Superheat Normal 

Notes: 

Evaporator & Condenser 
Coil and Drain Report 

O Blower Bearings Greased 

0 Evaporator Coil Clean 

D Evap. Requires Cleaning 

D Condensate Pan Clean 

0 Condensate Pan Req. Cleaning 

D Condenser Coil Clean 

□ Cond. Coil Requires Cleaning

D Filters Changed

D Requires Filter Change

D Drive Belts Good
--

D Belts Require Replacing

D Evap. Motor & Bearings Greased

Notes:

LOCATION: 
B d t ra en on 

Unit #:CWP-2, 50HP BALDOR MOTOR 

MN:14E288W602G2 

SN: 

Electrical Report 

D Electrical Connections 

D Blower Motor 

D Blower Contactors 

D Condenser Motor 

D Condenser Contactor 

D Compressor Motor 

D Comoressor Contactor 

D Crankcase Heater 

D Readincis Normal 

0 Readinas Other: 

Notes: 

58.8 amps, 483 volts 

Refrigeration Report 

D Visable Leaks 

D Suction Pressure Normal 

D Head Pressure Normal 

D Oil Level (if appl.) Normal 

D Comoressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 

□ Evaporator Coil Clean

0 Evap. Requires Cleaning

0 Condensate Pan Clean

0 Condensate Pan Req. Cleaning
D Condenser Coil Clean

D Cond. Coil Requires Cleaning

D Filters Changed

D Requires Filter Change

D Drive Belts Good

D Belts Require Replacing

D Evap. Motor & Bearings Greased

Notes:

Owners Representative Signature (please also Print) Date 

r 
INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DA TE: 
07 /08/23 

Unit #:CWP-3, 50HP BALDOR MOTOR 

MN: 14E288W602G2 

SN: 

Electrical Report 

0 Electrical Connections 

D Blower Motor 
□ Blower Contactors

D Condenser Motor

D Condenser Contactor

D Com ressor Contactor 

D Crankcase Heater 

Notes: 

Off line 

D Visable Leaks 

D Suction Pressure Normal 

D Head Pressure Normal 

erheat Normal 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased

□ Evaporator Coil Clean

D Evap. Requires Cleaning

D Condensate Pan Clean

D Condensate Pan Req. Cleaning

D Condenser Coil Clean

D Cond. Coil Requires Cleanin

D Drive Belts Good 

D Belts Require Replacing 

D Evap. Motor & Bearings Greased 

Notes: 



J50296 

....___,_.,.....,..,, 
� AIR MECHANICAL & rlVICE CORP.

4311 W. IDA STREET 2700 Ave. of the Americas 

TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 

���E: Manatee Co Judicial Bldg

Unit #:CT1-A, Danfoss drive 
MN:VTL6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
0 Readinqs Normal 
0 Readinas Other: 
Notes: 
16 amps, 60HZ 

Refri!:ieration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaninq
D Filters Chanqed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

LOCATION: 
B d t ra en on

Unit #:CT1-B Danfoss drive 
MN:VTL6000 

SN: 

Electrical Report 

□ Electrical Connections
D Blower Motor
D Blower Contactors
D Condenser Motor
D Condenser Contactor
D Comoressor Motor
D Compressor Contactor
D Crankcase Heater
D ReadinQs Normal

D Readinas Other:
Notes:
25 amps, 60HZ 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
0 Evap. Requires Cleaning
D Condensate Pan Clean
0 Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

r INSPECTION REPORT 

325 Anchor Road 

Casselberry, FL 32707 

(407) 699-0454

DATE:07/08/23 

Unit #:Cooling Tower one, Evapco 
MN: USS 42-536 

SN:5-282575 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Com ressor Motor 
D Com ressor Contactor 
D Crankcase Heater 

Notes: 

□ Visable Leaks
D Suction Pressure Normal

Note_s_:� 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleanin 
D Filters Chan ed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Eva . Motor & Bearings Greased 
Notes: 

07/08/23 

Date 



THOMPSON LABO ATORIES 
510 COPELAND AVENUE - LA CROSSE, WISCONSIN 54803 

·, WEAR METALS OIL SAMPLE IDENTIFICATION •• 
(Attach to each sample for shipment.) 

PHONE (608) •784-0688. '\ • 
FAX (608) 782·3840 · , ·t 

Ship samples in any clean, well sealed, ·unbreakable plastic bottles (supplied upon request). Approximately six fluid 
ounces of oil is required for analysis. If possible, obtain samples while the machine is running. Flush all pipes, tubes, 
valves, etc. before collecting a sample. Collect only the oil which Is being circulated In the lubrication system. Avoid 
oil from dead spots and non-flowing areas. We suggest installation of a pennanent sampling valve on machines covered 
by service contracts. 
The folfowl11g infonnatlon is requested for purposes of proper sample Identification and analysis 'and to allow mean· 
ingful interpretation of analytical results. 

Job Name Manatee Judicial Chiller two Compressor two P.O. # E30920 

Model No. WDC087MB Size ___ (tons) Complete Unit Serial No. STNU061200001 

Type of Compressor: 0 Centrifugal D Reciprocating D Screw D Hermetic D Open 
D Gear drive D Direct drive D Electric motor D Steam turbine D Other Power ___ _ 

Compressor Manufacturer: 0 Trane D Carrier D York 0 McQuay D Other _____ _ 
INDICATE THE LUBRICATION SYSTEM WHERE OIL SAMPLE WAS TAKEN: 

D Motor D Gear drive 0 Compressor D Common System 
Oil sump capacity 8 gallons Oil added since last change ______ Brand added _____ _ 
Oil used In this charge: o·wF68 □Mobil DTE O T-22 □ T-15 0 WF1.00 Obther ______ _ 
Operating time this sample 27245 (hours) (months) (years) (cooling seasons) 
Approximate date of last oil change 
Indicate refrigerant type: D R· 11 D R-123 D R-12 □R-22 (a R·134a O Othe.r• __ __, 
Condenser: D Air cooled [a Water cooled O Other ________________ _ 
Evaporator: D Air cooled [a Water cooled O Other ________________ _ 
INDICATE REASON FOR OBTAINING CHEMICAL ANALYSIS: 
0 Routine maintenance 
D Other (give details) -------------------------�-----

Has this unit been analyzed previously by Thompson Labs? Yes If yes, approximate date .. -----
IF AVAILABLE, PLEASE PROVIDE INFORMATION AND DATES ON THE SERVICE HISTORY OF THE.MACHINE. 
Examples: 
Motor burnout and replacement __________________________ _ 
______________________ approx.date __________ _ 
Replacement of worn or failed bearings 
-�-------------------- approx.date ___________ 
Tubing failure - water entering machine 
______________________ approx.date __________ _ 
Excessive purging problems __________________________ _ 
______________________ approx.date __________ _ 
Other ____________________________________ _ 
______________________ approx.date __________ _ 
How long has this ·machine been In service? _17 __________ years • 
What ;s th�; cooling application: 0 Air conditioning D Process cooling D Other _______ _ 
Sample was taken by: Name Dennis Clark Contact Name _L_arry ________ '-----
Firm Air Mechanical FAX _______ Phone ________ _ 
Address _ ___._ _________ City ______ State ______ Zip _____ _ 
Ship samples to: 
THOMPSON LABORATORIES 510 Copeland Ave. 

' 
La Crosse, Wl54603 

l 

,.:, 

'\ 

I 
! 



THOMPSON LABO�ATORIES r 

510 COPELAND AVENUE• LA CROSSE, WISCONSIN 54603 

• WEAR METALS OIL SAMPLE IDENTIFICATION -
(Attach to each sample for shipment.) 

PHONE (608)-784-0688 >_(
FAX (608) 782-3640 ,? 

Ship samples in any clean, well sealed, • unbreakable plastic bottles (supplied upon request). Approximately six fluid 
ounces of oil is required for analysis. If possible, obtain samples while the machine is running. Flush all pipes, tubes, 
valves, etc. before collecting a sample. Collect only the oil which Is being clrculatsd In the lubrication system. Avoid 
oil from dead spots and non-flowing areas. We suggest installation of a permanent sampling valve on machines covered 
by service contracts. 
The following infonnatlon Is requested for purposes of proper sample identification and analysls 'and to allow mean-
ingful interpretation of analytlcal results. 

Job Name Manatee Judicial Center Chiller two Compressor one P.O. # E30920 

Model No. WDC087MB Size ___ (tons) Complete Unit Serfal No. STNU061200001 
Type of Compressor: 0 Centrifugal D Reciprocating D Screw D Hermetic D Open 

D Gear drive D Direct drive D Electric motor D Steam turbine D Other Power ___ _ 
Compressor Manufacturer: D Trane O Carrier O York [!] McQuay D Other _____ _ 
INDICATE THE LUBRICATION SYSTEM WHERE OIL SAMPLE WAS TAKEN: 

D Motor D Gear drive 0 Compressor D Common System 
Oil sump capacity 8 gallons Oil added since last change ______ Brand added _____ _ 
Oil used in this charge: □ WF68 □Mobil DTE O T-22 □ T-15 0 WF1.00 0 Other ______ _ 
Operating time this sample 27339 (hours) (months) (years) (cooling seasons) 
Approximate date of last oil change 
Indicate refrigerant type: D R· 11 D R-123 D R-12 □R-22 0 R-134a D Other __ _ 
Condenser: D Air cooled 0 Water cooled D Other ___________ .......;..;..-=-'·-----
Evaporator: D Air cooled 0 Water cooled D Other ___________ _c ____ _ 

lNDICATE REASON FOR OBTAINING CHEMICAL ANALYSIS: 
0 Routine maintenance 
D Other (give details) ---------------------------'-----'-----

Has this unit been analyzed previously by Thompson Labs? Yes If yes, approximate date .. -----
IF AVAILABLE, PLEASE PROVIDE INFORMATION AND DATES ON THE SERVICE HISTORY OF THE.MACHINE. 
Examples: 

.,..,). 

Motor burnout and replacement ___________________________ _ 
_______________________ approx.date __________ _ 
Replacement of worn or failed bearings 
______________________ approx.date __________ _ 
Tubing failure - water entering machine 
_______________________ approx.date __________ _ 
Excessive purging problems, ____________________________ _ 
_______________________ approx.date __________ _ 
Other ____________________________________ _ 
_______________________ approx.date __________ _ 
How long has this machine been In service? _17--=-ye_a_rs ________ years· 
What is th�' cooling application: 0 Air conditioning D Process cooling D Other _______ _ 
Sample was taken by: Name Dennis Clark Contact Name _La_rry __________ _ 
Fiim Air Mechanical FAX. _______ Phone ________ _ 
Address _ ........ ·, _________ City ______ State ______ Zip. ______ _ 
Ship samples to: 
THOMPSON LABORATORIES 510 Copeland Ave. La Crosse, WI 54603 

. :r 

; 

i 



& SERVICE CORP. CHILLER LOG DAIR MECHANIC" 
4311 W. Ida Street 
Tampa, FL 33614 
(813) 875-0782

2700 Ave. of the Americas 
Englewood, FL 34224 
(941) 475-3715 

325 Anchor Road 
Casselberry, FL 32707 
(407) 699-0454 

FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690 

���E: Manatee Co Judicial Bldg I 
LOCATION: 1051 Manatee Ave W, Bradenton l DATE: 7 /8/23

UNIT #:CH-2, McQuay
MN:woC087MB 
SN:STNU061200001 

Electrical Report 
Compressor #:one 
Nameplate Voltage:450 
Actual Voltage: 411 /482 /482 

Nameplate Amperage'.406 
Actual Amperage: 400 I 4:19 /43l

Crankcase Heater Amperage: 
Cooling lower: 
Nameplate Voltage: 
Actual Voltage: I I 

Nameplate Amperage: 
Actual Amperage: I I 

l.!'.'..J Check All Aux. Contacts 
Ld Compressor Stater Contacts 
L!:::I Cooling Tower Fan Motor Contacts 
l.!'.'..J Check Wire connection, tightness & Heat Fatigue 
Runtime 27553 Start 4239

Notes: 
Suction temp 46, liquid temp 80 

Condenser Water Temp: In 80.2 / Out 85.e 

Condenser Pressure / Sat.Temp: Pres:� Temo: � 
Evaporator Pressure/ Sat.Temp: Pres: 41 Temo: 44 

Oil Pressure: 1 "'� Oil Temp: 1 � 1 

Oil Level: □ Full 03/4 □ 1/2 □ 1/4 

Net Oil Pressure 105 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 45.3

Leaving Water Temp - Degrees F 49.8

Liquid Line Sight Glass □ Clear □ Flash 
Compressor Superheat:3evaporator aooroach 1.3 
Sat. Liquid Temp.:Subcool 7.0 

Annual Checks 
Meg Compressor Motor 1. oov111 

2. 550m 

3. 550m 

� Check Pump down / Pressure Rise 
� Check Freeze Stat F Cut out 
� Check Flow Switch / DP Switch Cut Out 
�Check High Pressure Cut Out 
� Check Water Pump Starter Interlock 
� Check & Set Low Pressure Control 
� Check System for Leaks 
�Take Oil Sample 

Print 

1 v..JUII I 

5 -.).JUIVI 

fi OOUIII 

UN!T#: 
MN: 

SN: 
Electrical Report 

Compressor #:Two 
Nameplate Vo1tage: 
Actual Voltage: I 7

Nameplate Amperage: 
Actual Amperage: I I

Crankcase Heater Amperage: 
cooling lower: 
Nameplate Voltage: 
Actual Voltage: I I

Nameplate Amperage: 
Actual Amperage: 7 I

l.!'.'..J Check AIT Aux. Contacts 
l.!'.'..J Compressor Stater Contacts 
l.!'.'..J Cooling Tower Fan Motor Contacts 
l!'.:J Check Wire connection, tightness & Heat Fatigue 
Runtime 27245 

Notes: 

Condenser Water Temp: In 

Start 4222 

/ Out 
Condenser Pressure/ Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure/ Sat.Temp: Pres: __ Temp: 
Oil Pressure: Oil Temp: 
Oil Level: □ Full □ 3/4 □ 1/2 □ 1/4 

Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass U Clear LJ Flash 
Compressor Superheat: 
Sat. Liquid Temp.: 

Annual-Checks 
Meg Compressor Motor 1. 55om 

2_ OOUIII 

3
_ OOUITI 

[_II"_] Check Pump down / Pressure Rise 
0 Check Freeze Stat F Cut out 
l!'.'.J Check Flow Switch / DP Switch Cut Out 
l!'.'..l Check High Pressure Cut Out 
l!'.'.J Check Water Pump Starter Interlock 
l!'.'.J Check & Set Low Pressure -Control 
l!'.'.J Check System for Leaks 
� laKe Uil Sample 

l)'WwJJ- (J6JL 
Print Dennis Clark 

4_vvVIII 

5 oourn 

6 ooum 

7/8/23 



THOMPSON LABO ATORIES 
510 COPELAND AVENUE - LA CROSSE, WISCONSIN 54603 

, WEAR METALS OIL SAMPLE IDENTIFICATION 
(Attach to each sample for shipment.) 

PHONE (608) 784-0688 \, • 
FAX (608) 782-3640 l

Ship samples in any clean, well sealed,· unbreakable plastic bottles (supplied upon request). Approximately six fluid 
ounces of oil is required for analysis. If possible, obtain samples while the machine is running. Flush all pipes, tubes, 
valves, etc. before collecting a sample. Collect only the oil which is being clrculatsd In the lubrication system. Avoid 
oil from dead spots and non-flowing areas. We suggest installation of a permanent sampling valve on machines covered 
by service contracts. 
The followlrm infonnation is requested for purposes of proper sample identification and analysis 'and to allow mean
ingful interpretation of analytical results. 

Job Name Manatee Judicial Center Chiller one Compressor two p .O. # E30920

Model No. WDC087MB Size --- (tons) Complete Unit Serial No. STNU061200002 
Type of Compressor: 0 Centrifugal D Reciprocating D Screw D Hermetic D Open 

D Gear drive D Direct drive D Electric motor O Steam turbine O Other Power ___ _ 
Compressor Manufacturer: D Trane D Carrier D York 0 McQuay D Other _____ _ 
INDICATE THE LUBRICATION SYSTEM WHERE OIL SAMPLE WAS TAKEN: 

D Motor D Gear drive 0 Compressor D Common System 
Oil sump capacity 8 gallons OIi added since last change ______ Brand added _____ _ 
Oil used In this charge: □ ·WF68 □Mobil DTE O T-22 □ T-15 0 WF1.00 0 Other ______ _ 
Operating time this sample 23212 {hours) (months) (years) (cooling seasons) 
Approximate date of last oil change 
lndicateretrigeranttype: DR-11 OR-123 OR-12 □R-22 0R-134a □ .Other __ _
Condenser: D Air cooled � Water cooled D Other ___________ __;__,__ ___ _ 
Evaporator: D Air cooled 0 Water cooled D Other ________________ _ 
INDICATE REASON FOR OBTAINING CHEMICAL ANALYSIS: 
0 Routine maintenance 
D Other (give details) -------------------------�----

Has this unit been analyzed previously by Thompson Labs? Yes If yes, approximate date .. -___ _ 
IF AVAILABLE, PLEASE PROVIDE INFORMATION AND DATES ON THE SERVICE HISTORY OF THE'MACHINE. 
Examples: 
Motor burnout and replacement ___________________________ _ 
______________________ approx.date __________ _ 
Replacement of worn or failed bearings 
_______________________ approx.date __________ _ 
Tubing failure - water entering machine 
_______________________ approx.date __________ _ 
Excessive purging problems'----------------------------
----------------------- approx. date __________ _ 
Other ____________________________________ _ 
_______________________ approx.date __________ _ 
How long has this machine been In service? _17 __________ years • 
What js th�; cooling application: 0 Air conditioning D Process cooling D Other _______ _ 
Sample was taken by: Name Dennis Clark Contact Name _L_arry ________ .;.._ __ 
Firm · FAX. _______ Phone ________ _ 
Address ___________ City ______ State ______ Zip, _____ _ 
Ship samples to: 
THOMPSON LABORATORIES 510 Copeland Ave. Lacrosse, W/54603 

' 
I 



THOMPSON LABO ATORIES 
510 COPELAND AVENUE - LA CROSSE, WISCONSIN 54603 

, WEAR METALS OIL SAMPLE IDENTIFICATION -

(Attach to each sample for shipment.) 

PHONE (608) -784-0688 \: • 
FAX (608) 782-3640 -t 

Ship samples in any clean, well sealed, • unbreakable plastic bottles (supplied upon request). Approximately six fluid 
ounces of oil is required for analysis. If possible, obtain samples while the machine is running. Flush all pipes, tubes, 
valves, etc. before collecting a sample. Collect only the oil which is being clrculat�d In the lubrication system. Avoid 
oil from dead spots and non-flowing areas. We suggest installatfon of a pennanent sampling valve on machines covered 
by service contracts. 
The following infonnation Is requested for purposes of proper sample Identification and analysis 'and to allow mean
ingful interpretation of analytical results. 

Job Name Manatee Judicial Center Chiller one Compressor one p .O. # E30920

Model No. WDC087MB Size ___ (tons) Complete Unit Serial No. STNU061200002 

Type of Compressor: 0 Centrifugal D Reciprocating D Screw D Hermetic D Open 
D Gear drive D Direct drive D Electric motor D Steam turbine D Other Power ___ _ 

Compressor Manufacturer: D Trane D Carrier D York 0 McQuay O Other _____ _ 
INDICATE THE LUBRICATION SYSTEM WHERE OIL SAMPLE WAS TAKEN: 

0 Motor O Gear drive 0 Compressor O Common System 
Oil sump capacity 8 Oil added sfnce last change ______ Brand added _____ _ 
Oil used In this charge: □ WF68 □Mobil DTE □ T-22 0 T-15 0 WF1.00 0 Other_�-----
Operating time this sample 25809 hrs (hours) (months) (years) (cooling seasons) 
Approximate date of last oil change 
Indicate refrigerant type: D R-11 D R-123 D R-12 □R-22 � R-134a O ,Other' __ _ 
Condenser: D Air cooled � Water cooled D Other ___________ _;___,__ ___ _ 
Evaporator: D Air cooled � Water cooled D Other----------------'------
INDICATE REASON FOR OBTAINING CHEMICAL ANALYSIS: 
0 Routine maintenance 
·D Other (give details) ------------------------------

Has this unit been analyzed previously by Thompson Labs? Yes If ye�. approximate date. _____ _
IF AVAILABLE, PLEASE PROVIDE INFORMATION AND DATES ON THE SERVICE HISTORY OF THE'MACHINE.
Examples:
Motor burnout and replacement __________________________ _
______________________ approx.date __________ _
Replacement of worn or failed bearings
______________________ approx.date ___________ 
Tubing failure - water entering machine
______________________ approx.date __________ _
Excessive purging problems ___________________________ 
_______________________ approx.date __________ _
Other ____________________________________ _
______________________ approx.date __________ _
How long has this machine been in service? _17 __________ years • 
What Is th�' cooling application: 0 Air conditioning D Process cooling D Other ________ 
Sample was taken by: Name Dennis Clark Contact Name _La_rry __________ _
Rrm Air Mechanical FAX _______ Phone ________ _
Address _ __.:. _________ City ______ State ______ Zip, ______ _
Ship samples to:
THOMPSON LABORATORIES 510 Copeland Ave. La Crosse, Wf 54603



& SERVICE CORP. CHILLER LOG D AIR MECHANIC .. 

4311 W. Ida Street 
Tampa, FL 33614 
(813) 875-0782 

2700 Ave. of the Americas 
Englewood, FL 34224 
(941) 475-3715 

325 Anchor Road 
Casselberry, FL 32707 
(407) 699-0454 

FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690

�1�E:Manatee Co Judicial Bldg jLOCATION:1051 Manatee Ave W, Bradenton jDAT
E

: 6/26/23
UNIT #:cH-1 McQuay
MN:woC087MB 
SN:sTNU061200002 

Electrical Report 
Compressor #:one 
Nameplate VoltageA60 
Actual Voltage: 480 /--10.0 l4A1

Nameplate Amperage:506 ALA 
Actual Amperage: 342 /353 /359 
Crankcase Heater Amperage: 
Cooling lower: Danfoss drive

Nameplate Voltage:460 
Actual Voltage: I I 

Nameplate Amperage:32 amp@ 60 HZ 
Actual Amperage: I I

� Check All Aux. Contacts 
l.d Compressor Stater Contacts 
l!'.'..I Cooling Tower Fan Motor Contacts 
� Check Wire connection, tightness & Heat Fatigue 
Runtime 25809 Start 4674 
Notes: Suction temp 48, discharge temp 92, compressor has

Condenser Water Temp: 

intermittent problems 

In 81 / Out 90.8 

Condenser Pressure/ Sat.Temp: Pres:..!..!.Q__ Temp: _92 __ 

Evaporator Pressure / Sat.Temp: Pres:_36 __ Temp: � 
Oil Pressure: 1 '+-' Oil Temo: 1 1 �
Oil Level: □ Full 03/4 D 1/2 D 1/4 
Net Oil Pressure110 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 51.2 
Leaving Water Temp - Degrees F 42.2 
Liquid Line Sight Glass D Clear □ Flash 
Compressor Superheat:4, evaporator approach 2.2 
Sat. Liquid Temp.:Superheat 18, condenser aooroach 2.2 

Annual Checks 
Meg Compressor Motor 1. oour 11

2. 560m 

3. 550m 

l!dCheck Pump down/ Pressure Rise 
� Check Freeze Stat __ F Cut out 
l!::'.'.]Check Flow Switch/ DP Switch Cut Out 
l!d Check High Pressure Cut Out 
l!::'.'.] Check Water Pump Starter Interlock 
[!d Check & Set Low Pressure Control 
l!::'.'.] Check System for Leaks 
l!::'.'.]Take Oil Sample 

Print 

� ;J;JUll 1 

5 OOUIII 

fl OOUIII 

UNll #: 
MN: 
SN: 

Electrical Report 
Compressor #:Two 
Nameplate Volfage:460 
Actual Voltage: -1cn 7 An" 148::1 
Nameplate Amperage:sos ALA
Actual Amperage: ,,,.._,.. /,:i", /359 
Crankcase Heater Amperage: 
cooling lower:oanfoss drive
Nameplate Voltage:4so 
Actual Voltage: I 7 
Nameplate Amperage:31 amos @60 HZ 
Actual Amperage: 7 I

� Check All Aux. --Contacts 
0 Compressor Stater Contacts 
l.!'.'...l Cooling Tower Fan Motor Contacts 
l.!'.'..J Check Wire connection, tightness & Heat Fatigue 
Runtime 23306 Start 4806 
Notes: S t· 48 d" h 8 uc ,on temp , 1sc arge temp 7 

Condenser Water Temp: In 79 / Out 84.5 

Condenser Pressure / Sat.Temp: Pres:� Temp: 85 

Evaporator Pressure / Sat.Temp: Pres: 37 Temp: 41 

Oil Pressure: TU/ 
Oil Level: □ Full D 3/4 
Net Oil Pressure70 
Low Oil Pressure Cut Out: 

Oil Temp: I I u
D 1/2 D 1/4 

Entering Water Temp - Degrees F 51.4 
Leaving Water Temp - Degrees F 45.3
Liquid Line Sight Glass U Clear LJ Flash 
Compressor Superheat:4, evaoorator approach 2 
Sat. Liquid Temp.:Suoerheat 12, condenser approach 0.5 

Annual Checks 
Meg Compressor Motor 1. 55om 

2_ OOUIII 

3_ ooum

� Check Pump down / Pressure Rise 
0 Check Freeze Stat F Cut out 
� Check Flow Switch/ DP Switch Cut Out 
� Check High Pressure Cut Out 
� Check Water Pump Starter Interlock 
� Check & -Set Low Pressure Control 
� Gheck System for Leaks 
� lake Uil Sample 

j)'a,,,,,.J:>..cOv.ri'L 
Print Dennis Clark 

4_vvVIII 

5_ooum

6,ooum

6/26/23 



JOB· J50296 r r 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 
BRADENTON, FL 34205 
Contact: Mike Owens 

JOB DETAILS 

SCHEDULED JOB LEAD 

J50296 
Job is Completed 

CREW 

Air Mechanical & Service 
Corp. 
4311 WIDA ST 
TAMPA, FL 33614 
United States 
Tel: (813) 875-0782 

4/13/23, 2:32 PM Dennis Clark Ben Lam! Dakota Mo� Daniel Rutherford Matt Leonardi 

JOB TYPE: SC-Annual 

SALES REP: MC 

NAME PLATE CHARGE {LBS): 

JOB DESCRIPTION 

r ANNUAL MAINTENANCE 
CHILLER, PUMPS, CT 

APR - JUN 2023 

POC MIKE OWENS 941-527-6773 

B2300072 

WORK DETAILS 

NAMe 

Work Performed 

JOBID#: SC320016.2 CUSTOMER PO#: P2021333 

CUSTOMER WORK ORDER#: B2300072 TOTAL SYSTEM CHARGE (LBS): 

REFRIGERANT LEAK TESTED AND SAVE TO SERVER FILE: NO 
REPORTED TO CUSTOMER: No 

-- -------

DESCRIPTION QTY 

Notes: 7/8/23 completed PM. Clean out cooling towers and change cooling tower belts, clean pump strainers and greased 
bearings, and check pump motors operation, chiller one brush tubes, Meg compressors, refrigerant leak check, take oil 
sample, check chiller operation 
NOTE: compressor one had issues and needs repairs, compressor two found oil leaks at oil pressure differential switch will 
give quotes for repairs. 

Chiller two brush condenser, Meg compressors, refrigerant leak, take oil sample, check chiller operation 
NOTE: found compressor two not loading up and has signal from controller to load up, compressor needs repair or replaced. 
Chiller two needs evaporator barrel insulated (water dripping from insulation) 

Cooling tower electrical conduit is rusted out and needs replacing, cooling tower is leaking at two joints on base. 
Three cooling tower motors need conduit boxes replaced, rusted out. 

Purchase Order Required 

Notes: E30643 Daikin (Carroll Air) 
E30644 AAP 
E30879 HOME DEPOT 
E30885 Johnstone (Tampa) 
E30889 AAP PUMP & MOTOR 
E30920 Thompson labs 

Air Mechanical & Service Corp. 
Tel: (813) 875-0782 



JOB - J50296 r 

NAME 

Additional Parts and Materials 

Notes: None 

Refrigerant Recovered 

Notes: None 

Refrigerant Added 

Notes: None 

Chiller Log 

Notes: Chiller one 

Oil Sample 

Notes: Chiller one compressor one 

Oil Sample 

Notes: Chiller one compressor two 

Chiller Log 

Notes: Chiller two 

Oil Sample 

Notes: Chiller two compressor one 

Oil Sample 

Notes: Chiller two compressor two 

Inspection Log 

Notes: Cooling tower one 

Inspection Log 

Notes: Condenser pumps 

Inspection Log 

Notes: Evaporator pumps 

Inspection Log 

Notes: Building system pumps 

Inspection Log 

Notes: Cooling tower two 

POST SIGNATURE 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 

r 

DESCRIPTION QTY 



J42743 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 4 75-3715
FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CHWP-1, 30 HP MARATHON MOTOR 

MN:12E693X858G1 
SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Beadings Normal 
0 ReadinQs Other: 
Notes: 
27 amps, 483 volts 

Refrigeration Report 

□ Visable Leaks
D Suction Pressure Normal
D Head Pressure Normal
D Oil Level (if appl.) Normal
D Compressor Superheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

O Blower Bearings Greased 
0 Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
0 Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Chani:ie 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

' 

LOCATION: 
B d t ra en on

, Unit #:CHWP-2,30 HP MARATHON MOTOR 

MN:12E693X858G1 
SN: 

Electrical Report 

0 Electrical Connections 
□ Blower Motor
D Blower Contactors
D Condenser Motor
□ Condenser Contactor

D Crankcase Heater 

Notes: 
28 amps, 483 volts 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
□ Head Pressure Normal

□ Com
Notes:

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
0 Evaporator Coil Clean 
0 Evap. Requires Cleaning 
D Condensate Pan Clean 
O Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

r 
INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DATE:1/18/23 

Unit #:CHWP-3, 30HP MARATHON MOTOR 

MN:12E693X858G1 
SN: 

Electrical Report 

0 Electrical Connections 
0 Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readinqs Normal 
D Readinqs Other: 
Notes: 
Off line 

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
0 Oil Level (if aool.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires CleaninQ 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
□ Evap. Motor & Bearings Greased
Notes:

I 

rr�ritnr!L 1/18/23 

Service Engineer Signature Date 



J42743 
D AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas
TAMPA, FL 33614 Englewood, FL 34224

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275

���E: Manatee Co Judicial Center

Unit #:Building pump-1 Trane 
MN:TR200 

SN:000403H459 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
_Q _ _Beadings Normal 

·-

0 ReadinQs Other: 
Notes: 
75 amps, @60%

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

O Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on

Unit #:Building pump-2, Trane 
MN:TR200 

SN:010010H172 

Electrical Report 
D Electrical Connections 
□ Blower Motor
□ Blower Contactors
D Condenser Motor
D Condenser Contactor
D Com ressor Motor

D Crankcase Heater 

Notes: 
Off line

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
□ Head Pressure Normal

□ Com
Notes:

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
D Drive Belts Good
□ Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date

INSPECTION REPORT 

325 Anchor Road
Casselberry, FL 32707

(407) 699-0454

Unit#: 
MN: 

SN: 

DATE: 
11/4/22

Electrical Report 
D Electrical Connections 
□ Blower Motor
D Blower Contactors
□ Condenser Motor
D Condenser Contactor
D Compressor Motor 
D Compressor Contactor
D Crankcase Heater
D Readinqs Normal
D Readinas Other:
Notes:

�·---·- - - -- -·-----

Refrigeration Report 
□ Visable Leaks
D Suction Pressure Normal
D Head Pressure Normal
D Oil Level (if aool.) Normal
D Compressor Superheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
D Evaporator Coil Clean 
0 Evap. Requires Cleaning 
0 Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
0 Cond. Coil Requires Cleaninq 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

rr� ribrlL 1/4/22 

·-

Service Engineer Signature Date



J42743 
D AIR MECHANICAL & SERVICE CORP.

4311 W, IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CWP-1, 50 HP BALDOR MOTOR 
MN:14E288W602G2 
SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
0 Readin2s Normal 

--

0 Readinqs Other: 
Notes: 
56 amps, 480 volts

Refrigeration Report 
□ Visable Leaks
D Suction Pressure Normal
D Head Pressure Normal
D Oil Level (if aool.) Normal
D Comoressor Sucerheat Normal
Notes:

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
0 Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
□ Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

LOCATION: 

B d t ra en on 

Unit #:CWP-2, 50HP BALDOR MOTOR 
MN:14E288W602G2 
SN: 

Electrical Report 
D Electrical Connections 
□ Blower Motor
□ Blower Contactors
D Condenser Motor
D Condenser Contactor

D Crankcase Heater 

Notes: 
54 amps, 480 volts

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 

tJotes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
0 Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Chan e 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DA TE: 
11 /4/22 

Unit #:CWP-3, 50HP BALDOR MOTOR 
MN: 14E288W602G2 
SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
□ Condenser Motor
D Condenser Contactor
D Compressor Motor
D Compressor Contactor
D Crankcase Heater
D Readinqs Normal
D Readinas Other:
Notes:

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
0 Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaninq 
0 Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

rr� rPmrJL 11/4/22 

Service Engineer Signature Date 



r 

DAIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454 

Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690

���
E
:Manatee Co Judicial Center I 

LocAT10N: Bradenton lDA
T
E: 11 /4/22

UNIT #:CH-2 McQuay 
MN:woC087MB
SN:STNU06120000 

Electrical Report 
Compressor #:one 
Nameplate Voltage'.460 
Actual Voltage: 4Z9 /45� /480 
Nameplate Amperage'.406 ALA 
Actual Amperage: 3j j /324 /32:1

Crankcase Heater Amperage: 
cooling lower: 
Nameplate Voltage: 
Actual Voltage: I I

Nameplate Amperage: 
Actual Amperage: I I

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tight ness & Heat Fatigue 
Runtime 25258 Start 4112 
Notes: Liquid temp 77, suction temp 43 

Condenser Water Temp: In 7).s / Out 81.6 

Condenser Pressure / Sat.Temp: Pres:� Temp: 83 

Evaporator Pressure/ Sat.Temp: Pres:� Temp: _42 __ 

Oil Pressure: 140 Oil Temp: 1 1 / 

Oil Level: 1Z1 Full D 3/4 D 1/2 D 1/4 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 45.3 
Leaving Water Temp - Degrees F 42.2 

Liquid Line Sight Glass � Clear □ Flash 
Compressor Superheat:2.0/ evaporator approach 
Sat. Liquid Temp.:Subcool 5.7/ condenser approach 

Annual Checks 
Meg Compressor Motor 1. 4

2. Fi 

3. f:. 

LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure Cut Out 
LJCheck Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJTake Oil Sample 

Print 

UNIT#: 
MN: 

SN: 

compressor 11:rwo 
Electrical Report 

Nameplate Voltage:450 
Actual Voltage: A"'>" 148� /480 -

Nameplate AmperageAo6 ALA 
Actual Amperage: ,,,,., 1322 /333 
Crankcase Reater Amperage: 
Cooling lower: 
Nameplate Voltage: 
Actual Voltage: 7 7

Nameplate Amperage: 
Actual Amperage: 7 I

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime 25099 Start 4116 
Notes: L' 'd t 78 t· t 54IquI emp , sue ,on emp 

Condenser Water Temp: In 76.4 / Out 80.0 

Condenser Pressure/ Sat.Temp: Pres:_91 __ Temp: _82 __ 

Evaporator Pressure/ Sat.Temp: Pres:� Temp: _41 __ 

Oil Pressure: 1 .::.� Oil Temp: I i::::O 

Oil Level: □ Full D 3/4 D 1/2 D 1/4 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 45.3 
Leaving Water Temp - Degrees F 42 

Liquid Line Sight Glass � Clear LJ Flash 
Compressor Superheat:7.5/ evaporator approach 
Sat. Liquid Temp.:Subcool 3.9/ condenser approach 

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure Cut Out 
LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJ lake Oil Sample 

.rr.2..-. ...r.1... caa-J\_ 
Print Dennis Clark 

4. 
£1.

R

11/4/22 



D AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454

Tampa, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715 

FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690 

���E:Manatee Co Judicial Center ILocATION: Bradenton lDATE:11/4/22 
UNIT #:CH-1 McQuay 
MN:woC067MB 

SN: STN U061200002 
Electrical Report

Compressor #:one 
Nameplate Voltage'.4 60 
Actual Voltage: 480 /48:1 /48:1
Nameplate AmperageAQ6 RLA 
Actual Amperage: 264 / 261 /269
Crankcase Heater Amperage: 
Cooling lower: 
Nameplate Voltage: 
Actual Voltage: I I

Nameplate Amperage: 
Actual Amperage: I I

U Check All Aux. Contacts 
D Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tightness & Heat Fatigue 
Runtime 23957 Start 4541 
Notes: 

Liquid temp 78, suction temp 47 

Condenser Water Temp: In 78.4 / Out 81.1 
Condenser Pressure/ Sat.Temp: Pres:_91 __ Temp: _81 __ 

Evaporator Pressure / Sat.Temp: Pres:_36 __ Temp: � 
Oil Pressure: 1"' 1 Oil Temp: tt'I-
Oil Level: D Full la 3/4 □ 1/2 □ 1/4 
Net Oil Pressure109 
Low Oil Pressure Cut Out:
Entering Water Temp - Degrees F 47 

Leaving Water Temp - Degrees F 42.6 
Liquid Line Sight Glass � Clear □ Flash 
Compressor Superheat:7.0/ evaporator approach 6.6 
Sat. Liquid Temp.:Condenser approach 9.9 

Annual Checks 
Meg Compressor Motor 1 . 4

2. [, 

3. R

LJ Check Pump down / Pressure Rise 
LJ Check Freeze Stat F Cut out 
LJCheck Flow Switch/ DP Switch Cut Out 
LlCheck High Pressure Cut Out 
L]Check Water Pump Starter Interlock 
LJCheck & Set Low Pressure Control 
LJ Check System for Leaks 
LJTake Oil Sample 

Print 

UNIT#: 
MN: 

SN: 
Electrical Report 

Compressor lf:Two 
Nameplate Voltage:4eo
Actual Voltage: .A,cn /A" 1 148:1 
Nameplate AmperageAo6 RLA 
Actual Amperage: ,,,,� ,.,.,7 1229 
Crankcase Heater Amperage: 
Cooling lower: 
Nameplate Voltage: 
Actual Voltage: 1 7

Nameplate Amperage: 
Actual Amperage: 7 

LJ Check All Aux. Contacts 
LJ Compressor Stater Contacts 
LJ Cooling Tower Fan Motor Contacts 

I

LJ Check Wire connection, tightness & Heat Fatigue 
Runtime 22356 Start 4563 
Notes: L' "d t 77 t· 681qu1 emp , sue 10n temp 

Condenser Water Temp: In 76.6 / Out 78.8 
Condenser Pressure/ Sat.Temp: Pres:_88 __ Temp: _8o __ 
Evaporator Pressure / Sat.Temp: Pres:_36 __ Temp: 40 

Oil Pressure: ::,o 
Oil Level: □ Full □ 3/4 
Net Oil Pressure60 
Low Oil Pressure Cut Out:

Oil Temp: I I '::1 
la 1/2 D 1/4 

Entering Water Temp - Degrees F 42.4 
Leaving Water Temp - Degrees F 46 
Liquid Line Sight Glass � Clear U Flash 
Compressor Superheat:28, evaoorator approach 10 
Sat. Liquid Temp.:Subcool 3.0 / condenser approach 9.2

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

I I Check Pump down / Pressure Rise 
D Check Freeze Stat F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
U Check High Pressure Cut Out 
U Check Water Pump Starter Interlock 
LJ Check & -Set Low Pressure Control 
U Check System tor Leaks 
LJ lake Uil sample 

!Yti-.,....r� c.�-.f\_ 
Print Dennis Clark 

4. 
5. 
n 

11/4/22 



r 

JOB - J42743 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 
BRADENTON, FL 34205 

r 

J42743 

Air Mechanical & Service 
Corp. 
4311 WIDA ST 
TAMPA, FL 33614 
United States 
Tel: (813} 875-0782 

JOB DETAILS Job is Completed 

SCHEDULED JOB LEAD CREW 

7 /1/22, 2:30 PM Dennis Clark 

JOB TYPE: SC-PM 
SALES REP: MC 
REASON FOR REFRIGERANT 
HANDLING: N/A 
REFRIGERANT LEAK TESTED AND 
REPORTED TO CUSTOMER: No 
SAVE TO SERVER FILE: NO 

JOB DESCRIPTION 

QUARTERLY MAINTENANCE 
CHILLER, PUMPS 

JAN· MAR 2023 

POC MIKE OWENS 941-527-6773 

B2300072 

WORK DETAILS 

NAME 

Work Performed 

JOBID#: SC320016.2 
MULTI-ASSET VISIT?: Yes 
TOTAL SYSTEM CHARGE {LBS): 

REFRIGERANT LEAK ISOLATED: No 

DESCRIPTION 

CUSTOMER PO#: P2021333 
CUSTOMER WORK ORDER #: B2300072 
NAME PLATE CHARGE (LBS): 

DATE SCHEDULED FOR REPAIR: 

Notes: 1/18/23 completed Quarterly maintenance on chillers, pumps, motors and cooling towers. 

QTY 

NOTE: Cooling tower in alarm 14, need to check out motor and wiring, building pump DRIVE needs to be finished installing. 

Purchase Order Required 

Notes: None 

Additional Parts and Materials 

Notes: None 

Refrigerant Recovered 

Notes: None 

Refrigerant Added 

Notes: None 

Chiller Log __ I_ 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 -���



r 
JOB - J42743 

NAME DESCRIPTION QTY 

Notes: Chiller one 

Chiller Log 

Notes: CH-2 

DX lnsp Log 

Notes: Evaporator pumps 

DX lnsp Log 

Notes: Condenser punps 

DX lnsp Log 

Notes: Building pump 

PAYMENT 

All service work is cash upon completion. Should credit be authorized, billing charge must be paid. 

Payments are due and payable upon receipt of invoice. After 30 days, an account is considered past due and will be charged the maximum interest allowed under the state laws. 

ATTORNEY'S FEES 

Customer agrees that he w/11 pay and reimburse Air Mechanical & Service Corp. for any and all reasonable attomey's fees which are incurred by Air Mechanical & 

Service Corp. in the collection of amounts due and payable hereunder. 

LIABILITY 

Air Mechanical & Service Corp. 's responsibility for injury to persons or property shall be limited to injury caused directly by Air Mechanical & Service Corp. 's negligence in performing 

the work covered by this order, and in no event, shall Air Mechanical & Service Corp. be I/able for consequential, special, or indirect damages. Air Mechanical & Service Corp. shall not 

be liable for any loss, delay, Injury, or damage that may be caused by conditions beyond Air Mechanical & Service Corp. 's control, Including but not limited to acts of God, acts of 

Government, strikes, lockouts, fire, explosion, theft, riot, civil commotion, war or malicious mischief. 

Air Mechanical & Service Corp. shall not be liable for bodily injury, personal injury or property damage, caused by or already caused by fungi or bacteria (mold}, either alone or in 

combination with other substances or factors, and does not guarantee that any work performed by this company will correct or fix any existing fungi or bacteria /mold) conditions or 

prevent any future "fungi" or bacteria (mold) conditions of contamination. The following more clearly defines our position. 

Air Meehan/cal & Service Corp. shall not be liable for: 

A. "Bodily injury• or "property damage" which would nor have occurred in whole or in part, but the accrual, alleged or threatened inhalation of, ingestion of, contact with exposure 

to, existence of, or presence of, any "fungi" or bacteria on or within a building or structure, including its contents, regardless of whether any other cause, event, material or product 

contributed concurrently or In any sequence to such injury or damage. 

B. Any loss, cost or expense arising out of the abating, testing for, monitoring, cleaning up, removing, containing, treating, detoxifying, neutralizing, remediating or disposing of, or 

in any way responding to, or assessing the effects of, "fungi" or bacteria by any other person or entity. 

C. "Personal and advertising injury" which would not have taken place, in whole or part, but for the actual, alleged or threatened Inhalation of, ingestion of, contact with, exposure 

to, existence of, or presence of any "Fungi" or bacteria on or within a building or structure, including its contents, regardless of whether any other cause, event, material or product 

contributed concurrently or in any sequence to such injury. 

D. Any loss, cost or expense arising out of the abating, testing for, monitoring, cleaning up, removing, containing, treating, detoxifying, neutralizing, remediation or disposing of, or 

any way responding to, or assessing the effects of, "fungi" or bacteria, by any other person or entity. 

E. "Fungi" means any type or form of fungus, including mold or mildew and any mycotoxins, spores, scents or byproducts produced or released by fungi. 

UNDER NO CIRCUMSTANCES SHALL AIR MECHANICAL & SERVICE CORP. BE LIABLE FOR ANY INCIDENTAL OR CONSEQUENTIAL DAMAGES RELATED TO THE EQUIPMENT SERVICED OR 

TO THE PARTS OR LABOR FURNISHED WITH THIS SERVICE CALL. 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 



J39757 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941 J 475-3715 
FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CT1-C, danfoss drive 
MN:VLT6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D Readings Other: 
Notes: 
Bad motoe 

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aopl.) Normal 
D Compressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
0 Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

LOCATION: 
B d t ra en on

Unit #:CH1-D, danfoss drive 
MN:VTL 6000 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Readinas Normal 
□ Readinas Other:
Notes:
19.6 amps & 58 Zhz 

Refrigeration Report 

0 Visable Leaks 
0 Suction Pressure Normal 
0 Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
D Evaporator Coil Clean
□ Evap. Requires Cleaning
0 Condensate Pan Clean
□ Condensate Pan Req. Cleaning

D Condenser Coil Clean
D Cond. Coil Requires Cleaning
0 Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

DA TE: 
05/04/22

Unit#: 
MN: 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readinas Normal 
D Readinas Other: 
Notes: 

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level {if aool.) Normal 
D Compressor Suoerheat Normal 
J'ig__tes: 

--

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
□ Evaporator Coil Clean
D Evap. Requires Cleaning
0 Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

rr� r ¼-1r1L 05/04/22 

Service Engineer Signature Date 



D AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454

Tampa, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715 

FAX (813} 873-2275 FAX (941) 475-3725 FAX (407) 699-0690

���E: Manatee Co Judicial Center I
LocAT10N: Bradenton IDATE:5/4/22 

UNIT #:Chiller one
MN:woC087MB 
SN:STNU061200002 

Electrical Report 
Compressor #:one
Nameplate VoltageA60
Actual Voltage: 4:Z6 I .4,8..:l.._____4a1 

Nameplate Amperage: 
Actual Amperage: 39z I .406,___}391
Crankcase Heater Amperage: 
Cooling Iower:cT1-c, dantoss drive
Nameplate Voltage: 
Actual Voltage: I___}

Nameplate Amperage: 
Actual Amperage: I___}

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tightness & Heat Fatigue 
Runtime 84509
Notes: 

Condenser Water Temp: 

Start 22986
Suction temp 46 
Liquid temp 89 

In 82.7 / Out 87.6 

UNIT#: 
Mf\l, 

::iN: 

t:IectncaI Heport 
Compressor rt: 
Nameplate Voltage: 
Actual Voltage: AaA I AQC f ,486 
Nameplate Amperage: 
Actual Amperage: -:,ni; I ,.,,.,A 1233 
Grankcase Heater Amperage: 
Gooung 1ower:cT1-D, danfoss drive
Nameplate Voltage: 
Actual Voltage: I___}

Nameplate Amperage:so HZ
Actual Amperage: 20 amp_s/___j 

u ChecK All AUX. Contacts
LJ Compressor Stater Contacts 
LJ Cooling Tower Fan Motor Contacts 
LJ Check Wire connection, tightness & Heat Fatigue 
Runtime 21578 Start 4508
Notes: 

Suction temp 53, liquid temp 78

Condenser Water Temp: In 75.5 / Out 79 

Condenser Pressure / Sat.Temp: Pres:� Temp: � Condenser Pressure/ Sat.Temp: Pres:_88 __ Temp:� 

Evaporator Pressure/ Sat.Temp: Pres:_41 
__ Temp: � Evaporator Pressure/ Sat.Temp: Pres:� Temp:£._ 

Oil Pressure: I"+ 1 Oil Temp: 1 �� 
Oil Level: □ Full □ 3/4 0 1/2 □ 1/4 
Net Oil Pressure 137 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 50.5
Leaving Water Temp - Degrees F 45.1 
Liquid Line Sight Glass Iii Clear 0 Flash 
Compressor Superheat:2.0 / evaporator aooroach 1.1 

Oil Pressure: ;;;,;.J 
Oil Level: D Full 0 3/4 
Net Oil Pressure57 
Low Oil Pressure Cut Out: 

Oil Temp: I I / 
□ 1/2 □ 1/4 

Entering Water Temp - Degrees F 46.4 
Leaving Water Temp - Degrees F 42.8 
Liquid Line Sight Glass LJ Clear LJ Flash 
Compressor Superheat: 11 / evaporator approach 0.8 

Sat. Liquid Temp.:Subcool 1.4/ condenser approach -1.4 Sat. Liquid Temp.:Subcool 2/ condenser approach 1.0 
Annual Checks 

Meg Compressor Motor 1. 4 

2. r:; 

3. fi 

lJCheck Pump down/ Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure Cut Out 
lJCheck Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJTake Oil Sample 

Print 

Owners Representative Signature (please also Print) 

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

LJ Check Pump down / Pressure Rise 
LJ Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
U Check High Pressure Cut Out 
LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ ChecK System tor Leaks 
u I ake UII Sample

!fv,y,,..r,._c.Oarf'L 
Print Dennis Clark 

Date Owners Representative Signature (please also Print) 

4. 

5. 

n

5/4/22 

Date 



J39757 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224

(813) 875-0782 (941) 475-3715 

FAX (813/ 873-2275

���E: Manatee Co Judicial Center

Unit #:CHWP-1 
MN:12E693X858G1 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Readinqs Normal 
D Readinqs Other: 
Notes: 
Pump under repairs 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearinqs Greased 
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean

D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
D Drive Belts Good --
D Belts Require Replacinq
D Evap. Motor & Bearings Greased
Notes:

LOCATION: 
B d t ra en on 

Unit #:CHWP-2 
MN:12E693X858G1 

SN:C0703080088 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Comoressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Readinqs Normal 
D Readinos Other: 
Notes: 
29 amps, 482 volts 
30HP BALDOR MOTOR 

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
Cl Evaporator Coil Clean
0 Evap. Requires Cleaning
0 Condensate Pan Clean
0 Condensate Pan Req. Cleaning
0 Condenser Coil Clean
0 Cond. Coil Requires Cleaning
0 Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

Owners Representative Signature (please also Print) Date 

I 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707

(407) 699-0454

DA TE: 
05/02/22 

Unit #:CHWP-3 ( stand bu pump) 
MN:12E693X858G1 

SN: 

Electrical Report 

D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Comoressor Contactor 
D Crankcase Heater 
D Readinqs Normal 
D Readinas Other: 
Notes: 
31.2 amps, 482 volts, 30HP BALDOR 
MOTORpump 3 is running because pump one 
under repairs 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (ifaool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

--

Evaporator & Condenser 
Coil and Drain Report 

□ Blower Bearings Greased
Cl Evaporator Coil Clean
□ Evap. Requires Cleaning
□ Condensate Pan Clean
□ Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires Cleaning
D Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes:

rr�r�L 05/02/22 

Service Engineer Signature Date 



J39757
r 

� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224

(813) 875-0782 (941) 475-3715 

FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:CWP-1 
MN:14E288W602G2 

SN:C070320007 4 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readinqs Normal 
D Readings Other: 
Notes: 
57 amps, 482 volts 
50HP BALDOR MOTOR 

Refrigeration Report 
D Vis able Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if appl.) Normal 
D Compressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
□ Evaporator Coil Clean
D Evap. Requires Cleaning
D Condensate Pan Clean
D Condensate Pan Req. Cleaning
D Condenser Coil Clean
D Cond. Coil Requires CleaninQ
D Filters Changed
D Requires Filter Change
D Drive Belts Good

-

D Belts Require Replacing
D Evap_ Motor & Bearings Greased
Notes:

LOCATION: 
B d t ra en on

I Unit #:CWP-2 
MN:14E288W602G2 

SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor

D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Compressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
D Readini:is Other: 
Notes: 
Pump is bad, pump 3 Is 1n use tor cniller two 
50HP BALDOR MOTOR 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level (if aool.) Normal 
D Comoressor Superheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
Cl Evaporator Coil Clean 
0 Evap. Requires Cleaning 
0 Condensate Pan Clean 
0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Change 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707

(407) 699-0454

DA TE: 
05/02/22 

Unit #:CWP-3 
MN:14E288W602G2 

SN:C0703200064 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
D Comoressor Motor 
D Compressor Contactor 
D Crankcase Heater 
D Readings Normal 
0 Readings Other: 
Notes: 
59 amps, 482 volts 
50HP BALDOR MOTOR 

Refrigeration Report 
D Visable Leaks 
D Suction Pressure Normal 
D Head Pressure Normal 
D Oil Level {if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
D Requires Filter Chani:ie 
D Drive Belts Good 
D Belts Require Replacing 
D Evap. Motor & Bearings Greased

Notes: 

rr� r J2arJ\- 05/02/22 

Service Engineer Signature Date 



r' 

J39757 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

1813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

���E: Manatee Co Judicial Center

Unit #:SWP1 , Trane drive

MN:TR200 
SN:967204 Y 459 

Electrical Report 
D Electrical Connections 
D Blower Motor 
D Blower Contactors 
D Condenser Motor 
D Condenser Contactor 
0 Compressor Motor 
0 Comoressor Contactor 
0 Crankcase Heater 
D Readinas Normal 
D ReadinQs Other: 
Notes: 
80.0 amps, &6u% 
200HP MARATHON MOTOR 

Refrigeration Report 
0 Visable Leaks 
0 Suction Pressure Normal 
0 Head Pressure Normal 
0 Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
O Evaporator Coil Clean 
0 Evap. Requires Cleaning 
0 Condensate Pan Clean 
0 Condensate Pan Req. Cleaning 
0 Condenser Coil Clean 
0 Cond. Coil Requires Cleaning 
0 Filters Changed 
D Requires Filter Change 
0 Drive Belts Good 
0 Belts Require ReolacinQ 
0 Evap. Motor & BearinQs Greased 
Notes: 

LOCATION; 
B d t ra en on

Unit #:SWP2, danfoss drive

MN: 

SN: 

Electrical Report 
D Electrical Connections 
D Blower Motor 
0 Blower Contactors 
D Condenser Motor 
0 Condenser Contactor 

D Com ressor Contactor 
D Crankcase Heater 

Refrigeration Report 
0 Visable Leaks 
0 Suction Pressure Normal 

Note� 

Evaporator & Condenser 
Coil and Drain Report 

0 Blower Bearings Greased 
0 Evaporator Coil Clean 
0 Evap. Requires Cleaning 
0 Condensate Pan Clean 
0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
0 Filters Changed 
0 Requires Filter Change 
0 Drive Belts Good 
0 Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

Owners Representative Signature (please also Print) Date 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

1407) 699-0454 

Unit#: 
MN: 

SN: 

DA TE: 
05/02/22

Electrical Report 
D Electrical Connections 
□ Blower Motor
D Blower Contactors
D Condenser Motor
D Condenser Contactor
D Comoressor Motor
D Compressor Contactor
D Crankcase Heater
D Readinqs Normal
D Readinqs Other:
Notes:

Refrigeration Report 
0 Visable Leaks 
0 Suction Pressure Normal 
D Head Pressure Normal 
0 Oil Level (if aool.) Normal 
0 Comoressor Suoerheat Normal 
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
O Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean 
D Cond. Coil Requires Cleaning 
D Filters Changed 
0 Requires Filter Change 
D Drive Belts Good 
0 Belts Require Replacing 
D Evap. Motor & Bearings Greased 
Notes: 

rr�r� 05/02/22 

Service Engineer Signature Date 



J39757 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 

TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 

���E: Manatee Co Judicial Center
LOCATION: B d t ra en on

Unit #:CT1-A, danfoss drive Unit #:CT1-B, danfoss drive 

MN:VLT6000 MN:VLT 6000 

SN: SN: 

Electrical Report Electrical Report 

D Electrical Connections D Electrical Connections 

D Blower Motor D Blower Motor 

D Blower Contactors D Blower Contactors 
D Condenser Motor D Condenser Motor 
D Condenser Contactor D Condenser Contactor 
D Compressor Motor D Compressor Motor 
D Compressor Contactor D Compressor Contactor 

D Crankcase Heater D Crankcase Heater 
D Readinos Normal 0 Readinqs Normal 
D ReadinQs Other: D Readinqs Other: 
Notes: Notes: 
6.2 amps, @37% 6.3 amps&37%

Refrigeration Report Refrigeration Report 

□ Visable Leaks D Visable Leaks 

D Suction Pressure Normal D Suction Pressure Normal 

D Head Pressure Normal □ Head Pressure Normal
□ Oil level (if appl.) Normal 0 Oil Level (if appl.) Normal

D Compressor Superheat Normal 0 Compressor Superheat Normal
Notes: Notes:

Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report 

O Blower Bearings Greased O Blower Bearings Greased 
0 Evaporator Coil Clean □ Evaporator Coil Clean

D Evap. Requires Cleaning 0 Evap. Requires Cleaning

0 Condensate Pan Clean D Condensate Pan Clean

D Condensate Pan Req. Cleaning 0 Condensate Pan Req. Cleaning
D Condenser Coil Clean D Condenser Coil Clean
D Cond. Coil Requires CleaninQ D Cond. Coil Requires Cleaning
D Filters Changed D Filters Changed

D Requires Filter ChanQe D Requires Filter Change
D Drive Belts Good D Drive Belts Good
D Belts Require Replacing D Belts Require Replacing
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased
Notes: Notes:

Owners Representative Signature {please also Print) Date 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

{407) 69 9-0454 

Unit#: 
MN: 

SN: 

DA TE: 
05/02/22

Electrical Report 

D Electrical Connections 
0 Blower Motor 
0 Blower Contactors 

D Condenser Motor 
D Condenser Contactor 

D Com ressor Contactor 
D Crankcase Heater 

Notes: 

Refrigeration Report 

D Visable Leaks 
0 Suction Pressure Normal 
D Head Pressure Normal 

□ Com
Notes:

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
0 Condenser Coil Clean 

0 Drive Belts Good 
D Belts Require Replacing 
0 Evap. Motor & Bearings Greased 
Notes: 

05/02/22 

Service Engineer Signature Date 



r 

� AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
( 407) 699-0454

Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690 

���E: Manatee Co Judicial Center I
LocAT loN: Bradenton l

D
ATE: 5/2/22

UNIT #:McQuav chiller two
MN:woC087087MB 
SN:STNU061200001 

Electrical Report
Compressor #:one 
Nameplate Voltage'.460 
Actual Voltage: 419 1.482-..-1481

Nameplate Amperage'.406 RLA 
Actual Amperage: 220 I .286._} 2ao
Crankcase Heater Amperage: 
Cooling lower:DANFOSS DRIVE 
Nameplate VoltageA0% 
Actual Voltage: /__J
Nameplate Amperage: 
Actual Amperage: 9.4 amps /__J 

l..d Check All Aux. Contacts 
l..d Compressor Stater Contacts 
l!d Cooling Tower Fan Motor Contacts 
0 Check Wire connection, tightness & Heat Fatigue 
Runtime 22575 Start 4049 

Notes: Suction temp 43, discharge temp 81

Condenser Water Temp: In 77 / Out 01.6 
Condenser Pressure/ Sat.Temp: Pres:� Temp: _81 

__ 

UNIT#: 
MN: 
SN: 

l::.lectncal Heport 
compressor #Two 
Nameplate Voltage:450 
Actual Voltage: ,17n !Ann 148:l
Nameplate Amperage:405 RLA 
Actual Amperage: "'" ,,..,,,.. l351 

Crankcase Heater Amperage: 
Cooling lower:Danfoss drive 
Nameplate VoltageAo% 
Actual Voltage: I___J
Nameplate Amperage: 
Actual Amperage: 9.3 amE!S /___J 
l..d Check All Aux. Contacts 
l!d Compressor Stater Contacts 
l..d Cooling Tower Fan Motor Contacts 
l!d Check Wire connection, tightness & Heat Fatigue 
Runtime 25171 Start 5049

Notes: Suction temp 55, discharge temp 83

Condenser Water Temp: In 77 I Out 01 

Condenser Pressure/ Sat.Temp: Pres: 94 Temp: 84 

Evaporator Pressure/ Sat.Temp: Pres:E.._ Temo: 41 Evaporator Pressure/ Sat.Temp: Pres:_38 
__ Temp: _42 __ 

Oil Pressure: 1 ""'" Oil Temp: I IO 
Oil Level: □ Full D3/4 D 1/2 D 1/4
Net Oil Pressure112 
Low Oil Pressure Cut Out:
Entering Water Temp - Degrees F 45 
Leaving Water Temp - Degrees F 42 
Liquid Line Sight Glass �Clear □ Flash 
Compressor Superheat:2.0/ evaporator approach 1.0
Sat. Liquid Temp.:78 / compressor aooroach 0.6 

Annual Checks 
Meg Compressor Motor 1. ��u 1v 1 � vvVIVI 

2. 550M 5 OOUIVI 
3. 550M 6 ;:JOUIVI 

� Check Pump down / Pressure Rise 
� Check Freeze Stat __ F Cut out 
� Check Flow Switch / DP Switch Cut Out 
�Check High Pressure Cut Out 
�Check Water Pump Starter Interlock 
� Check & Set Low Pressure Control 
� Check System for Leaks 
� Take Oil Sample 

Print 

Oil Pressure: 1 � 1 Oil Temp: Iii::/ 
Oil Level: D Full D 3/4 D 1/2 □ 1/4 
Net Oil Pressure94 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 49.6 
Leaving Water Temp - Degrees F 45.3 
Liquid Line Sight Glass 1111 Clear LJ Flash 
Compressor Superheat:13 / evaoorator aooroach 12.3
Sat. Liquid Temp.:80 / condenser aooroach 3.0

Annual Checks 
Meg Compressor Motor 1. 550M 

2_ OOUIVI
3_ OOUIVI 

0 Check Pump down / Pressure Rise 
0 Check Freeze Stat __ F Cut out 
� Check Flow Switch / DP Switch Cut Out 
� Check High Pressure Cut Out 
[!1 Check Water Pump Starter Interlock 
� Check & Set Low Pressure Control 
[!1 Check System lor Leaks 
� lake u1I--Sample 

l)'�(.Ov,,,f\__
Print Dennis Clark 

4_;:J;:JUIVI 

Q. OOUIVI
fl OOUIVI 

5/2/22 

Owners Representative Signature (please also Print) Date Owners Representative Signature (please also Print) Date 



JOB - J39757 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 
BRADENTON, FL 34205 

J39757 

r 

Air Mechanical & Service 
Corp. 
4311 W IDA ST 
TAMPA, FL 33614 
United States 
Tel: (813) 875-0782 

JOB DETAILS Job is Completed 

SCHEDULED JOB LEAD CREW 

4/25/22, 8:00 AM Dennis Clark Brandon Johnson PHj Matt Leonardi 

JOB TYPE: SC-Annual 
SALES REP: MC 
REASON FOR REFRIGERANT 
HANDLING: N/A 
REFRIGERANT LEAK TESTED AND 
REPORTED TO CUSTOMER: No 
SAVE TO SERVER FILE: NO 

JOB DESCRIPTION 

ANNUAL MAINT ENANCE 
CHILLER, PUMPS 

APR - JUN 2022 

POC MIKE OWENS 941-527-6773 

B2200435 

3/30/22-scheduled with Mike Owens 

JOBID#: SC320016.2 
MULTI-ASSET VISIT?: Yes 
TOTAL SYSTEM CHARGE (LBS): 

REFRIGERANT LEAK ISOLATED: No 

4/26 - DRAIN CHLR, 4/26 AND 27 PUNCH TUBES 
5/2 - DRAIN CHLR, 5/3 AND 4 PUNCH TUBES 

WORK DETAILS 

NAME DESCRIPTION 

Work Performed 

CUSTOMER PO#: P2021333 
CUSTOMER WORK ORDER #: 
NAME PLATE CHARGE (LBS): 

DATE SCHEDULED FOR REPAIR: 

QTY 

Notes: 5/12/22 completed Annual chiller maintenance. brush condenser tubes, take oil samples, refrigerant leak check, 
Meg compressors, log and check operation. 
-Cooling towers, clean cooling towers, greased bearings
-Pumps, greased bearings, clean strainers, condenser pump strainers,
NOTE: cannot clean isolation valves, will not hold, back flush strainers only

Purchase Order Required 

Notes: E28651 HUGHES SUPPLY 
E28675 PR DISTRIB 
E28676 PR DISTRIB 
E28685 TRANE 
E28731 Mader electric 
E28777 thompson labs 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 



r r 

JOB - J39757 

NAME DESCRIPTION QTY 

Additional Parts and Materials 

Notes: None 

Refrigerant Recovered 

Notes: None 

Refrigerant Added 

Notes: None 

Chiller Log 

Notes: Chiller one 

Chiller Log 

Notes: Chiller two 

Oil Sample 

Notes: Chiller one compressor one 

011 Sample 

Notes: Chiller one compressor two 

Inspection Log 

Notes: Cooling tower one for chiller two 

Inspection Log 

Notes: Cooling tower two for chiller one 

Inspection Log 

Notes: Building pump 

Inspection Log 

Notes: Condenser pumps 

OIi Sample 

Notes: Chiller two compressor one 

011 Sample 

Notes: Chiller two compressor two 

Inspection Log 

Notes: CHWPS 

PAYMENT 

All service work is cash upon completion. Should credit be authorized, billing charge must be paid. 

Payments are due and payable upon receipt of invoice. After 30 days, an account is considered past due and will be charged the maximum interest allowed under the state laws. 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 



'·\ 

J37913 

..__.,,._, --. .... 
� AIR MECHANICAL & SERVICE CORP. INSPECTION REPORT 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715 

FAX (813) 873-2275

325 Anchor Road 
Casselberry, FL 32707

(407) 699-0454 

���E: Manatee Co Judicial Center
LOCATION: 

1051 Manatee Ave W, Brader 
DATE: 

1/7/22

Unit #:System buildinq pump-1 Unit #:System building pump-2 Unit#: 

MN:Trane drive, TR200 MN:Danfoss drive VTL6000 MN: 

SN:000403H459 SN:000211 H117 SN: 
Electrical Report Electrical Report Electrical Report 

D Electrical Connections □ Electrical Connections D Electrical Connections 
D Blower Motor D Blower Motor 0 Blower Motor 
D Blower Contactors D Blower Contactors D Blower Contactors 
D Condenser Motor D Condenser Motor D Condenser Motor 
D Condenser Contactor □ Condenser Contactor D Condenser Contactor 
0 Compressor Motor D Compressor Motor 0 Comoressor Motor 
0 Comoressor Contactor D Comoressor Contactor D Compressor Contactor 
0 Crankcase Heater D Crankcase Heater D Crankcase Heater 
0 Readinos Normal D Readinqs Normal D Readings Normal 
D Readinos Other: □ Readinqs Other: D Readinos Other: 
Notes: Notes: Notes: 
80.0 amps, 60% speed 64.5 amps, 57% speed
200 HP MARATHON MOTOR 200 HP MARATHON MOTOR 

Refrigeration Report Refrigeration Report Refrigeration Report 
0 Vis able Leaks D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal D Head Pressure Normal 
0 Oil Level (if appl.) Normal D Oil Level (if aool.) Normal 0 Oil Level (if appl.) Normal 
D Comoressor Superheat Normal D Compressor Superheat Normal D Comoressor Suoerheat Normal 
Notes: Notes: Notes: 

Found alarm code 29 heat sink over temp, reset
drive and motor is running, possible cause 
cooling fan going out or bad IGBT thermal
sensor going bad 

Evaporator & Condenser Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report Coil and Drain Report 

0 Blower Bearings Greased D Blower Bearings Greased D Blower Bearings Greased 
□ Evaporator Coil Clean (J Evaporator Coil Clean D Evaporator Coil Clean 
D Evap. Requires Cleaning 0 Evap. Requires Cleaning D Evap. Requires Cleaning 
D Condensate Pan Clean 0 Condensate Pan Clean D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 0 Condensate Pan Req. Cleaning D Condensate Pan Req. Cleaning 
.□ Condenser Coil Clean D Cor:,denser Coil Clean D Condenser Coil Clean 
D Cond. Coil Requires Cleaninq D Cond. Coil Requires Cleaning □ Cond. Coil Requires Cleaninq
D Filters Chanqed D Filters Changed D Filters Changed
D Requires Filter Chanqe D Requires Filter Change D Requires Filter Change 
□ Drive Belts Good D Drive Belts Good D Drive Belts Good
D Belts Require Replacing D Belts Require Replacing D Belts Require Replacing
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased
Notes: / Notes: ,, ; Notes: ; 

rr�r� 1n122 

Owners Representative Signature (please also Print) Date Service Engineer Signature Date 



J37913 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

���E: Manatee Co Judicial Center
LOCATION: 

1051 Manatee Ave W, Brader 
DATE: 

1/7/22

Unit #:CWP-1, 50HP BALDOR MOTOR Unit #:CWP-2, 50 HP BALDOR MOTOR Unit #:CWP-3, 50 HP BALDOR MOTOR 
MN:14E288W602G2 MN:14E288W602G2 MN: 14E288W602G2 
SN: SN: SN: 

Electrical Report Electrical Report Electrical Report 
D Electrical Connections D Electrical Connections □ Electrical Connections
D Blower Motor D Blower Motor □ Blower Motor
D Blower Contactors D Blower Contactors □ Blower Contactors
D Condenser Motor D Condenser Motor D Condenser Motor
D Condenser Contactor D Condenser Contactor D Condenser Contactor
D Compressor Motor D Compressor Motor D Comoressor Motor 
D Compressor Contactor D Compressor Contactor D Compressor Contactor
D Crankcase Heater D Crankcase Heater D Crankcase Heater
D Readings Normal D Readings Normal D Readinqs Normal
D Readings Other: D Readinos Other: D Readings Other:
Notes: Notes: Notes:
55 amps, 484 volts Pump and motor assemble is out for repairs 55.7 amps, 484 volts 

Spare pump is used for chiller two until CWP-2 
get repaired 

Refrigeration Report Refrigeration Report Refrigeration Report 
D Vis able Leaks D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal D Head Pressure Normal 
□ Oil Level (if appl. I Normal D Oil Level (if appl.) Normal D Oil Level (ifaool.) Normal 
D Compressor Superheat Normal D Compressor Superheat Normal D Comoressor Suoerheat Normal 
Notes: Notes: Notes: --- --

Evaporator & Condenser Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report Coil and Drain Report 

□ Blower Bearings Greased D Blower Bearings Greased O Blower Bearings Greased 
□ Evaporator Coil Clean □ Evaporator Coil Clean 0 Evaporator Coil Clean 
D Evap. Requires Cleaning □ Evap. Requires Cleaning 0 Evap. Requires Cleaning 
D Condensate Pan Clean □ Condensate Pan Clean 0 Condensate Pan Clean 
D Condensate Pan Req. Cleaning □ Condensate Pan Req. Cleaning 0 Condensate Pan Req. Cleaning 
D Conpenser Coil Clean D Condense� Coil Clean D Condenser Coil Clean 
D Cond. Coil Requires Cleaninq D Cond. Coil Requires Cleaning 0 Cond. Coil Reouires Cleaning 
D Filters Changed D Filters Changed D Filters Changed 
D Requires Filter Chan!'.)e D Requires Filter Change D Requires Filter Change 
D Drive Belts Good D Drive Belts Good D Drive Belts Good 
D Belts Require Replacing D Belts Require Replacing D Belts Require Replacing 
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased 
Notes: ; ; Notes: ,i Notes: ,

rr�r� 1m22

Owners Representative Signature (please also Print) Date Service Engineer Signature Date 



···\ 

J37913 
� AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

���E: Manatee Co Judicial Center
LOCATION: 

1051 Manatee Ave W, Brader 
DATE:1f7/22 

Unit #:CHWP-1, 30HP BALDOR MOTOR Unit #:CHWP-2, 30HP BALDORMOTOR Unit #:CHWP-3, 30HP BALDOR MOTOR 

MN:12E693X858G1 MN:12E693X858G1 MN: 12E693X858G 1 
SN: SN: SN: 

Electrical Report Electrical Report Electrical Report 

□ Electrical Connections D Electrical Connections D Electrical Connections 
□ Blower Motor D Blower Motor D Blower Motor 
D Blower Contactors □ Blower Contactors D Blower Contactors 
D Condenser Motor D Condenser Motor D Condenser Motor 
D Condenser Contactor D Condenser Contactor D Condenser Contactor 
D Compressor Motor D Compressor Motor D Compressor Motor 
D Compressor Contactor D Compressor Contactor D Comoressor Contactor 
D Crankcase Heater D Crankcase Heater D Crankcase Heater 
D Readinilll Normal D Readinas Normal D Readinas Normal 
0 Readings Other: D Readinas Other: D Readinas Other: 
Notes: Notes: Notes: 
Pump and motor bad, off line 28.5 amps, 481 volts 29 amps, 481 volts 

This spare pump is used in chiller one until pump 
motor CHWP-2 gets repaired 

Refrigeration Report Refrigeration Report Refrigeration Report 
D Visable Leaks D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal D Head Pressure Normal 
D Oil Level (if appl.) Normal D Oil Level (if appl.) Normal 0 Oil Level (if appl.) Normal 
D Compressor Superheat Normal D Comoressor Suoerheat Normal D Comoressor Suoerheat Normal 
Notes: Notes: Notes: 

Evaporator & Condenser Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report Coil and Drain Report 

□ Blower Bearings Greased O Blower Bearings Greased D Blower Bearings Greased 
0 Evaporator Coil Clean □ Evaporator Coil Clean D Evaporator Coil Clean 
D Evap. Requires Cleaning 0 Evap. Requires Cleaning 0 Evap. Requires Cleaning 
D Condensate Pan Clean D Condensate Pan Clean D Condensate Pan Clean 
D Condensate Pan Req. Cleaninq 0 Condensate Pan Req. Cleaning D Condensate Pan Req. Cleaning 
D Condenser Coil Clean D Condenser Coil Cl_ean 0 Condenser Coil Clean 
D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning 
D Filters Changed D Filters Changed 0 Filters Changed 
D Requires Filter Change D Requires Filter Change D Requires Filter Change 
D Drive Belts Good D Drive Belts Good D Drive Belts Good 
D Belts Require Replacing D Belts Require Replacing □ Belts Require Replacing
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased
Notes: _, Notes: / Notes:� / 

!Y� r2w!L 1nt22 

Owners Representative Signature (please also Print) Date Service Engineer Signature Date 
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D AIR MECHANICAL & SERVICE CORP. CIDLLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454

Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 FAX (941) 475-3725 FAX ( 407) 699-0690 

���E: Manatee Co Judicial Center I 
LOCATION: 1051 Manatee Ave W, Bradenton IDATE: 1 /5/22

UNIT #:cH-2, McQuay 
MN:woC087MB 
SN:STNU061200001 

Electrical Report 
Compressor #:one
Nameplate Voltage'.460 
Actual Voltage: 484..-1�485 
Nameplate AmperageAo6 RLA
Actual Amperage: 212 / .245._) 252 

Crankcase Heater Amperage: 
Cooling lower:oanfoss drive CT1-A 
Nameplate Voltage: 
Actual Voltage: /__J
Nameplate Amperage: 
Actual Amperage: 5.4 amps /__J

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tightness & Heat Fatigue 
Runtime 21403 Start 3932 
Notes: Suction temp 45, discharge temp 80, 

Condenser Water Temp: 

Liquid line temp 79 

In 11.1 / Out 79.7 

UNIT#: 
MN· 
SN: 

c.lectncal Heport 
compressor#: 
Nameplate Voltage: 
Actual Voltage: I I 
Nameplate Amperage: 
Actual Amperage: I I 
Crankcase Heater Amperage: 
GoolIng lower:cT1-B, danfoss drive
Nameplate Voltage: 
Actual Voltage: I__J

Nameplate Amperage: 
Actual Amperage: 7.5 am12s /___J 

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime 
Notes: 

c· ·t t ff 1· lrCUI WOO lne

Condenser Water Temp: In 

Start 

I Out 
Condenser Pressure/ Sat.Temp: Pres:� Temp: _81 __ Condenser Pressure / Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure/ Sat.Temp: Pres:E..__ Temp:.£...__ Evaporator Pressure/ Sat.Temp: Pres: __ Temp: __ 
Oil Pressure: 1 q.o 

Oil Level: □ Full D 3/4 
Net Oil Pressure116 
Low Oil Pressure Cut Out: 

Oil Temp: 1 IC 
□ 1/2 D 1/4 

Entering Water Temp - Degrees F 43.7 
Leaving Water Temp - Degrees F 42.2 

Liquid Line Sight Glass □ Clear □ Flash 
Compressor Superheat:3.0/ evaporator approach 0.3
Sat. Liquid Temp.: Subcool 2.0/ condenser approach 1.3 

Annual Checks 
Meg Compressor Motor 1. 4

2. _r:;

3. �
LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJCheck Flow Switch/ DP Switch Cut Out 
LJ Check High Pressure C_µt Out 
LJCheck Water Pump Starter Interlock 
LI Check & Set Low Pressure Control 
LI Check System for Leaks 

UTake Oil Sample 

Print 

Owners Representative Signature (please also Print) 

Oil Pressure: Oil Temp: 
Oil Level: D Full □ 3/4 □ 1/2 □ 1/4 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass U Clear LJ Flash 
Compressor Superheat: 
Sat. Liquid Temp.: 

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
Li Check J--iigh Pressure Cut Out 

l 

LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ cneck System for Leaks 
LJ lake Oil Sample 

l;r.,-""""0.. c.0v,j\__ 
Print Dennis Clark 

Date Owners Representative Signature (please also Print) 

4. 
5. 
6 

1/5/22 

Date 



r 

D AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
( 407) 699-0454

Tampa, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715 

FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690 

���E: Manatee Co Judicial Center I 
LOCATION: 1051 Manatee Ave W, Bradenton lDATE: 1 /5/22

UNIT #:cH-1, McQuay
MN:WDC087MB 
SN: STNU061200002 

Electrical Report 
Compressor #:one 
Nameplate Voltage:4so 
Actual Voltage: 484 / 484...-i'483 

Nameplate AmperageAo6 RLA 
Actual Amperage: 252 / .2fil._} 253 
Crankcase Heater Amperage: 
Cooling Tower:cnc, danfoss drive 
Nameplate Voltage: 
Actual Voltage: 1------1

Nameplate Amperage: 
Actual Amperage: 7.0 amps /------1

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tightness & Heat Fatigue 
Runtime 22364 Start 4481 
Notes: Suction temp 43, discharge temp 79.7

Condenser Water Temp: In 80 / Out 77 
Condenser Pressure/ Sat.Temp: Pres:� Temp:� 
Evaporator Pressure/ Sat.Temp: Pres:E:!.__ Temp:�
Oil Pressure: I .3C 
Oil Level: □ Full 03/4 
Net Oil Pressure107 
Low Oil Pressure Cut Out: 

Oil Temp: I IC 
□ 1/2 □ 1/4 

Entering Water Temp - Degrees F 45 
Leaving Water Temp - Degrees F 42.6 
Liquid Line Sight Glass D Clear 0 Flash 
Compressor Superheat:5.2/ evaporator approach 0.3 
Sat. Liquid Temp.:Subcool 0.8/condenser approach 0.8 

Annual Checks 
Meg Compressor Motor 1 . 4

2. s 
3. �

LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
lJCheck l;,igh Pressure Cut Out 

; 

LJCheck Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJTake Oil Sample 

Print 

-' 

Owners Representative Signature (please also Print) Date 

UNIT#: 
MN 
SN: 

l::.lectncal Heport 
t.,;ompressor #·:Two 
Nameplate Voltage:4so
Actual Voltage: AOA I AOA I 485 
Nameplate Amperage:4os RLA 
Actual Amperage: ,,., ,, '""" I?�� 
Crankcase Heater Amperage: 
c..;00I1ng lower:cT-10, Danfoss drive
Nameplate Voltage: 
Ar::tual Voltage: '------1

Nameplate Amperage: 
Actual Amperage: 5.9 am�s /------1

U Check Al I Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime 20728 Start 4487 
Notes: Suction temp 64, discharge temp 82.9

Condenser Water Temp: In 80.2 I Out n.3 
Condenser Pressure/ Sat.Temp: Pres:� Temp: � 
Evaporator Pressure/ Sat.Temp: Pres:� Temp: � 
Oil Pressure: � 1 Oil Temp: I I / 
Oil Level: □ Full □ 3/4 □ 1/2 □ 1/4 
Net Oil Pressure65 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 47.6 
Leaving Water Temp - Degrees F 44 
Liquid Line Sight Glass LJ Clear U Flash 
Compressor Superheat:3.7/ evaoorator approach 3.4 
Sat. Liquid Temp.:Subcool 0.2/ condenser approach 2.9 

Annual "Checks 
Meg Compressor Motor 1. 

2. 

3. 
LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
U Check High Pre?sure Cut Out 
LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJ lake OIi Sample 

Jrrvi-,,.J).. c.0o.J\_
Print Dennis Clark 
Owners Representative Signature (please also Print) 

4. 
5. 
6 

: 

1/5/22 

Date 



. \ 

JOB - J37913 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 
BRADENTON,FL34205

J37913 

Air Mechanical & Service 
Corp. 
4311 WIDA ST 
TAMPA, FL 33614 
United States 
Tel: (813) 875-0782 

JOB DETAILS Job is Completed 

SCHEDULED JOB LEAD CREW 

12/30/21, 8:00 AM Dennis Clark Brandon Johnson!

JOB TYPE: SC-PM 

SALES REP: MC 

,,
TOTAL SYSTEM CHARGE (LBS): 

REFRIGERANT LEAK ISOLATED: No 

JOB DESCRIPTION 

QUARTERLY MAINTENANCE
CHILLER, PUMPS

JAN - MAR 2022

POC MIKE OWENS 941-527-6773 

B2200435 

WORK DETAILS 

NAME 

Work Performed 

JOBID#: SC320016.2 

MULTI-ASSET VISIT?: Yes 
,1 

NAME PLATE CHARGE (LBS): 

DATE SCHEDULED FOR REPAIR: 

DESCRIPTION 

CUSTOMER PO#: P2021333 

REASON FOR REFRIGERANT 
HANDLING: N/A ,, 
REFRIGERANT LEAK TESTED AND 
REPORTED TO CUSTOMER: No 
SAVE TO SERVER FILE: NO 

QTY 

Notes: 1/7/22 completed January quarterly maintenance on chillers, pumps and motors, inspection, log and check
operation, chiller one bad screen or motherboard for chiller, chiller two compressor two offline due to repairs, and repairs
to finish on chiller one. CHWP-1 is bad, CWP-2 is out for repairs, system pump two drive was in alarm 29 heat sink over 
temp, reset drive and motor is working ok. May have a cooling fan going bad or thermistor sensor going out.

Purchase Order Required 

Notes: None

Additional Parts and Materials 

Notes: None

Refrigerant Recovered 

Notes: None

Refrigerant A,dded 

Notes: None

Air Mechanical & Service Corp. 

Tel: (813) 875-0782



JOB - J37913 

NAME 

Chiller Log 

Notes: Chiller one 

Chiller Log 

Notes: Chiller two 

DX lnsp Log 

Notes: CHWP's 

DX lnsp Log 

Notes: CWP's 

DX lnsp Log 

Notes: Building pumps 

POST SIGNATURE 

Name of signee: mike Owens 

None 

r 

DESCRIPTION 

PAYMENT 

All service wark Is cash upan campfetian. Shau/d credit be autharlzed, billing charge must be paid. 

'·\ 

QTY 

Payments are due and payable upon receipt of invoice. After 30 days, an account is considered past due and will be charged the maximum interest allowed under the state laws. 

ATTORNEY'S FEES 

Customer agrees that he wllf pay and reimburse Air Mechanical & Service Carp. far any and a/f reasonable attorney's fees which are Incurred by Air Mechanical & 

Service Carp. In the cal/ectlan af amaunts due and payable hereunder. 

LIABILITY 

Air Mechanical & Service Corp. 's responsibility for injury to persons or property shall be limited to injury caused directly by Air Mechanical & Service Corp. 's negligence in performing 

the work covered by this order, and in no event, shall Air Mechanical & Service Corp. be liable for consequential, special, or indirect damages. Air Mechanical & Service Corp. shall not 
be liable for any loss, delay, injury. or damage that may be caused by conditions beyond Air Mechanical & Service Corp. 's control, including but not limited to acts of God, acts of 

Government, strikes, lockouts, fire, explosion, theft, riot, civil commotion, war or malicious mischief. 

Air Mechanical & Service Corp. shall not be liable for bodily injury, personal injury or property damage, caused by or already caused by fungi or bacteria (mold), either alone or in 
combination with other substances or factors, and does not guarantee that any work performed by this company will correct or fix any existing fungi or bacteria (mold) conditions or 

prevent any future "fungi" or bacteria (mold) conditions of contamination. The following more clearly defines our position. 

Air Mechanical & Service Corp. shall not be liable for: 

A. "Bodily injury" or "property damage" which .would nor have occurred in whole or in part. but the accrual, alleged or threatened inhalation of, ingestion of, contact with exposure 
to, existe�ce of, or presence of, any "fungi" ot'bacteria on or within a building or stfucture, including its contents. regardless of whether any other cause, eveiit, material or product 
contributed concurrently or in any sequence to such injury or damage. 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 



J36435 
�-✓ �� D AIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

1407) 699-0454 

���
E
: Manatee Judicial Center LOCATION: 1051 Manatee Ave W, Brader DATE: 10/15/21 

Unit #:SWP-1, Trane drive Unit #:SWP-2, Danfoss drive 
MN:TR200 MN: 

SN:QQ0403H459 SN: 

Electrical Report Electrical Report 

D Electrical Connections D Electrical Connections
D Blower Motor D Blower Motor
D Blower Contactors D Blower Contactors
D Condenser Motor D Condenser Motor
D Condenser Contactor D Condenser Contactor 
D Compressor Motor D Compressor Motor 
D Comoressor Contactor D Comoressor Contactor
D Crankcase Heater D Crankcase Heater
D Reading§ Normal D Readinos Normal
D Readinqs Other: D Readinos Other: 
Notes: Notes: 
.::� HZ, 73.0 amps 29 HL, 73.6 amps 
200 HP MARATHON MOTOR 200 HP MARA THON MOTOR 

Refrigeration Report Refrigeration Report 

D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal 
D Oil level (if aool.) Normal D Oil Level (if aool.l Normal
D Comoressor Suoerheat Normal D Comoressor Suoerheat Normal
Notes: Notes: - --

Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report 

0 Blower Bearings Greased D Blower Bearings Greased
0 Evaporator Coil Clean (J Evaporator Coil Clean 
D Evap. Requires Cleaning D Evap. Requires Cleaning
D Condensate Pan Clean D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 0 Condensate Pan Req. Cleaning 
D Condenser Coil Clean D Condenser Coil Clean
D Cond. Coil Requires Cleaninq D Cond. Coil Requires Cleaning
D Filters Changed D Filters Changed 
D Requires Filter Chanqe D Requires Filter Change
D Drive Belts Good D Drive Belts Good 
D Belts Require Replacing D Belts Require Replacing
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased
Notes: Notes: 

Owners Representative Signature (please also Print) Date 

Unit#: 
MN: 

SN: 

Electrical Report 

D Electrical Connections
D Blower Motor
D Blower Contactors
D Condenser Motor
□ Condenser Contactor
D Comoressor Motor
D Comoressor Contactor
D Crarikcase Heater
D Readinos Normal
D Readinos Other:
Notes:

Refrigeration Report 

D Visable Leaks 
D Suction Pressure Normal
D Head Pressure Normal 
D Oil Level (if appl.) Normal
D Comoressor Suoerheat Normal
Notes: 

Evaporator & Condenser 
Coil and Drain Report 

D Blower Bearings Greased 
D Evaporator Coil Clean 
D Evap. Requires Cleaning 
D Condensate Pan Clean 
D Condensate Pan Req. Cleaning 
D Condenser Coil Clean
D Cond. Coil Requires Cleaning 
D Filters Changed
D Requires Filter Change
D Drive Belts Good
D Belts Require Replacing
D Evap. Motor & Bearings Greased
Notes: 

w - n (\ 1011s121 

_Jj� �--
Service Engineer Signature Date 



J36435 
0 AIR MECHANICAL & SERVICE CORP.

4311 W. IDA STREET 2700 Ave. of the Americas 
TAMPA, FL 33614 Englewood, FL 34224

(8131 875-0782 (941) 475-3715

FAX (813) 873-2275

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707

(407) 69 9-0454 

���E: Manatee Judicial Center
LOCATION: 

1051 Manatee Ave W, Brader 
DATE: 

10/15/21

Unit #:CWP-1, 50 HP BALDOR MOTOR Unit #:CWP-2, 50 HP BALDOR MOTOR Unit #:CWP-3, 50 HP BALDOR MOTOR 

MN:14E288W602C2 MN: MN: 

SN: SN: SN: 

Electrical Report Electrical Report Electrical Report 

D Electrical Connections D Electrical Connections D Electrical Connections 
□ Blower Motor D Blower Motor □ Blower Motor
D Blower Contactors D Blower Contactors □ Blower Contactors
D Condenser Motor D Condenser Motor D Condenser Motor
D Condenser Contactor □ Condenser Contactor D Condenser Contactor
D Compressor Motor D Compressor Motor D Comoressor Motor
D Compressor Contactor D Compressor Contactor D Compressor Contactor
D Crankcase Heater D Crankcase Heater D Crankcase Heater
D Readings Normal D Readinas Normal D Readings Normal
D Readings Other: D Readinas Other: D Readini:is Other:
Notes: Notes: Notes:
59.6 amps, 487 volts Down for repairs 59.4 amps, 487 volts

Refrigeration Report Refrigeration Report Refrigeration Report 
D Visable Leaks D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal D Head Pressure Normal 
□ Oil Level (if appl.) Normal D Oil Level (if appl.) Normal D Oil Level (if aool.) Normal 
D Comoressor Suoerheat Normal D Comoressor Superheat Normal D Compressor Superheat Normal 
Notes: Notes: Notes: 

----

Evaporator & Condenser Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report Coil and Drain Report 

0 Blower Bearings Greased D Blower Bearings Greased D Blower Bearings Greased 
□ Evaporator Coil Clean Cl Evaporator Coil Clean □ Evaporator Coil Clean
D Evap. Requires Cleaning 0 Evap. Requires Cleaning D Evap. Requires Cleaning
D Condensate Pan Clean 0 Condensate Pan Clean D Condensate Pan Clean
D Condensate Pan Req. CleaninQ □ Condensate Pan Req. Cleaning D Condensate Pan Req. Cleaning
D Condenser Coil Clean 0 Condenser Coil Clean 0 Condenser Coil Clean
D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning
D Filters Changed 0 Filters Changed D Filters Changed
D Requires Filter Change D Requires Filter Change D Requires Filter Change
D Drive Belts Good D Drive Belts Good D Drive Belts Good
D Belts Require Replacing D Belts Require Replacing D Belts Require Replacing
D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased
Notes: Notes: Notes:

rr� r¼-JrJL 10/15/21 

Owners Representative Signature (please also Print! Date Service Engineer Signature Date 



J36435 
DAIR MECHANICAL & SERVICE CORP. 

4311 W. IDA STREET 2700 Ave, of the Americas 
TAMPA, FL 33614 Englewood, FL 34224 

(813) 875-0782 (941) 475-3715
FAX (813) 873-2275 

r 

INSPECTION REPORT 

325 Anchor Road 
Casselberry, FL 32707 

(407) 699-0454

���E: Manatee Judicial Center
LOCATION: 

1051 ManateeAveW, Brader DATE:10/15/21 

Unit #:CHWP-1, 30 Hp BALDOR motor Unit #:CHWP-2, 30 HP BALDOR MOTOR Unit #:CHWP-3, 30 HP BALDOR MOTOR 
MN:12E693X858G1 MN:12E693X858G1 MN: 12E693X858G 1
SN: SN: SN: 

Electrical Report Electrical Report Electrical Report 
D Electrical Connections D Electrical Connections D Electrical Connections 
D Blower Motor D Blower Motor D Blower Motor 
D Blower Contactors D Blower Contactors D Blower Contactors 
D Condenser Motor D Condenser Motor D Condenser Motor 
D Condenser Contactor D Condenser Contactor D Condenser Contactor 
D Compressor Motor D Compressor Motor D Comoressor Motor 
D Compressor Contactor D Comoressor Contactor D Compressor Contactor 
D Crankcase Heater D Crankcase Heater □ Crankcase Heater
D Readings Normal D Readinas Normal D Readings Normal
D Readings Other: D Readinas Other: D Readings Other:
Notes: Notes: Notes:
31.5 amps, 485 volts 31.5 AMPS, 485 volts 31.4 amps, 485 volts 

Refrigeration Report Refrigeration Report Refrigeration Report 
D Visable Leaks D Visable Leaks D Visable Leaks 
D Suction Pressure Normal D Suction Pressure Normal D Suction Pressure Normal 
D Head Pressure Normal D Head Pressure Normal D Head Pressure Normal 
D Oil Level (if aopl.) Normal D Oil Level (if appl.) Normal D Oil Level (if appl.) Normal 
D Comoressor Suoerheat Normal D Comoressor Suoerheat Normal D Comoressor Suoerheat Normal 
Notes: Notes: Notes: 

--

Evaporator & Condenser Evaporator & Condenser Evaporator & Condenser 
Coil and Drain Report Coil and Drain Report Coil and Drain Report 

O Blower Bearings Greased 0 Blower Bearings Greased D Blower Bearings Greased 
□ Evaporator Coil Clean □ Evaporator Coil Clean □ Evaporator Coil Clean
D Evap. Requires Cleaning 0 Evap. Requires Cleaning D Evap. Requires Cleaning
D Condensate Pan Clean 0 Condensate Pan Clean D Condensate Pan Clean
D Condensate Pan Req. Cleaning 0 Condensate Pan Req. Cleaning D Condensate Pan Req. Cleaning
D Condenser Coil Clean D Condenser Coil Clean D Condenser Coil Clean
D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning D Cond. Coil Requires Cleaning
D Filters Changed 0 Filters Changed D Filters Changed
D Requires Filter Change D Requires Filter Change D Requires Filter Change
D Drive Belts Good D Drive Belts Good D Drive Belts Good
D Belts Require Reolacing D Belts Require Replacing D Belts Require ReplacinQ
D Evap. Motor & BearinQs Greased D Evap. Motor & Bearings Greased D Evap. Motor & Bearings Greased
Notes: Notes: Notes:

_rr� _cJvd\_ 10/15/21 

Owners Representative Signature (please also Print) Date Service Engineer Signature Date 



r r 

0 AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454 

Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 FAX (941) 475-3725 FAX (407) 699-0690 

���E: Manatee Judicial Center I 
LOCATION: 1051 Manatee Ave W, Bradenton '

D
ATE: 1 Q/13/21

UNIT #:cH-2 McQuav
MN:w□C087MB 
SN: STNU06120000 

Electrical Report 
compressor #:one 
Nameplate Voltage: 
Actual Voltage: J__J
Nameplate Amperage: 
Actual Amperage: I__J
Crankcase Heater Amperage: 
Cooling Tower:oanfoss drive 1A 
Nameplate Voltage'.460 runnina 60HZ 
Actual Voltage: J__J 
Nameplate Amperage:34.0 FLA 
Actual Amperage: 25.3 amps /__J

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: 

Compressor bad 

Condenser Water Temp: In I Out 

UNIT#: 
MN: 

SN: 
Electrical Report 

Compressor #:Two 
Nameplate Voltage:4so
Actual Voltage: nn / •nn 7482 
Nameplate Amperage'.406 RLA 
Actual Amperage: nM 7'1-:,a. 7329 
Crankcase Heater Amperage: 
Cooling lower:oanfoss drive 1B 
Nameplate Voltage'.460 runninq 60HZ 
Actual Voltage: I__J

Nameplate Amperage:34_0 FLA 
Actual Amperage: 25.2 ames / ___j
U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime 23802 Start 3970 
Notes: Compressor discharge temp 86, liquid temp 82, suction

temp 42 
Condenser Water Temp: In 80.7 I Out 84.2 

Condenser Pressure/ Sat.Temp: Pres: __ Temp: __ Condenser Pressure/ Sat.Temp: Pres:_97 
__ Temp: � 

Evaporator Pressure/ Sat.Temp: Pres: __ Temo: 
Oil Pressure: Oil Temp: 
Oil Level: □ Full □ 3/4 □ 1/2 □ 1/4 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass □ Clear □ Flash 
Compressor Superheat: 
Sat. Liquid Temp.: 

Annual Checks 
Meg Compressor Motor 1. A. 

2. s 

3. f; 

LJ Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJ Check High Pressure C1,.1t Out 
LJCheck Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJTake Oil Sample 

Print 

Owners Representative Signature (please also Print) 

Evaporator Pressure/ Sat.Temp: Pres:_38 
__ Temp: 42 

Oil Pressure: T.:,u 
Oil Level: D Full □ 3/4 
Net Oil Pressure99 
Low Oil Pressure Cut Out: 

Oil Temp: I I.:)

D 1/2 □ 1/4 

Entering Water Temp - Degrees F 46.2 
Leaving Water Temp - Degrees F 42.0 

Liquid Line Sight Glass � Clear LJ Flash 
Compressor Superheat:0.0/ evaporator approach 0.0 
Sat. Liquid Temp.:Subcool 1.0/ condenser approach 2.2 

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

D Check Pump down/ Pressure Rise 
D Check Freeze Stat __ F Cut out 
U Check Flow Switch / DP Switch Cut Out 
U Check High Pressure Cut Out 
LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJ lake Oil-Sample 

ffr,--..,,_n_ cJk,rIL 
Print Dennis Clark 

Date Owners Representative Signature (please also Print) 

4. 
5. 
n 

10/13/21 

Date 



r r 

D AIR MECHANICAL & SERVICE CORP. CHILLER LOG 
4311 W. Ida Street 2700 Ave. of the Americas 325 Anchor Road 

Casselberry, FL 32707 
(407) 699-0454 

Tampa, FL 33614 Englewood, FL 34224 
(813) 875-0782 (941) 475-3715

FAX (813) 873-2275 FAX (941) 475-3725 FAX (407} 699-0690

���E: Manatee Judicial Center I LOCATION: 1051 Manatee Ave W, Bradenton jDATE: 1 Q/13/21
UNIT #:cH-1,McQuay 
MN:woC087MB 
SN: STN U061200002 

Electrical Report 
compressor #:one 
Nameplate Voltage: 
Actual Voltage: /___J 
Nameplate Amperage: 
Actual Amperage: J___J 
Crankcase Heater Amperage: 
Cooling Tower: Danfoss drive 1 C 
Nameplate Voltage:460 
Actual Voltage: /___J
Nameplate Amperage:34.0 FLA 
Actual Amperage: 25.2 amps/ ___J

U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
D Check Wire connection, tightness & Heat Fatigue 
Runtime Start 
Notes: 

Compressor one bad 

Condenser Water Temp: In I Out 
Condenser Pressure/ Sat.Temp: Pres: __ Temp: __ 
Evaporator Pressure / Sat.Temp: Pres: __ Temo: 
Oil Pressure: Oil Temp: 
Oil Level: □ Full □ 3/4 □ 1/2 □ 1/4 
Net Oil Pressure 
Low Oil Pressure Cut Out: 
Entering Water Temp - Degrees F 
Leaving Water Temp - Degrees F 
Liquid Line Sight Glass 0 Clear 0 Flash 
Compressor Superheat: 
Sat. Liquid Temp.: 

Annual Checks 
Meg Compressor Motor 1. ,1 

2. � 

3. � 

lJCheck Pump down/ Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
LJCheck High Pressure Cut Out 
LJCheck Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ Check System for Leaks 
LJ Take Oil Sample 

Print 

Owners Representative Signature (please also Print) Date 

UNIT#: 
MN: 

SN: 
Electrical Report 

Compressor #:Two
Nameplate Voltage:460 
Actual Voltage: ,i-ra I"-,.,, 7 4gj
Nameplate AmperageAo6 RLA 
Actual Amperage: ""'" f.ci.77 7383 
Crankcase Heater Amperage: 
Cooling lower:oanfoss drive 1D 
Nameplate Voltage:460 
Actual Voltage: I___J 

Nameplate Amperage:34_0 FLA 
Actual Amperage: 25.4 am�/ ___J
U Check All Aux. Contacts 
U Compressor Stater Contacts 
U Cooling Tower Fan Motor Contacts 
U Check Wire connection, tightness & Heat Fatigue 
Runtime 20182 Start 4470 
Notes: Suction temp 43, liquid temp 87, comp discharge temp

90 

Condenser Water Temp: In 84.5 / Out 89. 

Condenser Pressure / Sat.Temp: Pres:� Temp: _89 __ 

Evaporator Pressure/ Sat.Temp: Pres:E....__ Temp: 41 

Oil Pressure: TUt5 
Oil Level: □ Full 
Net Oil Pressure76 

□ 3/4 

Low Oil Pressure Cut Out: 

Oil Temp: I I I 
@ 1/2 □ 1/4 

Entering Water Temp - Degrees F 46.5 
Leaving Water Temp - Degrees F 41.7 
Liquid Line Sight Glass � Clear LJ Flash 
Compressor Superheat:2.0/ evaporator approach 0.7 
Sat. Liquid Temp.:Subcool 2.0/ condenser approach 0.0 

Annual Checks 
Meg Compressor Motor 1. 

2. 
3. 

D Check Pump down / Pressure Rise 
D Check Freeze Stat __ F Cut out 
LJ Check Flow Switch / DP Switch Cut Out 
U Check High Pr.essure Cut Out 
LJ Check Water Pump Starter Interlock 
LJ Check & Set Low Pressure Control 
LJ cneck System for Leaks 
LJ lake O1I--Sample 

tu-""",_ dk,)L
Print Dennis Clark 
Owners Representative Signature (please also Print) 

4. 
5.

A

10/13/21 

Date 



JOB - J36435 

MANATEE CO CLERK OF CIRCUIT CT 

MANATEE JUDICIAL BUILDING 
1051 MANATEE AVE WEST 
BRADENTON, FL 34205 
Contact: MARK CASTELLANO 

J36435 

r 

Air Mechanical & Service 
Corp. 
4311 WIDA ST 
TAMPA, FL 33614 
United States 
Tel: (813) 875-0782 

JOB DETAILS Job is Completed 

SCHEDULED 

10/5/21, 9:12 AM 

JOB TYPE: SC-PM 
SALES REP: MC 

TOTAL SYSTEM CHARGE (LBS): 

JOB LEAD CREW 

Dennis Clark 

JOBID#: SC320016.2 
MULTI-ASSET VISIT?: Yes 

NAME PLATE CHARGE (LBS): 

REFRIGERANT LEAK ISOLATED: No DATE SCHEDULED FOR REPAIR: 

JOB DESCRIPTION 

QUARTERLY MAINTENANCE 
CHILLER, PUMPS 

OCT - DEC 2021 

82200435 

WORK DETAILS 

NAME 

Work Performed 

DESCRIPTION 

CUSTOMER PO#: P2021333 
REASON FOR REFRIGERANT 
HANDLING: N/A 
REFRIGERANT LEAK TESTED AND 
REPORTED TO CUSTOMER: No 
SAVE TO SERVER FILE: NO 

Notes: 10/13/21 Quarterly maintenance on chillers, cooling tower, pumps and motors, log compressors and check 
operation of chiller plant. 

Purchase Order Required 

Notes: None 

Additional Parts and Materials 

Notes: None 

Refrigerant Recovered 

Notes: None 

Refrigerant Added 

Notes: None 

Chiller Log 

Notes: Chiller one 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 

QTY 



JOB - J36435 

NAME 

Chiller Log 

Notes: Chiller two 

DX lnsp Log 

Notes: CHWP's

DX lnsp Log 

Notes: CWP's 

DX lnsp Log 

Notes: Building system pumps 

POST SIGNATURE 

Name of signee: Mike Owens 

None 

r 

DESCRIPTION 

PAYMENT 

All service work Is cash upon completion. Should credit be authorized, billing charge must be paid, 

QTY 

Payments are due and payable upon receipt of invoice. After 30 days, an account is considered past due and will be charged the maximum interest allowed under the state laws. 

ATTORNEY'S FEES 

Customer agrees that he w/11 pay and reimburse Air Mechanical & Service Corp, for any and all reasonable attorney's fees which are Incurred by Air Mechanical & 

Service Corp. In the collection of amounts due and payable hereunder. 

LIABILITY 

Air Mechanical & Service Corp. '5 responsibility for injury to persons or property shall be limited to injury caused directly by Air Meehan/ca/ & Service Corp. 's negligence in performing 

the work covered by this order, and in no event, shall Air Mechanical & Service Corp. be liable for consequential, special, or indirect damages. Air Mechanical & Service Corp. shall not 

be liable for any loss, delay, injury, or damage that may be caused by conditions beyond Air Mechanical & Service Corp. 's control, including but not limited to acts of God, acts of 

Government, strikes, lockouts, fire, explosion the�, riot, civil commotion, war or malicious mischief. 

Air Mechanical & Service Corp. shall not be liable for bodily injury, personal injury or property damage, caused by or already caused by fungi or bacteria (mold), either alone or in 

combination with other substances or factors, and does not guarantee that any work performed by this company will correct or fix any existing fungi or bacteria {mold} conditions or 

prevent any future "fungi" or bacteria {mold) conditions of contamination. The following more clearly defines our position. 

Air Mechanical & Service Corp. shall not be liable for: 

A. "Bodily injury" or "property damage" which would nor have occurred in whole or in part, but the accrual, alleged or threatened inhalation of, ingestion of, contact with exposure 

to, existence of, or presence of, any "fungi" or bacteria on or within a building or structure, including its contents. regardless of whether any other cause, event, material or product 

contributed concurrently or in any sequence to such injury or damage. 

8. Any loss, cost or expense arising out of the abating, testing for, monitoring, cle�ning up, removing, containing, treating, detoxifying, neutralizing, remedia_ting or disposing of, or 

in any way responding to, or assessing the effects of, "fungi" or bacteria by any other person or entity. 

Air Mechanical & Service Corp. 

Tel: (813) 875-0782 
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DocuSign Envelope ID: BD4CC3C2-286D-4264-B200-6A7C4EAB07D7 
,-.._ 

Kibler Chemical Corporation, Inc. 
,., 

1610 Orange Avenue, St. Cloud, FL 34769 
407-957-2225 fax: 407-957-0643 

www .k.iblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 

C Public Safety / EOC Building UR= under repair 
ustome 2101 47th Terrace E. --

• Bradenton, FL 34203 Current Equipment UP DN UR 
Location Contact: Bob: 941 527-9379 Office: 941 748-4501 x 3552 --

Conductivity Controller 

Contract -- Feed & Bleed Controller - - - - -

o. / ·t; / '? Attention: Date: , ~ I __ z_ System Flow Switch 
I I Bleed Valve SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 

Water Meter 

/' ·ClftU~o UJ.l';P ------Reported in PPM / / Inhibitor Timer 
Cifw FROM TO FROM TO 

Algaecide Timer 
Phenolphthalein p I I \ \ I Inhibitor Pump 

\ \ \ Total Alkalinity M \ "' Algaecide Pumps 
Chloride NaCl I \ l I \ 
Total Hardness TH ) \ I ) \ 

Treatment Chemicals In Use: 

Hydrogen PH // , z \ 8.::r \ 
Cu.;-r- ?/.:1 

M. I 
Conductivity MM l o/1D \ /o,~ vnr, 
Sequest/Polymer Seq. - \ -- - \ Treatment Chemicals Added And Or 
Iron FE « \ / 1 . 0 \ Delivered: /J/1?4 
Molybdenum \ ' Mo - I\ - -
Nitrite NaN02 1io \ Lr;.-... i,n~ \ 
Sulfite s~ I \ I I \ 
Phosphate PO, \ \ \ ~ \ 

Water Meter Reading: --
Bromine NaBr { \ \ I \ 
Copper Cu ) \ I ) \ , 

Make-up I p M I NaCl I TH J FE I MM I COCs-NaCI I COCs-TH I COCs - MM I Water 

1.----~ I~ I~ I~ 1,,..,,---I l l Analysis I 

* CUw - { 1-16/nt (kL - P±:t ~\j(,.,tj ,. \ !>) i~l R {?. ~ J_ ilt."U I t:J. ,l [trv~<:. L D'u..~ - 1< 
I 

~JJ..,. \-=n 1, l .eY, Tn f., ~ ,E. -::2 <::i ~~ 't"" N , .~ _x__ --S--- p,' ....,\ i, CI ·O Ys-==-

__, 

T?t~u1 v~11112023 I 10:14 AM EDT ~ 
Customer's Signature & Date: KCC Service Rep 's Signature & Date: ? :::::::.:=::::: 



DocuSign Envelope ID: 8778AB3E-5171-4049-9CFE-0C25D841 0DB0 

Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www.kiblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= oat of service 

Customer: Public Safety / EOC Building UR= nnder repair 

- 2101 47th Terrace E. -
Location: Bradenton, FL 34203 Current Equipment UP DN UR 

- Contact Bob: 941 527-9379 Office: 941 748-4501 x 3552 - Conductivity Controller 

Contractor: - Feed & Bleed Controller --
~~L~-1 Attention: Date: Systan Flow Switch 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

Water Meter 

Reported in PPM t-aJt° - Inhil>itar Tmier 
l//1/ - - - FROM TO FROM TO 

Algaecide Timer 
Phenolphthalein p i\_ - - \ . Inlu"bitor Pump 
Total Allailinity M \ \ Algaecide Pumps 
Chloride NaCl \ \ 
Total Hardness TH I \ \ 

Treatment Chemicals In Use: 

Hydrogen PH 83 lo. '1 \ ' l.!!£.r:- Z c) 
Ii , I 

Conductivity MM 2-UD/ \ / 600 (,/&" 1 \ 
Seqaest/Polymer Seq. - \ - - Treatment Chemicals Added And Or 
Iron FE i .. O \ .,.£-. l . n \ Delivered: 11(/.,4 
Molybdenum Mo - \ - - \ 
Nitrite NaN<>, l/ l >l) ' '-rr. / Di i -) \ 
Sulfite so. \ \ 
Phosphate P04 \ \ 

Water Meter Reading: -
Bromine NaBr \ \ 
Copper Cu '\ \ 
Mab-up I p M I NaCl I m I FE MM COCs-NaCI I COCs-TH I COCs - MM I Water 

I I I I I I I Analysis - - - - - -

,t- (if t,J - Uf ,GM 1 ( ,r(_ ,C/1/ I-I Ir(' /17/~ '5/ i!-.Wr7C LI l 61.r-l • 1111 /_I' fl L6.i:f!21/'. ./lt..6 1-/, 
TI, r-A.!4 , ~.J\ - ~ ..i::::A c,--oJ u ,;../ I (, 1--f' w ILL /f7 e. i]~ Q\. l , 

~krf-V~l/2023 I 10 : 08 AM EDT ~ 
Customer 's Sig,uiture &Da KCC Service Rep 's Signature & Date: r 

~I 



Kibler Chemical coi-poration, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www .kiblercbemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 
Public Safety / EOC Building UR= under repair 

Customer: 2101 47th Terrace E. - Bradenton, FL 34203 
-

Location: Contact: Bob: 941 527-9379 Office: 941 748-4501 x 3552 
Current Equipment UP DN UR 

- - Conductivity Controller 

Contractor~ - Feed & Bleed Controller 

Attention: Date: v:; /2-1 /2 :S 
; 

System Flow Switch 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS 
Bleed Valve 

Water Meter 
( I/IL ( f D {, IJJ(-

Reponed in PPM ( HLJ 
Iilhtbitor Timer - - - FROM TO FROM TO 

Pbenolphtlwein p 

' 
7 \ 

Algaecide Timer 

Inlul>itor Pump 

Total ADwinity M \ \ Algaecide Pumps 

Chloride NaO ' \ 
Total BardDess TB ' \ 

Treatment Chemicals In Use: 

Lw T-10 
Hydrogen PH JI. to \ £3,1 lo. I \ 
Condndivity MM 200---;- \ I O\J'v 1/0JO ' Sequat/Polymer Seq. - \ -- Treatment Chemicals Added And Or 

Iron FE ~ \ L \. 0 \ ////If Delivered: 

Molybdemun Mo - - - \ 
Nltrlte NaNOz & o0 Gm ) OD"\::, \ 
Salfite SQ, \ \ 
Phosphate PO, \ \ Water Meter Reading: 

- -
Bromine NaBr \ \ 
Copper Cu \ \ 

I 

Make-up p I M NaCl TH FE MM COCs-NaCI 
Water 

COCs-TH COCs-MM 

Analy!is - I- - - - -
;f' [/IW /1 t l /Vtl //Jr?)7 £ 2 w/lJI/// ~/'~ ( l) W' yVl-1 ,..__J,.,_ _/ l.e-v"--b, 

~ <l;&;i¼!w/~ 
ri~J 

,., r, 
/ 

/~~-- ~rv/ 
Customer's Signature & Date: ';?J KC(iS · R •s· ~~ 

/ 
, '• I ...... ,, ":. ., · . ervice ep s zgnature & Date: / ~ -., .. 

D 



C ' Public I EOC 11stomer. - 2101 47th Temice E. 
l'!r.id<'lnton, FL 34203 

Contact, Bob: 941 527-9379 Office: 941 x3552 

SAM:PLE SOURCE: UNrl' .NAME ,'1< .NUMBER 

M:!!Rkl,,..UP 
Ws.ter 
Amdyst, 

NoCI 

RECOMMENDED LIMITS 

MM 

F""d & Bleoo Con!roller 

Tr.,,tment Cbe111icals Added A•<l Or 

lleliven,<I: 

Watel' 1Vleter Read.mg: 



DocuSign Envelope ID: 76EA 1583-EAB5-416E-B8B6-E3BCF7C57281 

Kibler Chemical Corporation, Inc. 
r. 1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www.kiblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN .. out of service 

Customer: Public Safety I EOC Building 
DR= under repair 

- 2101 47th Terrace E. -
Location: 8radenton, FL 34203 Current Equipment UP DN UR 

- Contact: Bob: 941 527-9379 -
Conductivity Controller 

Contractor: Office: 941 748-4501 X 3552 
Feed & Bleed Controller - -

- -- - -- - -UaTe:-1//~? -
Attention: System Flow Switx:h 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

WatcrMetex: 

J l'l ~ Reported in PPM - Inln"bitor Timer 
LH\,J - - - FROM TO FROM TO 

, Algaecide Timer 
Phenolphthalein p I \ I \ Inln0itor Pump 
Total Alkalinity M I \. \ } \ Algaecide Pumps 
Chloride NaCl \. j j \ \ l 

Treatment Chemicals la Use: 
Total Hardness TH ' I \ J !I,. j \ C,1,.1[~2-6 
Hydrogen PH lh 1 \ ~. J io I \ 
Conductivity MM ,~fl'+ \ k <Do -. t/m•o ' Seqoest/Polymer Seq. - \ - - Treatment Chemicals Added And Or 
Iron FE « ' .,4 \. 0 \ Delivered: /JI/ /1. 
Molybdenum Mo -==-- ~ - - \ 
Nitrite NaNO, ( ")({l ·L,....) \ lrn~ irf'SC \ 
Sulfite SO, / \ I I \ 
Phospba~ PO◄ ) \ \ \ \ 

Water Meter Reading: -Bromiile N.aBr \ I \ 
Copper Cu \ I \ 
Make-up I p M I Naa I TH I FE MM I COCs-NaCJ I COCs-TH I COCs-MM I Water 

I I I I I I I I Analysis - - - - - -
¥rcl \J-- (_\,-\ ~ t'Y)\{ tn --r-...,_ ,u,n, r-,,./P <1 .. ,,,-,._,. / ,.., - ♦ / _ , J / ( /.7~ 77 .-/ 

''-ni ;:yJ .J /,,.:-r- - 7 - A\ l rrrr.Jr:= &> N t,L.,r'>, t7 --= ~ ~ I ~ I .,.., i,~ ---•.i'1nr, ~,.,A,/ 
I _;_,,,_id, - " - - ~ 

'n.wlft/3/2023 I 2:43 PM EDT ~ 
Customer 's Signature&: Date:~Wyt v~JA, KCC Service Rep 's Signature & Date: -_/ -



,..., 

.................. ~ 

Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www .kiblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

Public Safety I EOC Building 
UP=working DN= out of service 

Customer: 
UR= under repair 

- 2101 47th Terrace E. -

Location: 
Bradenton, FL 34203 Current Equipment UP DN UR 

- Contact Bob: 941 527-9379 Office: 941 748-4501 x 3552 -
Conductivity Controller 

Contractor: - Feed & Bleed Controller -----~ 

Attention: Date: z l 1.v/2::s System Flow Switch 
..?j , 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

Water Meter 

Lo:;0 -Reported in PPM Inlnoitor Timer 

l,11lJ -·- - FROM TO FROM TO 

Phenolphthalein p I \ I ~ 
Algaecide Timer 

I Inhibitor Pump 

\ \ \., \ \ Total Alkalinity M 
Algaecide Pumps 

Chloride NaCl l \ ( \ 
Total Hardness TH J \ I \ 

Treatment Chemicals In Use: 

Hydrogen PH ;o, 3 \ ~ 7 \ 
L""T-?.,,e 

'o . \ i~. ' 
Conductivity MM 1- l5b'1 \ /('.nm lf015D \ 
Seqnest/Polymer Seq. - \ - - \ Treatment Chemicals Added And Or 

Iron FE P( \ ./_ \ . C) \ Delivered: Ill )1t>r, 
' ; 

Molybdenum Mo - \ - -
Nitrite NaN02 (,,, t (h \ i/>()"D I t•1.lb 
Sulfite S03 

- - \ ( l i ; 
Water Meter Reading: 

Phosphate P04 ) I (.._ 1 \ ---Bromine NaBr i'l ) ( \ 
Copper Cu I \ / ) \ \ . l 

ii Make-up I p M I NaCl I TH I FE I MM I COCs-NaCI I COCs-TH I COCs-MM I Water 
Analysis I - - I - I - I - I - I I I I 

I(-
✓-

c H w'- 2lL {J I '.t:!,IVJl']J[L-,-9 
:I Ill 

l,vJMJIN rc? fd. .Z ~ k ~, 

.., I II '//\_ "'I -? 

- /1 ~ I 1 7 I ~p ~ 

(£.. ) '<f;vv~ I I 

~ Customer 's Signature & Date: '\P""' v KCC Service Rep 's Signature & Date: 
/ _ . .,..__,,.,... 



Kibler Chemical Corporation, Inc. 
n 

....... --~ 
WATER-ANALYSIS & 

Customer: Public Safety / EOC Building - 2101 47th Terrace E. 
Location: _ Bradenton, FL 34203 

Contact: Bob: 941 527-9379 
Contractor: 

- --- - - -
Attention: 

1610 Orange Avenue, St. Cloud, FL 34769 
407-957-2225 fax: 407-957-0643 

www.kiblerchemical.com 

SERVICE REPORT ~ED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 
UR= under repair 

-
Current Equipment UP DN UR 

Office: 941 748-4501 x 3552 -
Conductivity Controller 

- Feed & Bleed Controller 
-- - -

z/r/21 Date: System Flow Switch 
~ . 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

Water Meter 
J_/JliiP --Reported in PPM Inb.J.bitor Timer 

(.J--11,,,/ FROM TO FROM TO 
' Algaecide Timer 

Phenolphthalein p I ( \ j 

' (,_ \ \ 
Inb.J.oitor Pump 

Total Alkalinity M 
Algaecide Pumps 

Chloride NaCl ) ( \ I 

Total Hardness TH I ) \ 
Treatment Chemicals In Use: 

CA...-1-~ 
Hydrogen PH 53 z \ ID, I /o, I 
Conductivity MM I ~i-, +-- /au '1f C!Ll) \ 
Sequest/Polymer Seq. - - \ Treatment Chemicals Added And Or -
Iron FE ff L /. 0 \ Delivered: ? ,, rp,cf c,.,r--1~ 
Molybdenum Mo \ -- - -
Nitrite NaN<>, tf{D ~01) /CU) \ 
Sulfite so, r \ / / 
Phosphate PO, J '\ \ 

Water Meter Reading: 

Bromine NaBr ( I l 
Copper Cn I ) l 

I 

Make-up I p M I NaCl I TH I FE I MM I COCs-NaCI COCs-TH I COCs-MM I Water 
Analysis I - -- I -I - I -I - I l I 

~;ilt~r~t:!_k~ ti~,~ k 1f!:f ? ✓tyl tJ£ ~-U) "t:l,1 

I 

,,-,. 

Customer's Signature &Date: ki)c--~ )-J i I d-o::>-3 ~ 
KCC Service Rep's Signature &Date: 

./ ./ -....., 



Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www.Idblerchemical.com 

WATER-ANALYSIS & SERVICE REPORT FEED &BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 
C t Public Safety / EOC Building UR=under repair 

us omer:2101 47th Terrace E. -
L • Bradenton, FL 34203 Current Equipment l'.i"P DN UR 

ocation: -Contact Bob: 941 527-9379 Office: 941 748-4501 x 3552 - Conductivity Controller 
Contracto1 -- Feed & Bleed Controller ---· ·-------··- - - ----

t ,f lJJ Attention: Date: L System Flow Switch 
J ! Bleed Valve S.Ai"1PLE SOURCE: UNIT NA.ME & NUMBER RECOMMENDEDLTh:IITS 

Water Meter 

Reported in PPM CHw FROM TO 
llllu"bitor Timer 

FROM TO 
Algaecide Timer 

Phenolphthalein p 
Inhibitor Pump 

Total Alk2linity M 
i Algaecide Pumps 

Chloride NaO \ 
Total Hardness TH l Treatment Chemicals In Use: 

Cr~--'i .?v 
Hydrogen PH i!.5 <l-~ le,. I 
Conductivity MM 11,1 /iv t' G,/,rv-<} 

Sequest/Polymer Seq. ·- Treatment Chemicals Added And Or 
Iron FE if ? I,~ Delivered: --
Molybdenum Mo -
Nitrite N:u"'iO: boo f..m) ioc,tJ 

-Sulfite S03 
I 

Phosphate PO, \ 
Water Meter Reading: ----Bromine NaBr \ 

Copper Ca J 

Make-up I p I M NaCl I TH I FE I MM I COCs-NaO I C0Cs-TH I C0Cs-MM I Water 
I I I I I I I I I Analysis 

c_ !-lw, 8:1\ 01: r"1erS ,~-Wl ll) l;M:h, 

.// I 

l fl)}~ 1_/1S: c,\J -7~~ Customer's Signature &Date: K Service Rep's Signature & Date: 
/r I // - \/ I 

I I· ~ / /I 



WATER-ANALYSIS & 

Customer: Public Safety I EOC Building 

Location: 
2101 47th Terrace E. 

- Bradenton, FL 34203 

Contractor Contact: Bob: 941 527-9379 

Attention: 

Kibler Chemical Corporation, Inc. 
1610 Orange Avenue, St. Cloud, FL 34769 

407-957-2225 fax: 407-957-0643 
www .kiblerchemical.com 

SERVICE REPORT FEED & BLEED EQUIPMENT 
INSPECTION REPORT 

UP=working DN= out of service 
UR= under repair 

-
Current Equipment UP DN UR 

Office: 941 748-4501 x 3552 - Conductivity Controller 

- Feed & Bleed Controller 

Date: 1J- /i J ll t-- System Flow Switch 
I 

SAMPLE SOURCE: UNIT NAME & NUMBER RECOMMENDED LIMITS Bleed Valve 

Water Meter 

lvo 17 
Reported in PPM (J\w Inhibitor Timer 

FROM I TO FROM TO 

Phenolphthalein p 
Algaecide Timer 

Inhibitor Pump 
Total Alkalinity M 

Algaecide Pumps 
Chloride NaCl 

Total Hardness TH Treatment Chemicals In Use: 

~;t.o 
Hydrogen PH • i( f5.J ll6.t w., 
Conductivity MM \7)1 looo fcr.;o 
Sequest/Polymer Seq. 

Treatment Chemicals Added And Or 
Iron FE 

fY / /. 0 Delivered: {_.J..s'"'-:3 ~TJ..o 
Molybdenum Mo 

Nitrite NaN02 Sec ko /oorJ 
Sulfite so, 
Phosphate P04 

Water Meter Reading: 

Bromine NaBr 

Copper Cu 

Make-up I p M I NaCl I TH I FE I MM I COCs-NaCI l COCs-TH I COCs-MM I Water 
I I I l I I I I Analysis I 

C~ - CA;;,.,.,r'-1 :: /1 k: b;ir,.,.,, s I ,<hf ~1 /tn-...1 AJJ~rl } .)S-r of Cu12t1 
.-f-0 be&S ·t. k /dv-!~ Le/els: v Med ~ ?- /vef,J -z2 Ju/,/ e. YT .., :, (?cl vt:li.-.. 

I 

(ti ..d... rt 1/Nt nil<fV M~ ,,, -:-, -r ,c; ~ /1 

(~ ((ffe\/~ 
-,e; .,,, 

Customer's Signature &Date: KCC Service Rep's Signature &Date: j~/IJ/J11~ 
I 
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