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SEE NOTE 1
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PROPOSED SITE PLANS
1 ADDENDUM 3 - REMOVED PROP, MOTOR OP. VALVE ACTUATOR FEB 2023

NOTES:

1. REPLACE EXISTING PNEUMATIC OPERATED 24" BFV 
WITH NEW PNEUMATIC OPERATED 24" BFV. 
ACTUATOR SHALL BE LIMITORQUE. THE EXISTING AIR 
COMPRESSOR AND AIR PIPING SHALL REMAIN AND BE 
ADAPTED TO THE NEW VALVE. VALVE SHALL BE 
LOCATED WITHIN A 4'x6' VALVE VAULT WITH SINGLE 
LEAF ALUMINUM HATCH.

2. SEE SHEET M-3 FOR PROPOSED TANK OUTLET 
VORTEX BAFFLE.
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